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EXECUTIVE SUMMARY

'\"'?!:: “

This “report documents an INEL evaluation of EPRI Draft Report NP 7065
"Review of NRC/INEL Gate Valve Test Program,"'(here1nafter referred to as the

“EPRI" report) The EPRI report 1s cr1t1ca1 of the NRC/INEL gate va]ve test
"program and is be1ng used by some ut111t1es as a rat1ona1e for dlscountlng ‘the
‘ app11cab111ty ‘of the INEL gate va]ve test data. Our purpose 1n thfs rev1ew is

" -“to resolve the comments of’ the rev1ew team sponsored by EPRI and provxde strong

" technical bases for areas of agreement and d1sagreement between the INEL and EPRI

DT PR g [N
positions.

Areas of d1sagreement ‘between EPRI and the NRC/INEL 1nc1ude pred1ctab1e
versus: nonpred1ctab1e va]ve performance, “motor- operator s1z1ng equat1ons,
typicality of the test hardware, app11cab111ty of the Phase I and the Phase I1
test conditions,’ assessment of valve response "as 1nd1cated in the measured stem

' force, and the va11d1ty of the NRC documents 1ssued re]at1ng to va]ve test1ng

AT

" The INEL tested 5- degree f]exwedge gate valves | Se]ectlon of test va1ves
was based on surveys of equ1pment 1nsta11ed 1n nuc]ear serv1ce : Not every

" variation produced by- every 'valve manufacturer was tested however, among the six

valves with seven internal configurations, most of the des1gn features (except
the double-disc des1gn ment1oned in the EPRI report) of most of the wedge gate
valves used in Generic Issue 87 nuc]ear serv1ce were tested The maJorlty of the

-valves that ‘were tésted exhibited' nonpred1ctab1e performance because they were
unab]e to c1ose w1thout damage when subJected to the des1gn bas1s test load1ngs

-
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" The EPRI report states that the manufacturers of the vaTves tested 1n the

‘£NRC/INEL'program have produced va]ves W1th other de51gn features It further
" suggests ‘that valves with other des1gn features m1ght perform d1fferent1y than
- those tested in the NRC/INEL program Test exper1ence 1nd1cates that the des1gn

feature that has the greatest effect on whether ‘internal damage occurs 1s body-

guide to disc-guide clearance. Large c]earances a]]ow the d1sc to tip
»‘exce551ve1y dur1ng ¢losure’ aga1nst h1gh 1oads resu1t1ng 1n damage to the guldes,

d1sc, “and seats. ‘The NRC/INEL test resu]ts cons1dered together thh the resu]ts

-
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of other similar test programs, indicate that most of the design variations the
EPRI report refers to (single/double disc, thick/thin disc,
hardfaced/nonhardfaced dlSC gu1de, etc.) have 11tt1e effect on the capability of
a va]ve to perform under Generlc Issue 87 loads. These other similar, test
. programs tested design varlat1ons not tested by NRC/INEL. The EPRI Marshal] PORV
:;and block valve test program performed after TMI resulted in about an even split
.:between capable and noncapab]e valves. The double, dlSC gate valve represented
one of the noncapab1e valves. European test1ng pr1or to thelr deve]opment of new
valve designs found s1m11ar problems. The threshold d1sc loading levels where
. current valve designs begln to perform nonpred1ctab1y are not known.

NRC/INEL testing has shown that the standard industry motor operator sizing
equation used to determlne the stem force requirements of a flexwedge gate valve
is incomplete regard]ess of the disc area term or the disc factor used. This is
because the standard 1ndustry equation puts all of the missing terms, including
'sl1d1ng fr1ct1on, 1nto an area- spec1f1c disc factor that serves as a multiplier.
As such, we d1sagree with the disc factors that the EPRI report implies the
yndustry can use in their MOV analyses. EPRI’s NMAC equation is a more effective
_tooT but it, too, fa11s to account for the effects of fluid conditions, and it
may estimate over]y h1gh 1oads for the motor operator if conservative disc
" (friction) factors are used.

The EPRI report quest1ons whether the test cond1t1ons were app11cab1e to
Generlc Issue 87 va]ves. The typ1ca]1ty of the test hardware was established
'pr1or to procurement by surveys of the hardware installed in nuclear plants; the
test cond1t1ons while not perfect in every case, provided representative Generic
Issue 87 line break conditions for representative Generic Issue 87 valves.
| A]though the b]owdown cond1t1ons are not directly. appllcable to all safety-
related va]ves, performance curves developed from a test program that includes
blowdown cond1t1ons are appljcab]e not only to Generic Issue 87 valves, but to
other safety-related ualves‘as well.

. Reading the, trace on a data plot of the measured stem force to draw
1nferences about va1ve response can at t1mes appear to be more of an art than a
science. For a pred1ctab1e valve, that portion of the closure stroke that occurs

iv
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Jjust -after flow isolation, when the disc is riding fully on the seats, is very
well defined on a stem force trace and represents the maximum closing loading for
such a valve. The sliding friction (INEL correlation or the EPRI-NMAC equation)
or disc factor (industry equation) used to size a motor operator for a vaive must
be based on a correct identification of this point.

The INEL analyses of the Phase I and Phase II test results were not
complete at the time of the EPRI review. At that time, we were trying to analyse
the test results using standard industry equations. What we observed was a
random variation in the analysis results when we solved for the disc factor. We
were later able to correlate the randomness in the results to fluid subcooling
and pressure effects. It was not until we quit trying to fit the data to the
standard industry equation that we were able to make significant progress in the
analysis of the test results.

The NRC documents reviewed in the EPRI report have some omissions in the
description of circumstances, but after two years of additional analyses, the
conclusions presented in the documents are still valid.

We hope that the analyses and results presented in this report will help
the nuclear power industry resolve any confusion surrounding the NRC/INEL Gate
Valve Research Program. We also hope the material presented in this report will
provide additional insights for EPRI in their upcoming MOV Performance Prediction
Program.
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gt A EVALUATION OF EPRI DRAFI'
REPORT NP-7065 - REVIEW OF NRCIINEL
GATE VALVE TEST PROGRAM

- "1.:'i~;ra,o\nu¢rno~ L
: : S O O B Rt BT S SR A B P PRI N et T
| . For the past severa] years,,the Idaho Nat1ona1 Eng1neer1ng Laboratony
»(INEL) has been performing . motor-operated .valve (MOV) .research. under the
..sponsorship of .the U.S. Nuclear Regulatory Commission (NRC).. The-purpose: of‘th1s
research is to assess the capability of motor-operated gate-valves commonly
installed in boiling water reactor (BWR) high pressure coolant injection (HPCI)
. and reactor core .isolation cooling .(RCIC) steam supply ‘lines and reactor water
- cleanup.(RWCU). systems to é]osg under,pbspulated.ljne break isolation conditions.
.- The research -included two full-scale qualification and line break fiow isolation
- test programs using;typica1‘BNCU‘anayHPCI.gqtejvglyes, "-In response to the valve

performance observed in the test pypérams,ﬁINELsand;NRC.raised,several.issues
, addressing potentia] .problems .for, MOVs. in .these specific.BWR systems and. for
nuclear power plant MOVs 1n .general.. ... .. ..

In response to the issues raised by the results of the NRC/INEL test
programs, the Electric Power Research Institute (EPRI) sponsored a review of the
INEL gate valve testing (hereinafter referred to as an EPRI effort). The results
of the EPRI effort have been published in EPRI Report NP-7065 (Prepublication
Copy), "Review of NRC/INEL Gate Valve Test Program," January 1991 (hereinafter
referred to as the EPRI report). The EPRI report is critical of the NRC/INEL
gate valve test program and is being used by some utilities as a rationale for
discounting the applicability of the NRC/INEL test results.

At the request of the NRC Offices of Nuclear Reactor Regulation (NRR) and
Nuclear Regulatory Research (RES), the INEL reviewed the EPRI report. The
results of that review are presented in this INEL report. We evaluated the
content of the EPRI report, addressed the conclusions, and responded to specific
concerns expressed in the report, especially where probléms or disagreements were



apparent. Our purpose is to resolve the comments.in the EPRI report and provide
strong technical bases for’ areas of agreement and d1sagreement between the INEL
and EPRI positions. '

The EPRI report addresses three major subjects: (1) a review of early INEL
publications of test results, (2) a report on the NRC-sponsored posttest valve
inspection and measurement effort, “and (3) recommendations for the EPRI MoV
Performance Prediction Program Our review is limited to the first subject. We
accept the EPRI report’s documentation of the posttest valve inspection and
measurement effort as an accurate representation of what took place. The EPRI
report’s recommendations' relative to the EPRI test program do not require our
review in this format.

In Section 2 of this report, we present background information’ pertinent
to an understanding of the subject. In Section 3, we extract the major technical
issues contained in the EPRI report, organize them in a logical manner, and
discuss each of them from the INEL viewp01nt Our conclusions of the review of
the EPRI report are presented in Section 4. The various appendices provide
supporting information for our review; of special note is Appendix A, which
contains a paragraph by paragraph review of the EPRI report.



... 2. BACKGROUND INFORMATION

:.The INEL,;under the sponsorship of the NRC Office of Nuclear Regulatory
Research, is .performing: motor-operated -valve research to-contribute to the
resolution of specific generic safety issues and to develop and improve industry

. mechanical equipment qualification,: :operation, .-and :maintenance consensus
. standards. This'effqrtzincludes a research program that qualified six full-scale

motor-operated gate valves -to ANSI/ASME. B16.41 and then. tested .each at the

~design-basis conditions:for containment isolation valves installed in BWR RWCU

process .lines .and HPCI , turbine. steam.-supply.-lines. - The' valves .were
parametrically tested at pressures, .temperatures, :and flow conditions above, at,

fjand below the worst-case conditions, that could be experienced in the RWCU process

11nes .and the HPCI turbine steam supply lines:as a result of .a downstream pipe

,brggk;puts1dg}cont§1nment.. One of.the RWCU valves was also tested at:saturated

steam flow conditions to provide insights for the RCIC turbine steam supply line
containment isolation valves, as part of the same generic issue.

A{;-}'The purpose}pf ;hisitesiingiﬁas to provide- technical- input:to the ‘NRC
effort regarding Generic Issue :(GI)-87,. "Failure of the HPCI-Steam Line Without

_Iso1at1on.5, GI-87.also app11es to the RCIC and.RWCU isolation valves.:. The test

program has also provided information applicable to the implementation of Generic
Letter (GL) . 89-10, . "Safety.Related rMotor-Operated :Valve "Testing. and

4,Surve111ance.; . NP SR IP T SINTRNN &

R T -
. v heee e 3 . T
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INEL'Hés»conducted two sets of experiments for the GI-87 research program.
In Phase I, two full-scale RWCU valves, typical of those used in operating

.. plants, were .tested with high energy, water. The: test.plan for Phase I was

reviewed by the NRC, valve vendors, and NRC’s Advisory Committee.on:Reactor
Safety (ACRS). The results of the Phase I program were reported in NUREG/CR-

. 5406, . "BWR Reactor, Water -Cleanup.System Flexible:Wedge Gate -Isolation Valve

Qua11f1cat1on and High Energy Flow-Interruption-Test." . -The-test:results were
unexpected; they challenged the validity of many gate valve design rules. As we

. analyzed these unexpected test results; we realized;:in retrospect,ithat the test

facility and instrumentation were marginal, -the -two-valve sample was small, and



~ the data from one valve were less useful because the valve sustained damage as
a result of the high f]dﬁ']oading. ‘Because of these §hortcomings, some experts
in the industry did not accept the results as having general applicability. As
.a result, the NRC determined that a larger PhaseII program was necessary. Both
phases of the test program are more completely explained in Appendix B.

In the Phase II program, the NRC increased the number of valves to six,
representative of those installed in both the 'HPCI and RWCU systems. The
Phase 'II program benefitted from the lessons learned during the Phase I program
and included tests on-an RWCU valve that would be applicable to RCIC valves. The
test plan for Phase II was reviewed by the NRC staff, EPRI, utilities, valve
vendors, and diagnostic equipment vendors. The INEL developed its own advanced
instrumentation and data acquisition system, and a different test facility with
greater capacity was selected. However, we know from experience that it is
impossible to anticipate every possible contingency. The EPRI report highlights
some of the lessons we learned from the Phase II testing.

The results of the Phase II program (including the Phase I work) were
presented to the public in (1) NRC Technical Report EGG-SSRE-8970, "Generic
Issue-87 Flexible-Wedge Gate Valve Test Program Phase II Data Report,f'dated
March 1, 1990, (2) "GI-87 Gate Valve Test Program Results Review and Issue
Identification,” presented at the Second NRC Valve Experts Review Group Meeting,
Bethesda, MD, April 18, 1990, and (3) NUREG/CR-5558, "Generic Issue 87: Flexible
Wedge Gate Valve Test Program, Phase II Results and Analysis." NUREG/CR-SSSB was
published at the same time as the EPRI report (January 1991) and was not included
in their review.

In response to the INEL gate valve tests, the NRC has issued the following
documents:

NRC Information Notice No. 89-88, "Recent NRC-Sponsored Testing of Motor-
Operated Valves," December 26, 1989

NRC Information Notice No. 90-40, "Results of NRC-Sponsored Testing of
Motor-Operated Valves," June 5, 1990

4
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“* Generic Letter 89-10; -Supplement 3, "Consideration of the Results of NRC-
‘Sponsored Tests:of Motor-Operated Valves,"” October 25, 1990.

To support licensee response to the issues raised in these documents, EPRI
sponsored an independent ‘review: of -the NRC/INEL Gate Valve Test program. The
review was performed by MPR Associatés "with assistance ‘from an industry
inspection team and oversight from the EPRI MOV Performance Prediction Program
Technical -Advisory Group.” “Thé subject: EPRI report documents the results of that

review, Pt ooriy o

The techn1ca1"issuéS”éXtrdcted’from the‘EPRI“reporf fall into two major

- categories: the- 'EPRI report expresses '¢oncern” about " the" app11cab111ty of some

of the NRC/INEL test program results,” ‘and-many conclusions’ produced by the EPRI
assessment of the data differ from the preliminary conclusions of the NRC and the
INEL. It should be noted that theEPRI’ report was’ based onh ‘the very ear]y gate
valve work: the Phase I NUREG, the Phase II data report, and the April 18, 1990
NRC public meeting. The Phase I NUREG(NUREG/CR-5406) asked more questions than
it answered. The Phase II data report (EGG-SSRE- 8970) contained eight volumes

- of-data traces: without “ any “analyses. i “The Apr11 18th meet1ng was ‘a general

overview of the test results specific to GI-87 and some of the other interesting
insights observed during the testing. We took great care at the Apr11 18th

: meeting to point-out” that ‘thé ‘analysis of the data*had Just begun and that we’
“were only pointing out ‘inconsistencies between observed® test results and the

industry -precepts 'that were ‘originally ‘used -to® size ‘valve operators in the
plants. The purpose of the experts meeting was to review the results to date and
to obtain input on furtheér analysisi- The EPRI- sbahso%é& ‘review of the NRC/INEL

‘valve test results might have been’ more effective had 1t occurred later, after
" ‘we had ana]yzed the Phase TI' data more thorough]y [

Set T '\ Ttae s
4/".‘-‘ J AR RS \ L‘.'..‘ :. 1 ,\.“"

As stated in théir;repOrt;ﬁthe»objéctiVésfo¥5the’EPRI:réview were to

1. “Develop an understanding of the scope and applicability of the test
results both for valves installed in the specific BWR systems under
study and to industry MOVs in general."



"Document detailed information; on the ;test valves, such that the
test results and implications to specific valves could be
evaluated.”

"Dbcument the principal results of the test program, including
observed valve behavior."”

"Develop lessons learned from these tests to better plan the EPRI
MOV Performance Prediction Program."

*Identify, generally, gate valve design details which need to be
properly addressed to obtain satisfactory performance under severe
blowdown isolation conditions."

EPRI’s scope in this review was identified as

1.

2.

"a detailed posttest inspection of the valves tested,”

"an assessment of the applicability of the valve designs tested to
industry MOVs,"

"a limited assessment of the applicability of the conditions tested
both. to design basis conditions for the BWR systems under study and
to design basis conditions for industry valves in general, and"

"a detailed review of the test data, using primarily published data
plots, focusing on determination of the "apparent disk factor”
implied by the data for all valve strokes performed with
differential pressure and relating these results to the conditions
tested and valve internal damage sustained.”



o

3. TECHNICAL ISSUES

3.1 Applicability of Resu]ts

The EPRI report expresses concern about the app11cab111ty of the test
conditions, the test hardware, and ‘the test results to a w1de range of industry
applications. The EPRI report does not review the.add1t)ona1 ‘subjects, e.q.
electrical, training, or diagnostic testing portions ot our published data.
Instead, the review concentrates on~the valve and therma1 hydraulic portions of
the NRC/INEL test programs ' :

Several statements in the EPRI. report 1nd1cate that we were not careful
enough in def1n1ng the app11cab111ty -of the resu]ts ‘of the ear]y work. For
examp]e,_ the - EPRI report states,“'"It is expected that the potent1a7 for
sustarnrng damage such as gougrng/machrnwng of va7ve 1nterna7$ ‘and/or plastic
deformation of valve 1nternals 1s only swgn1f1cant under ‘very high flow
(blowdown) conditions where srgn;frcant DP exists in mid-stroke. Specifically,
such damage and the attendant hrgh drsk factors would pot be expected for the
vast majority of industry valves. ' Most industry ‘valves: are in pumped flow
systems and, depending on the system frictional Iosses, wou?d be expected to
develop significant differential pressures only when the valve disk is on or very
near the seats.” We have always tried to make it clear that;our full scale
testing applied specifically to that small percentage of;BWR MOVs that have
design basis requirements to close during blowdown conditionsi'and we have never
stated otherwise. '

At the time EPRI reviewed our work the most conclusive INEL document was
the April 18, 1990 NRC experts. meetxng handout Figures 1 and 2 are the first
two pages of that: handout, and they c]early -show that we intended to talk
primarily about GI- 87 at” this meet1ng Figure 3, the background page, brings up
GL 89-10; however, F1gures 4 and 5 show - that only our seventh objective
specifically d1scusses GL ‘89- 10 _This-objective refers to correlating the data
for in situ testing: and extrapolat1on, which we have since accomplished (see
Append1x C). The bulk of the thermal- hydraulic data presented pertinent to the
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Purpose of the Presentation
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« Provide the Rewew Group and the audlence
with a review of the work to date on the
'NRC/GI-87 Gaté Valve Test Program-
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MO42 re-0490-02

Figure 2. Page 2 of the INEL April 18, 1990 NRC Experts Meeting Handout
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' Backgrbund

* This presentation is based on the results and
analysis of Phase | and Phase Il qualification
and high energy flow interruption gate valve tests
performed to provide technical insights for the
NRC effort regarding Generic Issue-87 (Gl-87),
"Failure of HPCI Steam Line Without Isolation."

* The results will also be applicable, in part,
to the implementaion of Generic Letter 89-10
(GL-89-10), "Safety-Related Motor-Operated
Valve Testing and Surveillance."

MO42 r3-0480-05

Figure 3. Background page from the INEL April 18, 1990 NRC Experts Meeting Handout
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The ob]ectlves of the Test Programs
mcluded the followmg

1 Determme the valve stem force requnred to
., close typical RWCU,:RCIC, and HPCI system

«lSOla’[lOl‘l valves at typloal operatmg conditions
and under blowdown oondmons |

_2 Compare valve olosmg loads to opemng loads
at various system conditions. -

3 Evaluate valve closure force components, such
- as-disc friction, packing-drag, stem rejection
' load, and fluid dynamlos

$4042 ra-0400-11

Figure 4. Objectives 1isted in the INEL April 18, 1990 NRC Experts Meeting Handout.
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Objectives (continued)

. Measure the effects of temperature, pressure,

and valve design on valve closing and opening
loads. | | L '

. Evaluate the terms and variables in the present

standard valve and motor operator sizing equations.

. Provide detailed information to assist in the

NRC effort regarding Gi-87.

. Correlate the data for development ofa methodology

for in situ motor-operated valve testing, supporting
the implementation of Generic Letter 89-10.

MOA2 13-0400-12

Figure 5. O?jectives listed in the INEL April 18, 1990 NRC Experts Meeting Handout.




EPRI rev1ew, was related to GI 87 Ne a1so ment10ned that for the 10 1n valves
we tested the unseat1ng 1oads were not the hlghest open1ng loads we encountered
and that even our.low flow data . d1d not support the standard motor operator
sizing practices of the industry. oo ' ‘"‘i

N, - - . . PR M
NI A Toi L) Lo . e

3.2 Applicability of Test Conditions™ - .

With regard to the applicability of the test conditions relative to both
GI-87 and GL 89-10, two issues need to be recognized. First, it should be
established that the GI-87 -valves:areia subset :of the GL 89-10:valves, and they
are specifically.identified in Supplement 3:to.the generic letter. - Second, the
additional concerns of GL.89-10,:such as-motor operator sizing, switch.setting,
--and in-plant to design basis test-extrapolation, cannot be ignored.  Although the
'GI-87 blowdown test conditions'do not apply directly to other valves:designed for
Tower loads, -the understanding of valve: behav1or provided by the GI-87 test
results does address GL:89-10 concerns. -- . - o e B T

3.2.1 Valve In1et Pressure. . The _EPRI - report : states, “The .DP -versus stroke
. behavior for valves with blowdown design basis conditions in nuclear power plants
--would: be:dependent-on .the details of ~plant-unique piping configuration. The
..piping configuration -1s ‘important . because ~systems. with: high overall. flow
resistance would have more flow pressure losses in the system and less DP across
the valve during mid-stroke. Less severe DP in mid-stroke is more favorable to
‘valve-performance, because the valve:disk:ds not Joaded as heavily while:it is

. ..8liding on - the .guides .and: transitioning-to the :'seat. . -The NRC/INEL test

-conditions were more severe. .in :this:regard, since. system:flow resistance was
lower..in the tests than in a-typical.BWR .(see table below)."

PR .o oot e ' : st e oo N S
i N v PR ] . i) : P . Lo LR I .
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Sysiem BWR Resistance and Basis INEL Test Resistance and Basis

RWCU | 32.9 (net K from reactor | 1.6 (Phase 1) ~ ' 2.7 (Phase 2)
~ vessel to first isolation | (net K from pressure tank to
valve, based on 6" pipe) isolation valve, based on 6" pipe)

HPCI | 1.5 (net K from reactor 0.6 (net K from pressure tank to
vessel to first isolation | isolation valve, based on 10" pipe)
valve, based on 10" pipe)

The opposite: was our concern: did we have too much line loss in the test
Toop to model the less complicated plant piping systems? Figure 6 is an
~ isometric drawing of a Mark I RWCU supply line, Figure 7 is an isometric drawing
of the Phase Il 6-in. test loop, and Figure 8 provides the dimensions of the
Phase II test loop. The test loop has about twice the line losses of a Mark I
RWCU supply line. In contrast, Figure 9 is an isometric drawing of a much more
complicated Mark II RWCU supply line, where the 1ine losses have a greater effect
on the pressure profile at the valve. It is easy to see that line losses in
these systems vary significantly from plant to plant. To address the issue of
line losses, we established, within facility limitations, the test target
pressures at the valves. The parametric testing at higher and lower pressures
provided an adequate range of pressure histories to account for any creditable
line loss scenario.

Conclusion: The valve inlet test pressure conditions were applicable to the GI-
87 valve subset. The parametric testing bounded the worst case
conditions. and was useful in developing a correlation (seé
Appendix C) that can be used once a utility has determined the
design basis conditions for a given valve and determined that the
valve design is predictable. (A predictable valve is defined as a
valve that can close under design basis conditions without
sustaining internal valve damage that would cause an unexpected
increase in the stem force necessary to close the valve.)

14



Reactor _Water Cleanup ngh Energy
Mark 1

,'Conlalnmenl L :
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- Containment
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(inside)
’ ' . ../A . PR »’ .A“ .
' . " - . Normally. open,

B R manual valve
o "~ 69-500

. . Figure 6. Isometr%c_drawing of a typical Mark I RWCU supply Tineg
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SIEMENS

Valve Test Facility VPE

Design data

Design pressure
Test tluids
Mode of operation
Veolume of accumulator
Mass flow
( Saturated steam at 85 bar)
Connecting piping
- {nlet
- Outlet

157 bar

Saturated steam , water , mixture
Blowdown from an accumulator
2m?

approx. 200kg /s

DN 250
DN 500

Discharge line

Blowdown vessal
accumulatar

Stand pipa \

from high - pressure
steam generator

Auxiliary valve

Venturi flowmeter

[/

Condensation pool
with quancher

E321

Test valve

blind , no connection

from high - pressure
steam generator

Intermediate tank

Siemens AG - Bereich KWU

Figure 7. Isometric drawing of the Phase II 6-in test loop.
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Figure 8. Schematic drawing of the Phase II 6-in test loop.
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Réactor Water Cleanup High Energy Lines
Mark II

Containment

Nonsalety Isolalion
Valve Outside
G33Movo3os G33MOV034

Containment
Isolation
Inside
G33MOV033

Nonsafety
Valve
G33MOVO031

MGII02109

Figure 9. Isometric drawing of a typical Mark II RWCU supply line.
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3.2.2 Multiple Closures. The EPRI report points out that GI-87 valves need to
close only once at design basis conditions when it states "MOVs in the RCIC, HPCI
and RWCU systems are on7y requ1red to isolate a break once. Because of the
potent1a1 for valve damage under blowdown™ condztzons, only’ the first blowdown
isolation closure test for each valve des7gn is consrdered potent7a17y applicable
to valves 7nsta77ed in- ‘these. systems’" We agree, and we des1gned the research
programs so that in every case (with' the exception of Valve A), the first
. blowdown was the nominal.design basis pressure and temperature test for the valve

"jbe1ng tested "Four of the s1x va1ves tested in Phase 11 susta1ned internal

”'damage due to hlgh disc 1oad1ngs durlng thelr des1gn bas1s test. Thus, their
performance is referred to as nonpred1ctab1e. A nonpred1ctab1e valve is defined
”as a valve that susta1ns 1nterna1 va]ve damage, such as galling, mach1n1ng of
surfaces, or plastic deformation, during closure, such-that the stem force
reflects more than simple sliding friction. We performed the additional
parametric tests primarily on the predictable valves, to'obtain sufficient data
- toevaluate industry sizing methods and ‘to evaluate-valve performance under a
range “of ‘loadings: The: parametric ‘tests ‘were ‘necessary, because it is not
possible 'to define performance curves from™a swng]e data’ po1nt

. -
- [ . A e
1 . .

‘The first blowdown test for Valve A’in Phase I Was'not\at‘the<des39n*basis

- conditions.:.Due to facility start-up:problems, we tested Valve A at:the design

+ basis pressure but at less than design:basis temperature:(50°F subcooled instead’
of 10°F). - The INEL test engineer made this decision’to avoid losing a week of
test facility time.  We did-not expect the results:that we 'obtained from Valve A
.(the  valve was damaged ‘during the ‘test), -and.in-light:of:those ‘results; it is

VN

easy to question.the decision in h1nds1ght.r ER
Conclusion: For seven:of.the*eight:0a1ves tested during Phase I‘and’Phase 11I,
- the nominal design-basis test :was :performed first to evaluate the
ability of :the .valves:to ‘close once. :The ‘multiple closures after
the initial design.basis test were defined in.the approved test plan

and were applicable to the research program.

Ve RS . RS . o

-3.2.3 Blowdown:Closure Tests. ~Several:statements:in-the EPRI:report indicate
that the blowdown conditions simulated in tests performed by the INEL are not

e



applicable to all safety-related valves in nuclear service. For example, the
EPRI report states:

"Applicability of'BZowdown Conditions to Overall Valve Population

- the 'NRC/INEL blowdown closure test conditions are directly
applicable to a small portion of the MOV population - about 4% of
BWR valves and none of PWR valves.

- dependent on plant-unique configurations and "design-basis"
interpretation, the NRC/INEL blowdown closure test conditions might
be potentially applicable to additional valves (up to 15% for BWRs
and 9% for PWRs).

- tﬁé_ NRC/INEL blowdown opening conditions are not generally
applicable to valve design basis conditions in nuclear power
plants.”

Applicability of the blowdown test conditions to all of the safety related
valves was never intended by any of the INEL reports. What we have learned for
5-degree flexible wedge gate valves is that when the on-the-seat normalized
normal loading achieves a minimum threshold, the response of the valve becomes
very repeatable (provided the valve does not experience damage). We have

established this minimum threshold level at 400 1b/in®. As such, if the
" normalized normal lToading is above this threshold, the INEL correlation (see
Appendix C) will bound the maximum valve stem loading from very low flows to
~ blowdown conditions. The INEL correlation was developed from the results of our
normal and low flow closure testing and our design basis blowdown closure
testing. The development of the correlation is explained in Appendix C, which
is a copy of our most recent paper presented at the Nineteenth Annual Water
Reactor Safety Information Meeting. We are currently working with selected
utilities to assess whether this correlation can be used with even lower test
loadings, thereby encompassing nearly all 5-degree flexible wedge gate valves
addressed by GL 89-10. Thus, in this indirect way, the NRC/INEL test results are
applicable to valves other than GI-87 valves.

Conclusion: The blowdown tests provide data for the worst case loadings. To
build complete valve performance curves, one must have the worst
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case loading as 'well as lesser loadings to determine ‘if a
* relationship exists in the data and to establish:the 1imits of that
relationship. ~Although- blowdown" conditions are: not directly
applicable to all safety-related valves, performance curves
developed from a test: program that includes- blowdown conditions are
app]icab1e to GL 89-10. o o a
- 3.2.4 BlowdowﬁzOpening Tests. < The EPRI report states that "in general, nuclear
power plant valves do not have to-open against design basis blowdown opening
conditions such:as.tested in‘these NRC/INEL tests. However, some valves need to
open in systems where the flow rate may be significant as the valve opens, and
there could be the potential for this type of behavior. Accordingly, to the
extent this phehoﬁénon*is:ddé3t6‘fldw effects, it would need to be adequately
.accounted for-in valve opening applications. '“For most 'nuclear-power plant
valves, which face opening-conditions. far ‘less severe than the NRC/INEL blowdown
conditions,  this.effect is-not:expected to be as strong as observed in' the
NRC/INEL tests.” ‘=~ .+ . oy Leim. o0 0 T ST
We :performed normal flow openings, no' flow openings, and maximum -flow
- openings. The:EPRI -report ‘expresses some concern about the ‘value of the blowdown
" opening tests. - We have never quoted 'a safety function for a:valve:to initiate

> blowdown flow, except perhaps for the PORV:block valve.  However, not all systems

1in a nuclear plant are pumped systems: :Some'are connected to large vessels where
momentary to slightly more sustained high flows "could be -anticipated -upon
open1ng, depend1ng on the downstream volume.

-Thezresu]tsfof-these”teStsVdo7showfsome'ihterestingfreéponses and-yield
-insights into 'the ‘phenomena:affecting-valve performance. :Thus; :the:results of
these tests.became very useful ‘to us in:the ‘overallvanalysis.” In particular, we
‘observed that:the largest:.stem :force didinot ialways -occur-at unseating, as
typically assumed by the industry. tWeido not yet:know the point:atiwhich flow
-~ begins to-be:a:significant..contributor to opening.loads:... However, even.the
rapidly decaying- flow.forces observed-during -the :l1arge-valve:no-flow opening
tests: were :sufficient toyproduce the.largest stem forces  after 'the:.valve.was
partially open. If such a response can so easily be obtained, we hesitate to
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term -it "unusual behavior" as the EPRI report has. ~The INEL will continue to
assess the results of the opening tests and will hopefully be able to better
quantify valve opening response at a later date.

Conclusion: The blowdown.opening tests provided very important information. The
highest opening stem forces do not always occur during unseating,
and the resultant flow during opening can have a significant effect
on the stem force. We do not yet know the point at which flow
becomes a factor in valve opening. These test results may be useful
to licensees in determining the extent of bypass for the opening
torque switch.

3.2.5 Normal Flow Tests. Regarding the NRC/INEL normal flow tests, the EPRI
report states, "the INEL normal flow conditions are quite unlike typical gate
valve conditions in power plants. Although great care should be used in
interpreting and applying results of these tests, it is expected that some data
would be useful in valve evaluations. However, the evaluations described in
Sections 5 and 6 show little or no meaningful information could be obtained at
the point of flow "isolation" (due to very low DP) and that disk factors
determined at other points (between isolation and seating for example) gave
suspicious results (i.e., they were substantially out of agreement with other
tests). Until these data are studied in more detail, it does not appear stem
forces or disk factors determined from the data plots should be directly applied
-to nuclear power plant valves."

We agree that not all of the tests provided useful information. However,
the purpose of the normal flow tests was not simply:to duplicate the normal flow
conditions for a given valve in a plant, but instead to provide data that could
be used to characterize valve behavior in general. In those normal flow tests
where we were able to establish an on-the-seat normalized normal loading greater
than 400 1bJﬁn2, the results contributed to the correlation shown in Figures 10
and 11. Since completing the correlation, we have been working with utilities
that are performing differential pressure testing with proven diagnostic
measurement equipment. We have been able to analyze some pumped low flow
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differential pressure tests where the on-the-seat normalized normal loading did
not reach the 400 1b,/in® cutoff. One utility tested one 4-in., seven 8-in., and
one 12-in. gate valve at pressures from 80 to 200 psig. A second utility tested
four gate valves (one each at 3, 6, 10, and 12 in.) at pressures from 70 to
150 psig. A1l of the testing was done at fluid conditions greater than 70°F
subcooled. - Figure 12 shows the resu]t of that ana]ys1s and how “the valves fit
the correlation. o T o ’

Conclusion: We believe that when the results of our normal: flow testing and the
“'normal flow testing by others, with proven”diagnostic measurement
'eduipment;; are properly used, they ‘may be | applicable for
“.characterizing the response of predictab1e~gate'va]ves}"Many valves

' 55cannot be design‘basis tested in situ. If a utility can determine
that a valve des1gn 1s predictable, Tow flow in situ test1ng could
be used to validate that the valve is responding in.a manner similar
to valves tested by the INEL. If such a s1m11ar1ty can be shown,
the INEL correlation can be used to bound the des1gn bas1s loads for

: that particular va]ve ) .
3.2.6 No-Flow Tests. Regarding the NRC/INEL no-flow tests, .the EPRI report
states that. “the presence of an 1n1t1a7ly depressurrzed downstremn volume
actually permrtted a brief period of flow - much less than one second for cold
conditions, about one second for hot water condrtwons (6" valves) and several
seconds - far steam conditions (10" valves). The langer duratJon for the hot
conditions ‘is' -attributed to the flashing two- phase flow or steam inrush flow as
the valve 1n1t1a77y opens and starts to pressurize the downstream volume. For

10" valves. tested in steam, these "no flow" tests actually estab]rshed several

seconds of “blowdown-1ike conditions. As discussed earlrer, openrng against

blowdown f]OW{IS not a condition applicable to most gate valves in nuclear power
plants, and thus 10" hot ”no flow” tests are not d1rect7y app77cab1e to most

industry MOVs.”' S - PR N .y -

-

. The 1eakage tésts and the cold and hot cyclic no-flow tests were part of
the ANSI/ASME B16.41 valve .qualification tests. .-A no-flow test with a
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. pressurized fluid. upstream of the.valve will:produce a-momentary motion of the
fluid ‘when the ivalve .is opened.’::This phenomenon will be more pronounced if the

fluid is'highly compressible.- The-term “no flow" :is ‘not an attempt to ignore
this momentary phenomenon, but rather to distinguishithese tests from tests with

. sustained forced flow. -Note that duringtthe no-flow:tests, ‘there was no flow at

the discharge end of the test fac1]1ty S an

.These testS‘were'performedibecause‘ihe NRC wanted to be assured that the

.valves subjected to design basis flowrinterruption tests would have passed:the

nuclear valve qualification tests. The tests were applicable for what they were
intended. The no-flow tests (and normal flow tests) performed before and after

-each blowdown were designed to represent possible in-plant .performance tests and
- were-performed to obtain data for possible extrapolation analysis. We were
_ hoping to find something in the collected data that could. indicate how the valves
.+ might perform at design basis blowdown conditions.- To date we have not been able
- to predict valve performance-using data.from no-flow tests. The.only major point

we gained from this qualification:data-was:the difference in response of the
valves going from cold to hot cycling. The EPRI report suggests some possible
reasons for this difference.

. TR P
i ‘ 4,.1,4.-.£

Conclusion: The ANSI/ASME B16.41 valve qua11f1cat1on tests demonstrated that
most -of the.valves .used .in the INEL:test program.would have passed

P the standard qualification test.used by:the dindustry. The.fact that

some of the‘valves were damaged during design:basis blowdown-tests
after having passed the :standard qualification .test has:caused the
ASME to take another look at.the qua11f1cat1on standard.

S - .t ‘,.t,:,i,‘,'. PEETER I
1 rt' . i BEE

M~;3.2.Z\Nitrogen-ﬁlow..,Ihe;EPRI;report:pointsfout,that;some;of the Phasehl tests
_ :had nitrogen -flowing through-the:valves:: This was_an unfortunate facility
~:problem. . :The EPRI.report-also points:out ‘that dry nitrogen might -increase ‘the

friction factor of a valve. Flow of a nitrogen/steam mixture did occur, but not
dry nitrogen flow. Our review of the video tapes of the Phase I blowdown tests

.. clearly shows -that water :vapor .was:being :discharged: during .al1 the tests,
-.including those where nitrogen flow,was. involved.: Figures 10 and 11 'show all the

on-the-seat sliding versus normal loads for the Phase I and Phase II valves (the
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friction factor is defined as the sliding load divided by the normal load, or the
slope of the solid line on each of these figures). Two of the Valve A tests in
Figure 10 (darkened circles) had nitrogen flow through the valve; these two data
points 1ie near a normalized normal loading of 400 1b/in?. As can be seen, the
on-the-seat sliding versus normal loads for these Valve A tests line up well with
those of all of the rest of the valves. This comparison indicates that the
nitrogen/water vapor mixture did not affect the on-the-seat performance of the
valves. This issue is discussed .in depth 1in Section 3.4.6, and the thick
film/thin film Tubrication discussion in Appendix C provides further insight into
the observed behavior.

Conclusion: Dry nitrogen flow did not occur. Where flow of a nitrogen/steam
mixture occurred, the analysis of the on-the-seat performance of the
valves shows that the presence of some nitrogen did not increase the
friction between the disc and the seat. Even if the Phase I results
with nitrogen flow were excluded, there would be no change in the
conclusions presented to date.

3.3 Applicability of Test Hardware

3.3.1 Different Valve Designs. The EPRI report states that all of the tested
valves, except Valve 1 in Phase II, are representative of valves in nuclear
service. We discuss the exception in Section 3.3.2 of this report. The EPRI
report also points out that the manufacturers have provided other designs to the
power plants and suggests that these other designs may perform differently than
those we tested. This statement might Tead the reader to infer that other design
. variants might perform adequately. Most of the design variants listed in the
EPRI report were tested as part of the INEL program. The major design variant
that was not tested was the double disc gate valve; however, this design was
tested by EPRI in an earlier program.

In that program, conducted in 1980, EPRI tested PORVs and block valves at
the Duke Power Marshall Steam Station. The block valves were 3- and 4-in. gate
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, vaTves tested at near bTowdown cond1t1ons with. the PORV providing an orifice to
,4_:fuTT f]ow The tests were basxcaTTy un1nstrumented go/no-go- tests . . Two
' manufacturers, VeTan and Anchor/DarTxng, were common between the EPRI/Marshall

and the INEL tests. In the EPRI/Marshall test, the Velan flexwedge gate valve

closed, but the Anchor/DarTmng double disc gate valve did not close with-the
, origina]]y sized operator, requiring a seat des1gn change and a larger operator

prlor to retest -No pub11c domaln data .are. ava1TabTe to .indicate why the

‘ _,Anchor/DarTIng vaTve fa11ed what stem force was required to cTose each valve,
':or how the resuTts compare to 1ndustry caTcuTat1ons

- In add1t1on to the NRC/INEL and EPRI/MarshaTT tests,_fuTT -scale design
basis testlng has been performed in Great Britain and Germany. In NRC

.Informat1on Not1ce No. 90- 72 "Test1ng of ParaTTeT D1sc Gate Valves-in Europe,"”

'”.the NRC dtscusses the BrttTSh and German exper1ence in full-scale testing of
~ parallel disc gate vaTves That test1ng resulted. in. 1nterna1 .damage to the gate

T_'vaTves, 1ncTud1ng abras1on and gaTT1ng of the d1sc and seat. 511d1ng surfaces.
‘Because of this damage, s1gn1f1cant]y more stem force was requ1red to close the

N vaTves than woqu be pred1cted us1ng the standard 1ndustry equations. . Their
_,earTy paraTTeT dTSC gate vaTve research prOV1des resuTts s1m11ar to the. resuTts

of NRC/INEL testlng In Tater testlng, after s1gn1f1cant design. changes, both

“bthe EngT1sh and the Germans have deveToped predlctabTe gate valve designs, albeit

at a h19her fr1ct1on factor than 1s typacaTTy used in the U.S.

The‘fPRI report‘suggestshthat'valvesvwith different designs (machined

~and/or hardfaced gu1des as- cast/machmed and wered body gu1des, ‘thinner/thicker

Andlscs) wlTT perform d1fferent1y than those tested Jn-the. NRC/INEL program. . As

for hardfacang, there was no d1fference 1n the NRC/INEL tests .in.the performance

, between VaTve B w1th hardfaced d1sc gu1des and VaTve 2 (same .valve) with non-

t‘hardfaced dtsc gu1des As for th1nner dTSCS, VaTve 3, the NaTworth vaTve, was
',a 600 Tb cTass vaTve w1th a th1n dTSC The on- seat performance was the same as
fWIth the th1ck dTSC vaTves The as cast body gu1des may have some effect on
'vaTve performance (h1gher fr1ct1ons) Ne d1d not test every, des1gn var1ant of

every manufacturer However, the vaTves we tested represented most of the

'_d1fferent var1at1ons 1n des1gn poss1b111t1es except for the doubTe d1sc design
noted The one des1gn feature that has the greatest effect on vaTve operab111ty
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is body-guide/disc-quide clearance. Large clearances allow the disc to tip
excessively during closure under high flow loads, resulting in damage to the
disc, guides, and seats.

Conclusion: The valve designs tested in the NRC/INEL test program are typical of
most flexwedge gate valves installed in GI-87 nuclear applications.
There are no solid test results in the public domain to indicate
that any of the other valve designs referred to in the EPRI report
would perform any better than those tested in the test programs
mentioned above. The INEL believes that any valve design should be
tested beforeAbeing placed in nuclear safety service.

3.3.2 Valve 1. Several statements in the EPRI report express concern about the
representat1veness of Valve 1. For example, the EPRI report states that
‘"Anchor/Darling indicates that Valve 1 is not representat;ve of Anchon/Darl7ng
valves supplied to the nuclear industry. Specifically, the Valve 1 downstream
disk hardfacing is thinner and the edge sharper than Anchor/Darling requires in
their manufacturing process. These conditions are considered detrimental to
valve performance. Valve 1 was refurbished between Phase 1 and Phase 2 of the
NRC/INEL tests. The atypical condition of the disk hardfacing could have been
the result af‘ this refurbishment which was not performed by Anchor/Darling. Test
results for Valve 1 are not considered appl;cable to typical Anchor/Darling
valves meeting the manufacturer’s hardfacing and manufacturing requirements.”

The EPRI report further states that "After the Phase 1 test program,
Valve A was refurbished to be'uked as Valve 1 in the Phase 2 test program. The
refurbishment was performed by Crane Valve Services. Unfortunately, this
'refurbishment'yés not performed in accordance with the Crane nuclear Q/A program,
and the available records are minimal. It is not possible to tell from the
records what operations were carried out in the refurbishment.” The EPRI report
" concludes that “"Anchor/Darling has determined that Valve 1 is not representative
“of Anchor/Darlrng valves and that data from Valve 1 tests are not applicable to
Anchon/Dar71ng valves in nuclear power plants The observed configuration of
Valve 1 could have been the result of the disk face being machined down during
refurbishment at Crane. Such a process could thin the existing Stellite layer
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and remove an existing bevel at the edge. Unfortunately, available documentation
is not sufficient to evaluate this hypothesis, although it is plausible."

It 1is 1important to note that both Phase II Anchor/Darling valve
refurbishments (Valves 1 and 4) were performed by Crane-Aloyco. The EPRI report
states that "Valve 4 is an Anchor/Darling 10-inch flexible wedge gate valve with
an ANSI class pressure rating of 900 1bs. This valve was fabricated by
Anchor/Darling in 1982 for Hope Creek Unit 2, which was subsequently canceled.
The figures and-information in Sectwon 4 and Appendrx D of this report show the
Valve 4 confwguratron Thrs valve had machined ‘guide slots in the carbon-steel
disk, cast gurde rails in the carbon steel body, and Ste711te hardfacing on the
disk and seat faces AnchonADar11ng 1nd1cates that Valve 4 1s s1m17ar in design
features "‘to a Jarge popu]atron of f7ex1b7e wedge . gate valves they have
manufactured and supplred to nuclear power plants "o :

The refurb1shments were performed at Crane A]oyco because Anchor/Dar11ng
proposed an unrealistic schedule to refurbish the valves. The work at’ Crane-
Aloyco was performed’ through the1r engineering department at the suggestlon of
Crane- A]oyco Standard shop work would not have assured us that orlg1na1 design
features 1mportant to ‘assessing valve performance ‘would have been ma1nta1ned
We are comp1ete1y sat1sf1ed w1th the work done at Crane- A]oyco

F1gures 13 and 14 are photographs of the Va]ve A d1sc taken after the
Phase I tests. These photographs show the cond1t1on of the seat1ng surface and
the sharp edge d1scussed later in this section. The valve: was manufactured for
the Phase I test- program by . Anchor/Dar11ng, ‘and ‘to" quote the EPRI report,
"Anchon/Dar]wng 1nd1cates that" Valve A 1s s7m17ar in: des1gn features to a large
populat:on of: flex1b7e wedge gate valves they have manufactured and supplied to
nuclear pawer plants ”f Valves supp11ed to nuc]ear power p]ants with similar
des1gn features to Va]ve A wou1d "therefore be expected to- perform in a similar
fash1on when exposed to 51m11ar cond1t1ons Va]ve A performed unpredictably in
the Phase 1 test program “due to 1nterna1 _damage caused by the flow load1ngs

, After the Phase I tests and in prébarAtibh”fdr the Phase II program,
Valve A was refurbished by Crane Valve Services, Crane-Aloyco, Inc. and
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redesignated Valve 1 for Phase II. The work scope for this purchase order is
correctly quoted in the EPRI report on page 3-3 as follows:

“Inspect Anchor/Darling valve - 6", 900 pound, Valve serial No. E-A345-1-1
and refurbish. In addition, manufacture a new stem nut for an SHMB-0
Limitorque Motor Operator. Refurbishment will.require disc and seat
repair. The downstream disc face and body seat were previously damaged in
‘testing.” -

Numerous"te1ephone discussions between INEL and Crane¥A10yco controlled the
refurbishmentprocess,whichincludedrepeateddirectionsforbiddingCrane-A]oyco
from any work that was not previously‘agreed:on, We were fully aware of how
important it was that the work Tleave the_original design features intact.
Postwork conversations with Crane?Aloyco have assured INEL that no refurbishment
work was performed other than that agreed to. Crane-A]byco did not modify the
undamaged upstream disc surface of Valve A, which became the downstream surface
of Valve 1. '

In the Phase II testing, Valve A was designated Valve 1 to help separate
test results between the two test programs. The valve was installed in the
system with its flow direction reversed from Phase I so that the downstream disc
" surface and valve body seat ring would be original Anchor/Darling surfaces.
Reversing the flow direction thfough'the valve does not impact the test results,
as_such valves have bidirectional application. The Anchor/Darling 6-in. valve
was disassembled immediately after the Phase II testing to verify that the Crane
refurbished surface was not downstream. As verified by INEL and NRC, the
orlg1na1 Anchor/Dar11ng surface was in the proper downstream orientation.
F1gure 15 is a photograph of the same surface after Phase II, again showing the
sharp edge that the EPRI" report identified as atypical of Anchor/Darling disc
configurations ‘The photogriphs and the posttest verifications provide clear
evidence that the downstream seat and disc on ‘the Anchor/Darling 6-inch valve
tested in Phase II were or1glna1 Anchor/Dar11ng configurations.

Conc]u51on° A1l of the ev1dence shows that Valve 1 is representative of hardware
delivered by the manufacturer to the INEL, under the premise of
being representat1ve of their hardware delivered to the nuclear
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industry 4 Posttest examimatibns shoWed that Valves 1 ahd'4 ‘had
exactly the same failure mechanlsms when subJected to de51gn basis
flow.

3.3.3 Damaged Hardware. After the Phase I tests we were criticized for not
performing valve inspections between tests and for further testing damaged
hardware. Valve 1nspect1ons between tests were considered for the Phase II test
program, but we later dec1ded against them because of cost. Experience had shown
us that valve damage can be detected through a sensitive stem force measurement.

Using such measurements during the Phase I testing, we were able to detect every
occurrence of valve damage; This valve damage was subsequently confirmed during
posttest inspections. ‘

~ We might explain here in more detail why we‘did not perform inspections
between tests during the Phase;II testing. Our test program was primarily a hot
test program. A 1arge expenditure of time and resources went to heating - the
large volumes of water used to test these valves. These volumes could not be
held at temperature for long per1ods of txme because of the associated labor and
energy costs. ‘A hot water or steam test gets a valve very hot.- Once a valve is
heated, it needs-16 to 24 hrs to cool before an inspect1on could be~performed.
Such a delay is'expensive. The INEL method of detecting valve damage worked,
allowing the tests to be conducted with available funds.

Some valves were tested after damage was detected; we tested Valves 5 and 6
after damage was detected in the first b]owdown closure of each. Further testing
was performed because we believed that additional information supporting the
obJect1ves of the test program could be obta1ned, such as understandlng the
difference between mid-stroke performance and on- the-seat performance, and this
was our last chance at testing the large valves during this test program. The
additional information was useful in the development of the INEL stem force
correlation, the analysis of marginally sized motors, and the analysis of
predictab]e/nonpredictab]e valve behavior.

Conclusion: We used a sensitive stem force measdrement‘to detect valve damage.
Although damage occurred to valves 5 and 6, we continued.to test
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-them. The additionalttesting performed with these damaged valves

SV e prov1ded "some usefu] “information.  For ~all' the predictable

(undamaged) va]ves, the on-the-seat stem forces were the highest

stem forces measured Some of the nonpred1ctab1e va]ves, where high

stem forces from gu1de damage occurred dur1ng the stroke, recovered

once they reached the f1na1 seat1ng part of the stroke. Proper1y
'used these data can he1p us understand va]ve performance Our
\ b1ggest cha11enge for future test1ng W111 be determ1n1ng ‘which

valves are nonpred1ctab1e and at what d1sc 1oad1ngs they become
:_nonpred1ctab1e S

3.4 Assessnent aiffi‘fe_sw'«esuta
The EPRI report s ana]yses of the INEL test data are based 1arge1y on two

separate issues: 1dent1f1cat1on of the pos1t1on of the va]ve at wh1ch to assess
performance, and the assessment of apparent dlSC factor The following

discussion f1rst addresses these two 1ssues, then addresses ‘additional 1ssues
:d1scussed in the EPRI report such as an ayerage d1sc factor, the 11near contact

" stress mode], anoma]ous valve behav1or durlng closure strokes, and the effect of
| ‘n1trogen f]ow1ng through a va]ve. ‘ ‘ ;“

-

'3.4.1 Identification of Va1ve Pos1tions. The EPRI report 1dent1f1ed four va]ve

positions at which to assess valve response " These four positions were
identified as zero stem p051t1on, flow 1so]at1on, wedg1ng, and .the position at

' ;wh1ch the max1mum stem force occurred - We have eva]uated each in 11ght of our
',assessment of -the test resu]ts, in 11ght of how' the EPRI report actua]]y defines
";each pos1t1on, and how each was used in, the ana]yses of the INEL test data. The

EPRI report states o AL
2t (1) ”At zero stem posrt1on, as 1nd1cated by the "Valve Stem Position"
I ‘data plot. - INEL ‘reported that; for Phaseé 2 testing, this position
~:-indicator-was -calibrated: before tésting 'so’ ‘that it would read zero
~:when ‘the disk completely covered-the flow"area. Valve stem position
information is not interpretable in'this way for 'Phase 1 testing.
Note that the interpretation of stem position is subject to
hysteresis effects due to the stem/disk clearance (i.e., for a given

stem position, the disk can be at either of two locations, depending
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on whether the stem is pushing or pulling the disk). Therefore,
zero- stem position may not always represent the instant that a
"true" -seal between disk and seat is made.”

We recognize that a sl1ght hysteresis effect exists; however, our concern
is more fundamental 'For 'test repeatability purposes during the Phase II
testing, we set each stem pos1t1on indicator such that it read zero when the disc
initially covered the visual flow area as viewed down the pipe and through the
valve. At this point in the valve closure stroke, the flow is not isolated
because the disc is not riding totally on the seats. The fluid is able to flow
between the upstream seat and the disc, under the disc, and between the disc and
the downstream seat. However, since the disc completely covers the visual flow
area, the area term in the standard 1ndustry equation has reached its maximum.
In its discuss1on on the effect of hysteresis, the EPRI report associates zero
stem position with true flow 1solat1on when it states that "zero stem position
may not always represent the rnstant that a "true” seal between disk and seat is
‘made.” We have never stated that a zero stem position relates to actual flow
isolation. In fact, we recognize that it does not. The INEL assessment of the
Phase II test data used to develop the INEL correlation, as shown in Table 1,
consistently shows stem positions at flow isolation not at our designated zero
position, but instead somewhere between zero and final wedging. No useful
information will be determined from the zero stem position, except that the area.
term in the standard industry equation is at its maximum.

(2) ™At flow isolation (or unisolation). For closrng strokes, isolation
was generally identified as the pornt when downstream static
pressure fell to. zero. For opening strokes, isolation (or
unisolation) was identified as the point when downstream pressure
increased above zero. This method did not work for normal flow
tests, where a downstream orifice was used to_ control flow and
resulted in the downstream pressure remaining at a high level beyond
valve closure, (i.e. the DP was small). Further, it appears dynamic
pressure (which is measured with a tap facing the flow as opposed to
a flush tap which is used to measure static pressure) may be a more
sensitive indicator of true isolation. The exact determination of
flow isolation should be studied more carefully in a long-term
evaluation of the test data.”
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Table 1." Phase II-gate valve test data assessment ' -
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"Flow isolation is the most meaningful stem position at which to assess the
response of a predictable valve as it closes. At flow isolation, the disc is
riding fully on the valve body seats, and the upstream pressure, the bonnet
pressure, and the under the disc pressures should equalize since there is no flow
through the valve. The differential pressure should be close to its maximum,
depending on how fast the downstream pressure decays, and the disc area term is
still at its maximum. For a pred1ctab1e valve, this is also the point where the
stem force is the highest prior to wedging. We agree with the EPRI report that
flow isolation is a position at which the performance of the valve should be
assessed.

The EPRI report -interprets flow isolation during a closure stroke as "the
point -when downstream static pressure fell to zero." For opening strokes,
"isolation was identified as the point when downstream pressure increased above
Zero." The discussion recognizes the coarseness of this measurement and suggests
that the "dynamic pressure . . . may be a more sensitive indicator of true
isolation.” This definition of flow isolation, based on either a static or a
dynam1c downstream pressure, can be misleading. The downstream pressure is based
on a number of phenomena and may not always be indicative of disc position.
Phenomena which may adversely affect using the downstream pressure to identify
disc position include 1eekage“through the valve, the pressure and temperature of
both the upstream and the downstream fluid, the net expansion of the fluid in the
downstream piping, the resistance to flow in the downstream piping, and the
ability of the instrumentation to detect small changes in pressure levels.

The flow isolation assessment performed by the INEL recognized these
limitations and included a study to relate the position of the disc or stem to
the valve body seats to more accurately identify true flow isolation. From this
stﬁdy, we realized that true flow isolation coincides with a very pronounced
region in the stem forqe trace of a predictable valve. True flow isolation can
also be observed in some of the pressure instrumentation, such as a convergence

of ‘the upstream, the. bonnet; and the under the disc pressures or in the-
downstream dynamic pressure, provided the valve does not leak excessively. Note,

howeVer, that the usefulness of the pressure readings is limited by the
sensitivity of the instrumentation.
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. By way of example, Figures 16 through 18 show the stem force, the upstream,
bonnet, and under-the-disc pressure, and the downstream dynamic pressure
histories for Valve 2 Test 1 Step 25. Also shown on each of these figures is the
point identified as flow isolation as shown on Table 6-1 of the EPRI report and
the point used by the INEL to assess the response of the valve.

Whet_we observe is that at that point identified as flow isolation in the
EPRI report, the upstream pressure is higher than either the boonet or the under-
the-disc pressure. This differenoe\iﬁ the pressures ihdiéﬁtesif]ow through the
valve; the valve has not yet iso]ated;the flow. Converse]y} the point identified
as flow isolation by the INEL is past the point where the pressures converge,
reflecting .a region on the stem force‘history where the stem force levels off
just before wedging. After the pressyres converge, the downstream dynamic
pressure continues to decay and finally stebilize, as shown in Figure 18. The
point identified in the EPRI report as “flow isolation occurs before the
downstream -dynamic pressure falls to zero.

¥hile it is true that downstream dynamic. pressure is a better indication
Aof flow isolation than downstream static pressure, we have found the plateau on
the stem force trace (Figure 16) to be the best 1nd1cator of flow isolation, as
confirmed by the convergence of the three valve pressures and by the decay of the
‘downstream dynamic pressure. For predictable va]ves, this p]ateau represents the
~maximum force before wedging. The point 1dent1fied in the EPRI report as flow
iiso]ation typically lies before this plateau rather than on it, thus yielding too
low a vaiuelfor the stem force necessary to achieve true flow isoiation.

Most of the- apparent disc factors presented in the EPRI report for flow
fisoiation are too low, primarily because they are based on stem force values
-measured before isolation, when the disc was still riding on the guides. This
“issue is.discussed in more detail in Section 3.4.2. ' '

L

(3)- "At.wedging,.as identified-from the stem force plots. For closing
" -strokes, wedging was identified as the.instant just prior to the
essentially vertical section’ of the- stem force plot which
corresponds to a raprd 1ncrease in stem force For opening strokes,

I
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. wedging .was . 1dent1f1ed by the plateau 1mmedlate7y after the 1n1t7al
"crackrng" peak’ on the stem force plot "

The EPRI report has deflned the wedglng posxtton in the c]os1ng direction

"as "the instant Jjust' prror to the essentrally vertical sect:on of the stem force

plot which corresponds to a repwd 1ncrease in stem force “ Using such a
definition to assess the stem force requ1rements of a gate va1ve should ensure
that true flow 1so1at1on has occurred for a pred1ctab1e valve. As such, this is

“an” appropruate po1nt 1n the va]ve closure stroke at wh1ch to assess valve
7performance ' -

However, as shown in thure 6- 4 and Tab]e 6-1 of the EPRI report the
apparent disc factor for Valve 2 durlng Step 25 of Test 68 was ca]cu]ated w1th

.\.‘

a stem force (13 000 1b0 that was on the “essent1a71y vertwca7 sect:on of the
stem force plot,” not Just pr1or to 1t wh11e us1ng a stem force on the vertwca]

section W111 y1e1d a h1gher (and thus a more conservat1ve) apparent disc factor,

we are more concerned with the care used in assess1ng the INEL test results. We
have not determ1ned whether th]S type of error occurred for any of the other
wedg1ng p051t1ons assessed 1n Tab]e 6 1 of the EPRI report

4) ”At maximum stem force (exc7ud1ng crack1ng peak) regard]ess of drsk

: ‘"position. " This value is the highest stem force during the stroke.
On some stem force plots, this coincided with one of the three
points mentioned above. On others, there was a maximum stem force
which occurred at a time other than isolation, wedging, or zero stem
position indication.”

This point is applicable for assessment of predictable valves in the
closing direction, assuming that the stem force just prior to wedging is used.
For predictable valves, experience shows that the maximum stem force just prior
to wedging occurs when the disc is riding fully on the seats, after true flow
isolation has occurred. However, the analyst must use care to ensure that the
results from nonpredictable valves do not bias the results. Information at the
point the stem force maximizes is also useful in assessing the response of a’
valve opening against a flow load.
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Conclusion: The valve positions specified by the EPRI report for evaluating the
INEL test data are either incorrectly applied or else do not
consistently providé useful information. For the closing direction,
the stem force ]evels off shortly after’'the disc begins riding on
the seats and flow has been isolated. For predictable valves, this
plateau is where the maximum load pribf to wedging occurs. The
sliding friction (INEL correlation or the EPRI-NMAC equation) or the
disc factor‘(industry equation) used to size a valve must be based
on a correct identification of this point and on the resulting
loads. Other analyses may be interesting, but are not always
useful.

3.4.2 Apparent Disc Factor. According to the EPRI report, the EPRI effort
included "a detailed review of the test data,'using‘primarfly published data
plots, focusing on determination of the "apparent disk factor” implied by the
data for all valve strokes berformed with differential pressure and relating
these results to the conditions tested and valve internal damage sustained.”

The EPRI review‘included calculation of apparent disc factors and presented
the results as follows: "Apparent disk factors (disk factor implied by measured
DP and thrust using standard industry equation) required to achieve flow
isolation on. the first blowdown closure stroke of each test valve are shown
below."
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column thirteen of the table.

.- Summary of First'Blbwdehh Ise7ation'Tests .

B R R A e T

RS EERNIY A R TR A S ".z7: | _Apparent .
Size Test ) 0P at Disk Agp'licabi'lltz
Valve |- Manufacturer {in)- | " No.:i’| ~Eluid . | Isolation { "' Facter " 2o Similar
R ) ] (psi) | for Flow _ “Industry
- :r “Isolation” ‘| AVa'Ives" .
A - Anchor/Darling ‘8 | A=3-5 ‘Nitrogen- |- 510 : 7| ~.0.63 - otentia'll
gglicab’le
g Velan |- & |B2-5 |, ot | 1000 | 035 | . Acplicable
L - R AN T Y R R TRV
1 Anchor/Darling | © 6 - ‘|"1-1-25 |.:.. Hot . 870 .* |V Valve N/A° [ Mot -
Water {0.86) Applicable
2 Velan [ =1-25 Hot 840 . 0.33 . Applicable
" N B Ao et Matert) S0 )t S
- .3 Y] \Malworth-. - "6 | 3-1-25 | . Hot": ‘870 |+~ 0.9 ‘| *. Applicable "
) Vater ]
4 | anchor/Darling 10 | a-1-25 | steam | 700 | 0.49 Apolicable
: Tt S . L PR etz e o . R -
5 Powe 11 10 5-1-25 Steam 880 0.44 Applicable
. - : LY . B - O] ! et B - . e e
"B Velan 10 6-1-25 Steam 1000 | ,0.42 Potentially .
. _ . . LN '{,_ AT e e 2T ] TULoaw o AEE”Cab‘e :
] - 5% grr s s
* Indrcates app71cab171ty of test resu7t (apparent drsk factor) to va7ves in

-systems requiring blowdown isolation.”: Test is considered applicable if
both valve design details and test conditions are representative of some
industry valves.

The EPRI report a]so states that "these data are consrdered potent1a77y

‘app11cab7e only to similar va7ves 1nsta77ed 1n the BWR systems under study or

other similar valves hav1ng asﬁa-de51gn bas:s functron the isolation of b7owdown
flows under the range of cond1trons tested.”
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The apparent disc factors at flow isolatipﬁ; as 1istedhin the'EPRiﬁtabIe
shown above, are based on Table 6- 1 of the EPRI report Enough information is

”presented in Tab]e 6 1 determlne how these’ apparent d]SC factors were derived.

Co]umns three, four, and’ EIth ‘of Tab]eAG 1 conta1n gener1c va]ve 1nformat1on,

el

whereas columns * flve, n1ne, and e1even conta1n test spec1f1c 1nformat1on

necessary to calculate the' apparent disc factor at flow 1so]at1on, as 1isted in
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=" The INEL reassessed each test using the apparent disc factor equation
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presented in Section 5 of the EPRI report and reca]culated'the apparent disc
factor using the INEL identification of the stem force necessary to isolate flow
in each test (as explained in Section 3.4.1), the corresponding pressure and
differential pressure at the time of flow isolation, and the packing drag
measured during the: test series. The results of these recalculations, and the
data used, are presented in Table 2. As can be seen, there is a considerable
difference between the apparent disc factors presented in the EPRI report and the
apparent disc factors calculated by the INEL. Most of the EPRI report disc
factors are significantly lower than the INEL disc factors. |

Most of the difference is caused by the fact that the values for stem force
used in'the EPRI report analysis are too low; the EPRI report analysis does not
correctly identify the point of true flow isolation. This issue is discussed at
length in Section 3.4.1. The remaining difference is the result of revised
estimates of the upstream pressure and the differential pressure at flow
isolation. None of the difference is a product of the use of a smaller disc area
term: in our reassessment of the EPRI calculations, we used the same disc area
term that the EPRI calculation used, that is, the mean seat area, not the orifice
area.

Based on the results of Table 6-1, the EPRI report states that the
"Djsk/seat friction coefficients may be slightly higher than typically assumed
values of 0.3. A value of 0.4 appears sufficient to cover friction phenomena
‘based on the NRC/INEL tests.” Based on the recalculated results shown in
Table 2, the disc factor typically exceeds 0.4, and recommendations to use a disc
factor of 0.4 are not warranted.

A more fundamental concern, however, is the fact that the EPRI analysis
zruses the standard industry equat1on in its assessment of valve performance. In

our early ana]yses of the NRC/INEL test results, we, too, tried to use the
Astandard industry equation, and we found it inadequate.

We were initially puzzled by the scatter in the disc factor data produced
in our early analyses of the NRC/INEL data. It became obvious that the range of
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| Table2. Reassessment of the design basis tests . L

s
Isolation Stem Force Apparent Disc Factor

“ Test EPRI Actusl  CEPRI . Actul
- Number ©~° Tbl.6-1- " - ‘Isolation - Tbl.6-1" solation * - Notes

I3 -
LA SRR

A3 9000 5347

063 036  Nonpredictable _

- IS K o e

. 1225 19500 - 22900 ., 0.8 - -1.05 = Nonpredictable! - :

byt D |

© B-2<5 . 12500 - -4 13833 035 - - 0.43
2-1-25° ' ° 10400 12929 | 033 0.45
2225 79000 713096 - 10.23° T " 0.40 -
2325 5200 . .12751 . 015 :: :-.. 0.59-: .-
2-6A-25- 5300 " 7859 0.29 0.50
2-6A1-25 6000 8688 0.29 0.50

2-6B-25 .  ,8800 . . -12173 .~ . .0.31.,-c. - 0.48
2-6B1-25 9200 13700 0.29 0.48
'2-6C25 12200 - - 15798 . 028 ° 7 7 0.40 -

Cny

3125 c'se0 435 ode  o0ds
3-1A-25 7000 10804 023 ' 043
3525 9100 12235 0.26 0.40

1741250 23800 16100 ¢ ¢ 049 <7 0307 ° °" ! Nonpredictable

.. . o RO o et " T . e
75125 28000 24756 044 039  Nonpredictable
5-1A-25 26500 30474 -1l 0.34 BUoM2 T T e

6125 28000 28200 042 041 Nonpredictable

6-1A25 - - 32000°" %7 129366+ <1040 ¢ 7035~ Nonpredictable

61B25 . 19000 ,...25233. , :,-'026:i.. .- 0.36 .. .- Nonpredictable
T O ot S O S T S L AR RV A

SRR R TR S LN PSS ML

1. Valve failed to close during the test. @ & . Do lil 0




the disc factor (from 0.40 to 0.59 for Valve 2, for example) was greater than
could be reasonably attributed to random scatter. Our effort to discover a
pattern to the scatter produced the results shown in Figures 19 and 20.

Figure 19 shows disc factor data for Valve 2 closing against four different
fluid conditions, steam to cold water. In this barticu]ar figure, we used the
valve orifice area for the disc area term as it represents the least conservative
use of this term by the industry. For predictable valves, the p]ateauAbetween
isolation and wedging represents the highest stem force in the closing stroke
prior to wedging. We selected the mid point of the plateau as being indicative
of the stem force required to isolate flow through a valve. Figure 19 clearly
shows that the disc factor varies with the degree of subcooling, with steam
conditions producing the Towest disc factor and cold water producing the highest.

Figure 20 shows disc factor data for Valve 2 closing against three
different pressures with the same degree of subcooling. A pattern in the data
scatter is evident. Surprisingly, the disc factor is higher with Tlower
pressures, and lower with higher pressures.

These results were unexpected, and the subsequent analysis performed by the
INEL, as described in more detail in Appendix C, defined the force balance on the
disc and a new corre}afion for assessing valve performance. During the
development of the correlation, we discovered that the standard industry equation
does not account for the pressure effects and fluid condition effects described
above, and does not account for valve design characteristics that are acted upon
by the differential pressure. One of these effects is the result of the angle
of the downstream seat, which lies approximately 5 degrees from vertical.
Appendix C presents a complete discussion of these effects.

Thus, what came out of the work was a realization that the standard
industry equation is incomplete. Pressure effects and fluid subcooling effects
are not accounted for, and some of the internal forces acting on the disc are
missing, in effect causing these missing forces to be accounted for in the one
component of the equation that is not specifically tied to a real quantity, the
disc factor. In addition, we realized the definition of the disc area term is
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‘not standard1zed,‘severa1 “definitions ex1st mak1ng it even more d1ff1cu1t to

: deve]op resu]ts with' w1de app11cab111ty

Using the standard industry equation, regardless of how the disc area term
is ‘defined, ‘and ‘solving for the disc:factor will not result’in a value for the
sliding friction. The result is a disc factor that puts all of the terms missing
in the standard industry equation, including sliding friction, into a multiplier.
Assessing the -NRC/INEL: test résdlts with' the EPRI-NMAC -equation would have
provided results much ‘¢loser to the results shown in ‘Appendix C. |
Conclus1on. ‘The disc’ factors derived by the ‘EPRI report ana]yses are typ1ca11y
‘ ' too 1ow, mostly because’ the’ ana]ys1s 1ncorrect1y jdentified the

- point of ‘flow isolation and consequent]y used:too Tow a value for
“the stem force. The suggestion in'the EPRI ‘report that the 1ndustry
use a disc factor of 0.4 in‘thé standard ‘industry equation cannot be
supported irrespective of the disc area term used. The INEL is also
" concerned that the ‘standard industry equat1on is 1ncomplete As
"+ such, we believe that ‘the -INEL'correlation or ‘like’ methodo]ogy
should be'used to estimate the maximum stem force requirements of a
“flexwedge gate - valve* ' whose' operat1ona1 characteristics’
“considered to ‘be predictable at the valve’s design basii‘presﬁure
‘and temperature. " We “consider 'the :“INEL’ correlation to be a
5. <. significant improvement over thé standard industry equation ‘and its
use of a disc factor to"account' for margins and missing variables.

3.4.3 Average Disc Factor.” The EPRI effort ‘calcilated the apparent disc factor
for a number of the Phase I and Phase II closure strokes where the disc sliding
on the seat appeared to beithe dominant Toad phenomenon (rather than.-machining
or:shaping of‘suffaées)."Thé&e‘aré:ﬁréSented'in-Tab1é5641‘6%5ihe EPRI report,
along with a summary of selected parameters during each test. EPRI describes its
evaluation as follows: “Based on evaluating all of the blowdown closure and

i ‘opening: strokesin ‘this manner, average apparent disk factors due to sliding

friction for each valve were determined. Table 6-3 summarizes the average disk
factors for blowdown conditions when sliding of the disk on the seat is
occurring.” As shown:in this table! the values are between 0.28 and 0.41 for
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closing strokes, and are between 0.25 and 0.40 for opening strokes, with the
exception of Valve 2 at 0.47. If data for wedging of Valve 2 are considered, the
average apparent disk factor is as high as 0.52; however, as mentioned
previously, it appears additional surfaces were coming into play during wedging
and the apparent disk factor does not necessarily represent true friction".

We have not performed a detailed review of this table. As discussed in
Section 3.4.2, the methodology used to determine the apparent disc factor is
inadequate, and the analyses used a point incorrectly assumed to be flow
isolation (see Section 3.4.1). Note also that the high disc factors for Valve 2
Tisted in Table 6-1 are from 100°F subcooled tests. As explained in Appendix C,
subcooling greater than about 70°F can cause the disc factor to be high in
analyses using the standard industry equation. Some of the high apparent disc
factors for Valve 2 are more likely a product of fluid conditions effects than
of additional surfaces coming into play.

We do not recommend the use of the standard industry equation either for
operator sizing or for analysis of test data. However, if the standard equation
is used, an average disc factor is less likely than a maximum disc factor to lead
the analyst to a result that conservatively bounds the stem force requirements
of a valve. The INEL assessment of the data.from the closing tests, as presented
in Appendix C, was not possible until we investigated all of the forces acting
on the disc just prior to wedging. Rather than averaging the disc factor, we
suggest that a follow-on analyses include:

(1) separately assess the opening and closing tests,
(2) use an equation that considers the effects of pressure and
differential pressure on all components of the valve design and

determine true sliding friction, not a disc factor,

(3) use only those test conditions representative of the disc actually
sliding on the seats, and

(4) include the effects of fluid subcooling and fluid pressure.
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Conclusion: Using the_standard industry equation-and averaging the. resultant
disc factors will:.continue to yield inconclusive results. Without
;. a more rigorous' assessment- of the data, it -is not possible to
quantify:-phenomena that -affect the ability of the disc to slide on

the valve body seats.

--3.4.4 Linear Contact Stress-Model.- !In: an-effort to correlate the observed

response of the valves tested, the EPRI report introduces a 1inear contact stress
model and attempts to evaluate valve application severity and the effect it has

.on the apparent disc - factor. The model plots the apparent disc factor for each
. valve tested against -the linear contact:--stress.’: The EPRI report presents a
.. series of eight figures, Figures-6-28 through 6-35, one for each valve tested in

Phase I and Phase 11. Each figure contains the results of both opening and
closing strokes and testing using both blowdown and normal flow conditions.
Based on this.. study, EPRI concludes that "“there appears to be no clear
correlation of strokes overall or for a particular subset of strokes. It appears

that linear stress, by itself, :is not.necessarily an adequate valve severity

evaluation parameter for separating valves.into "lightly loaded” and "heavily
loaded” classes.” ‘

The . INEL assessment of the.closing tests,.as presented in Appendix C,

- concluded that a load dependent :response does exist. -This response was observed
for both the Phase I:and the Phase Il closure testing. We ‘suspect that the EPRI

effort -did not demonstrate a -1oad dependent :response-because
(1) . ‘It used the standard industry equation-(with-aidisc area based on
the mean seat diameter),+which .does not accurately .identify all the
. forces .acting on.the valve disc just prior:.to wedging and is thus
incomplete; -the .EPRI-NMAC: equation' would --have provided better

results. R N o

(2) Fluid subcooling and differential pressure phenomena are embedded in
.the.results and cannot adequate]y be identified by solving . for an
apparent disc_factor.termonly..: . = . oo Lo e

- AP
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-(3)

(4)

(5)

(6)

Conclusion:

For one of the valves, the EPRI effort uses a disc factor based on
dimensions from the manufacturer’s drawings for part of the
assessment and a disc factor based on as-measured dimensions for
another part, thereby obscuring any embedded trends.

The EPRI report uses a linear stress correlation that is either not
complete and not structured properly (currently based on the nominal
valve diameter) to reveal the trends being sought.

The apparent disc factor used for this study mixes isolation,
wedging, and the maximum disc factor. The true trends available
from the data may be obscured, since not all the values are based on
true disc to seat sliding friction.

Both opening and closing tests were assessed together. We have not
assessed the results of the opening tests as yet, but the test
results indicate that other phenomena are involved during opening
and as such, combining opening and closing tests may not be
appropriate.

The linear stress model used by EPRI does not provide the desired
result. We believe the INEL methodology is more rigorous in
assessing valve closing loads; this methodology does demonstrate a
load and fluid phenomena dependency. The suggestions offered here
might be useful to EPRI analysts in their effort to obtain useful
results, both in understanding the NRC/INEL data and in evaluating
the EPRI MOV Performance Prediction Program. It should also be
noted that we are addressing only predictable valves; to date,
nonpredictable valve performance has not been quantified by either
the INEL or by EPRI.

3.4.5 Valve Anomalous Behavior During Closure. The EPRI report assesses the
appearance of wear and damage to each valve tested by the INEL to determine
whether the damage was responsible for any anomalous performance during the
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blowdown tests, and thus, whether .the teésting from that valve should be used to
assess valve response in general. Identifiable wear and damage to the disc seat,
- body seats, disc guide, and body:guides of each valve for the Phase II-and to the
Valve B disc from Phase:I testing are described in Table 6-2 of the EPRI report,
' along with -an assessment ‘of whether the conditions .noted could ‘have caused
anomalous behavior. Generally, they-conclude that damage to‘the disc guide, the
- body ‘guides, the disc seat; and the:body:seats directly affects whether a valve
is considered to be:predicable or.nonpredictable.'s Such nonpredictable behavior
can result in-high’stem forces and :high apparent disc:factors.

... The EPRI report:expresses:concern that "the :’nspection was carried out at
the conclusion of ‘the:test program after numerous- strokes-had been performed on
:each valve. - Because .there were no inspections during the test sequence, it is
. not possible to precisely’ reconstruct “the -damage scenarios.” - The apparent
concern, among other things, :is that we '‘have used the test resultsiof damaged
valves and thereby biased the resultant disc factors. It was not our intent,

-~ :during - the INEL testing, to visually ‘inspect-the internals of each valve

- following each'blowdown test. : It was our intent to use our sensitive stem force
. :measurement . to provide insight to vaive damage during the:tests.. We used this
_ method to assess valve damage, :and'subsequent posttest inspections confirmed the
relationship between an unusual stem force response and valve damage. Based on
-the posttest inspections-and the stem force traces,.we have made‘an-assessment
. of each valve and any limitations in the resultant test data, as noted below.
The EPRI inspection team did not inspect the Phase I valves, -as both had
been refurbished for the Phase II testing. They were able to inspect the Valve B
.. disc -as “it chad ‘been.replaced prior.-to> the -Phase II -testing.: '~A complete
.- ;inspection: of the :Phase :I valves‘was performed by the :INEL along with official
- record photographs>of ‘each valve’s condition. The posttest . inspection results
- of :Valves A _and B are 'the 'INEL’s.alone.. @~ =~ = = - '

. - .. - [ - S I JRETE I . S . .
Valve A - This valve performed unpredictably during mid stroke, evidenced
" : by damage to the disc and valve:body guides.::However, once the disc began
.- z:riding:oniithe ~valve: body: seats,-the valve responded "in a predictable
manner (see Figure 21). We used selected Valve A test results in the
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- development of the INEL correlation.

Valve B - This valve performed predictably during the Phase I testing,
Jjust as it did during the Phase II testing, even though a different disc
was installed in the valve. The Phase I disc had hardfaced disc guides
representative of later Velan valves. The Phase II disc had nonhardfaced
guides representative of earlier Velan valves. There was no abnormal wear
on Valve B. A1l Valve B results, except the 1400 psi parametric test
which did not completely close, were used in the INEL correlation. The
valve failed to seat during the 1400 psi test, not because of damage to
the valve, but because the torque switch was not set high enough, even
though it was set higher than what the manufacturer recommended. We
observed that the motor operator suffered from what the industry:has
termed the rate of loading effect. This effect is one of the subjects of
our 1991 research update to be published later this year.

Valve 1 - This valve was badly damaged and did not completely close during
the initial design basis blowdown test sequence. No additional blowdown
test sequences were performed with this valve. We did not use the results
from this valve in developing the INEL correlation.

Valve 2 - This valve was cycled a number of times under blowdown
conditions. As a result, more indications of disc to guide and seat wear
were evident. However, there were no indications of abnormal or
detrimental wear.

EPRI has identified disc to valve body wear due to rotation of the disc as
one possible abnormality with this valve. This valve sustained by far the
Targest number of cycles under load. In light of the large number of
valve cycles, we believe that the identified markings reflect normal wear
for the test conditions the valve was subjected to.

The appearance of such wear on a valve is not surprising. None of the
valves have any mechanism to prevent the disc from rotating relative to
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" the pipe center line, other than resistance from the stem and by disc
contact with the guides. We have no reason to suspect that any rotation
of the disc in Valve 2 is more pronounced than in any other valve. In
fact, the limited lateral clearance between the disc and the guide would
minimize any rotational tendencies of the disc and prevent aggressive
contact ang]eé from occurring. In addition, the methodology employed by
the INEL to assess valve response indicates that the behavior of Valve 2
during the testing was quite typical of the behavior of the other
predictable valves tested. Valve 2 data were used in the development of
the INEL correlation.

Valve 3 - The high loadings on the guide caused it to deform and allowed
the disc to ride on the seat instead of the guides. As a result, more
disc and body seat wear was observed. Otherwise, the valve responded
predictably and was typical of the other predictable valves tested. Data
from these tests, when the disc was riding on the seats, were used in the
development of the INEL correlation.

Valve 4 - This valve was badly damaged during the initial design basis
blowdown test sequence. No additional blowdown test sequences were
performed with this valve. We did not use the results from this valve in
developing the INEL correlation.

Valve 5 - The high loadings that occurred during the initial design basis
blowdown test resulted in disc tippage and an interference between the
disc and the seat. This behavior did not appear during subsequent
testing, as the material interface had been removed during the initial
design basis blowdown test. The behavior of this valve during those
subsequent tests was typical of the behavior of other, undamaged valves.
Therefore, results from those subsequent tests were used in developing the
INEL correlation.

Valve 6 - Damage to this valve consisted of disc and seat damage, guide
damage, and a bent guide. We initially attempted to use the results of
design basis testing measured when the disc first started to ride on the
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- seats, hoping to avoid the results of abnormal interferences between the
bent guide and the disc and the seats. However, upon further assessment
' of the response of this valve during design basis blowdown testing, we
decided not to use any of the results from this valve in developing the

INEL correlation.

It should also be noted that'thé results of the posttest inspections were
such that, had additional tests been in order, we would have continued to test
Valves 2 and 3, which were the undamaged or m1n1ma1]y damaged va]ves on which we
performed muitiple test cyc]es. As: we stated earlier in the report, we contlnued
testing Valves 5 and 6 knOW1ng they were damaged Thus, we conclude that our
‘damage detect1on methodo]ogy based on carefu] readlng of the stem force trace was
successful. , ' o
Conclusion: Having assessed the wear and damage of eaeh of the Phase I and II

" valves, we believe that the sensitive stem force measurement used to
assess valve damage was correct for our test program. Based on the
damage each of these valves sustained and their respective stem
force trace, we used most of the results of Valves A, 2, and 3,
se]ected'results~ffom Valves B and 5, and none of the results from
Valves 1, 4,1 and 6 in:deve'loping’ the INEL closing stem force

““correlation. T T e e '

3.4.6 Nitrogen Flow Through Valves. The Phase I test loop at Wyle Laboratories
in Huntsville, -Alabama- is’'shown in Figure 22. The water accumulator was a
450 ft* tank (3,366 gal) that discharged from the bottom. The nitrogen for the
gas blanket entered through the top. The EPRI report expresses concern that a
number of Phase I tests included nitrogen flow and states that "a complete
transition from water to nitrogen flow appeared to occur on the first blowdown
stroke of Valve A (Test 3 Step 5)."

Our assessment of Phase I Test 3 Step 5 indicates that Valve A closed on

a nitrogen/steam mixtire for ‘the'‘last two thirds of the blowdown stroke.
Figures 23 and 24 show pressure traces for this test. Figure 23 shows the
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Figure 22. Schematic drawing of the Phase I test loop.
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venturi flow meter differential pressure and, at 8 secohdé, Shows the disturbance
pointed to in‘thg EPRI report. Figure 24 shows that at this same time, the valve
‘upstream static pressure increases, the valve differential pressure increases,
the valve downstream static pressure decreases, and the exit pipe static pressure
decreases.

The influence of -nitrogen entrainment can be seen in a number of other
instrument readings as well. Valve body'accelerometers show dramatic increases
in amplitude at the point where a nitrogen/steam mixture begins to pass through
the test valve. . Analysis of the videé tape recordings shows a marked change in
the visual shape and consistency of the exhaust, and an audible change in
exitnoise can be heard. Differential pressure transducers at the venturi flow
meter and test valve exhibit Targe changes in signal magnitude when a
nitrogen/steam mixture passes; however, the flashing of the slightly subcooled
water to steam and associated choke planes moving through the system can produce
a similar effect. In addition, flow meter measurements were used to calculate
an integrated flow for each test for comparison to the known accumulator volume.
. Collectively, the response of the instruments prbyide positive evidence that a
A transition_froh water to a nitrogen/steam mixture occurs at this point in Test 3
Step'5. In all cases where nitrogen flow was observed, all of the above
indications were present. |

The EPRI report identifies other tests where “some nitrogen may have.been
passed through the blowdown pipe and test valve during the stroke without a
complete transition from water to nitrogen occurring.” One of these tests is
Test 2 for Valve A. Figures 25 and 26 show pressure traces for the Phase I
Test 2 first blowdown stroke (compare with Figures 23 and 24). Figure 25 shows
the flow meter differential pressure for this test and indicates a large
disturbance at about 23.5 seconds. The EPRI report identifies this as an
indication that nitrogen-entrained water was flowing. However, the other
pressure traces, shown in Figure 26, show a different response than was observed
during Test 3 Stép 5. During Test 2, the valve upstream pressufe, the downstream
" pressure, the exit pressure, and the valve differential pressure all decrease at
the time of the flow meter disturbance. This indicates a drop in pressure
throughout the system, consistent with water flashing to steam upstream of the
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valve test section. The valve accelerometers do-not show dramatic increases in
amplitude as was observed in Test 3, nor do video tape recordings reveal the same
trends. A1l of this taken together subports the conclusion that a water/steam
mixture was present throughout the valve cycle with no nitrogen entrainment.

Fluid volume calculations also support this cdnc]usion During Test 2, the
maximum flow (7,500 gpm) was measured at 15 psid (Figure 25), and the flow
"decreases somewhat linearly to zero 26 seconds later. The total consumed water
inventory for Test 2 was approximately 1,625 gal, slightly less than half of the
‘total accumulator inventory. The water level in the accumulator was over 8 feet
at the end of the test. Flow rate was about 2000 gpm when the disruptionpointed
out in the EPRI rebort occurred. This corresponds to an in-tank fluid veTocity
of about 0.09 ft per second. It is unlikely that nitrogen would enter the
discharge with the water over 8 ft deep in the tank.

Our Phase I'test‘plan was written to allow optional valve cycles under
‘blowdown conditions when the test engineer determined that water remained in the
accumulator after the primary blowdown closure. The primary blowdown closure was
designated Step 5, and the optional stroke was identified as Step 6 (opening) and
‘Step 7 (closing). . Because of our inexperience with the Wyle test loop, we had
‘nitrogen/steam fldw during several of these valve strokes. From the analysis
‘described above, we conclude that nitrogen/steam flow occurred in three of our
Step 5 closures: Valve A Test 3, Valve A Test 6, and Valve B Test 5. We saw
nitfogen/steam flow in four of our optional Step.6 and 7 strokes: Valve A
Test 2, Valve A Test 7, Valve B Test 2, and Valve B Test 3. This matches the
lnformatlon given in Table 2-1 of the EPRI report. However, analysis of all
1nstrumentat1on‘.channels, as described .above, shows that there was no
nitrogen/steam flow for the tests listed in Table 2-2 of the EPRI report. All
of the valve cycles listed in Table 2-2 of the EPRI report closed under
water/steam flow.

Section 3.2.7 provides additional information on nitrogen flow through the
valves.

Conclusion: We have assessed the Phase I tests and concur that the seven tests
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'lis;ted in Table 2-1 of the EPRI report included nitrogen (nitrogen
entrainment in steam, not slugs of dry nitrogen). However, the
eight tests listed in Table 2-2 of the EPRI report did not. Those
tests had flow of water/steam mixture. '
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4. CONCLUSIONS

""" The most important question raised by the INEL testing is how to determine
whether or not a valve will perform predictably. Although the EPRI report
suggests that valves with different disc designs might perform differently, the
INEL, EPRI Marshall, and European testing have all shown that a large number of
the valves tested performed unpredictably. The threshold level where current
valve designs begin to perform unpredictably needs to be determined and accounted
for. :

The industry’s traditional stem force equation used to size motor operators
is incomplete regardless of the disc area term or the disc factor used. This is
because the disc factor includes other terms along with sliding friction. As
such, we disagree with the suggested disc factors presented in the EPRI report
and suggest that a more rigorous analysis approach be used.

The typicality of the test hardware and the test conditions, while not
perfect in every case, provided representative Generic Issue 87 operating
conditions for evaluating representative Generic Issue 87 valves. Although the
EPRI report questions whether the test conditions were applicable to GI-87
valves, the research bounded the worst case conditions and has provided a
correlation that can be used once the design basis conditions for a valve are
known and the valve’s predictable behavior established.

For a predictable valve, that portion of the closure stroke that occurs
just after flow isolation, when the disc is riding fully on the seats, is very
well defined on a stem force versus time trace and represents the maximum loading
for such a valve. The sliding friction (INEL correlation or the EPRI-NMAC
equation) or disc factor (industry equation) used to size a valve must be based
on a correct calculation of this point. Determination of this point and the
corresponding final stem force will help utilities evaluate performance margins
and/or establish that the valve is representative of the valves tested by the
INEL for predictable extrapolation purposes.
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. The NRC documents reviewed in Appendix A (Section 8) of this report have
some omissions in the description of circumstances, but after two years of
additional analyses, the conclusions presented in the documents are still valid.
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APPENDIX A

PARAGRAPH BY PARAGRAPH REVIEW OF
EPRI DRAFT REPORT NP-7065

This section of the report represents a paragraph by paragraph review of
the Summary Section and Sections 1 through 8 of EPRI Draft Report NP-7065. The
Teft hand column presents the original EPRI text as received from MPR Associates
and all references to figures, tables or appendices pertain to the EPRI report.
The right hand column presents the INEL evaluation of the EPRI text and all
references to figures, tables or appendices pertain to this report unless
otherwise stated. The applicable figures and tables follow each section (except
the Section 4 material which has not been reproduced).
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Under NRC sponsorship, the Idaho National Engineering Laboratory (INEL)
conducted a test program to assess the capability of motor-operated gate

valves commonly 1nstal‘led ln BVR HPCI JRCIC and RWCU systems ‘to c1ose »

under postulated blowdown Isolation conditions The results of the test
program have been!simmarized by INELC{n test reports and presentations
{References 1, 2 and 7). Based on the valve performance observed in the
test program,’ several issues have been raised by INEL and NRC regarding
potential implications to-MOVs in these specific’' BWR systems and to
nuclear power “plant “MOVs in general.. However, utilization of the
NRC/INEL data ‘to assess: these implications has- been hindered by the

absence of sufficient pre-and post=test hardware characterization and by -

a lack of detailed documentation on test facility configuration,
instrumentation and measurement uncertainty.

S-1

This comment on the INEL test program is not valid. The NRC sponsored
a one week, five man effort to assist EPRI in evaluating the posttest
condition of the hardware. This EPRI report, criticfzing the lack of
posttest hardware characterization, contains the results of the NRC/EPRI
evaluation. The pretest configuration was verified by the valve
manufacturers; however, this {nformation may be considered proprietary.
The test facility

each of

EPRI has access to the same information we have.
published in
Instrumentation accuracies have always been available upon request.

configurations have been our reports,

Appendix E contains a copy of the Wyle Laboratories instrumentation
The INEL load cells were
calibrated before and after both test programs and their accuracies
rematned constant throughout, at 0.4X of full scale (40,000 1bs), The
Phase 11 instrumentation is the same:as we are currently using in the -

equipment sheet from the Phase I testing.

diagnostic test. validation excépt for the pressure and’ temperature
measurements. - ; o

AN
A1l were

We used a' large number of various pressure transducers in Phase II.
were strain gage type and most were manufactured by Statham.
calibrated by the INEL standards laboratory prior to testing. Overall
pressure transducer accuracies were better than 2.0% of reading.
Thermocouples were expendable items, and each valve required a different
length thermocouple to properly place it in the flow stream.
Thermocouple response time will influence accuracies {steady state versus

transfent). - Steady state accuracies were i 10°F.




In response to this need, EPRI sponsored an independent review of the
NRC/INEL Gate Valve Test Program (Phases 1 and 2).
carried out by MPR Associates with assistance from an industry inspection

The review was

team and with oversight from the EPRI MOV Performance Prediction Program
Technical Advisory Group.

The objectives of the review were to:

- Develop an understanding of the scope and applicability
of the test results both for valves installed in the
specific BWR systems under study and to industry MOVs in
general,

- Document detailed information on the test valves, such
that the test results and implications to specific
valves could be evaluated.

- Document the principal results of the test program,
including observed valve performance.

§-2

939X confidence data
acquisition system and instrumentatfon accuracies for the diagnostic test

Appendix £ contains our end to end, level,

system. There are two exceptions to this list. Torque spring positibn

" was measured by a MOVATS TMD, and on Valves 3, 4, 5, and 6 stem force was

measured by General Physics load washers instead of stem-mounted load
Valves 1 and 2 had both the stem-mounted load cell and the load
Additional
information on the accuracy of the load washers can be obtained from the

cells.
washers, with acceptable agreement between {instruments.

developer at Point Beach Nuclear Power Station.

Finally, the calibration lab at the INEL is continually audited by the
U.S. government and outside agencies. It has recently been audited by
Portland General Electric and Gulf States Utilities, and no problems were

found.




- Develop lessons learned from these tests to better plan
he EPRI. HOV Performance Prediction Program b
o RLECTIN T :
- ldentify. general'ly. gate valve design detans whlch
~need to be properly addressed to-obtain satisfactory
perfomance under severe blowdown isolation conditions

The scope of the review lncluded
- a detailed post-test inspection of the valves tested,

- an assessment of the applicability of the valve designs
tested to industry MOVs,

- a limited assessment of the applicability of the
conditions tested both to design basis conditions for
the BWR systems under study and to design basis
conditfons for {ndustry valves in general, and

- a detafled review of the test data, using primarily
published data plots, focusing on determination of the
“apparent disk factor” implied by the data for all valve
.strokes performed with differentfal pressure and
relating: these results to:the condlttons tested and

<valve internal damage sustained

[ RN
| i - ) R "

Overall, the INEL test program has provided a substantlal quant!ty of HOV

This 1nformatlon has. ‘allowed the
development of |nsights on gate valve performance primarily under

differential pressure test data. ‘

blowdown isolation conditions. However, because of the specific approach
and conditions of these tests, their application to specific plant MOVs
requires detailed and careful evaluation of the test conffiguration, test

conditions and test resu]ts. The fol]owing sumuarizes key findings of

this review.

ERaEE S

Y

APPLICABILITY OF- NRC/INEL TEST CONDITIONS

T
AR

Blowdown Closure Tests. .

.

- Blowdown closure :tests are applleabie.to gate valves

oot

5-3

Ve agree, blowdown test conditions are applicable only to valves that

.




having a design basis requirement to 1isolate under
blowdown flow conditions. . A small fraction (less than
5%) of safety-related MOVs in the nuclear industry are
in this category.

MOVs in the RCIC, HPCI and RWCU systems are only
required to isolate a break once. Because of the
potential for valve damage under blowdown conditfons,
only the first blowdown isolation closure test for each
valve design is considered potentially applicable to
valves installed in these systems.

The first blowdown closure test performed on Valve A
fncluded nitrogen (rather than hot water) flow during
the last 60X of the valve stroke. Several of the
subsequent blowdown {isolations for Valves A and B
(Phase 1) showed evidence of some nitrogen passage
during the tests. Nitrogen flow isolation is not a
design condition of any industry MOV in a RCIC, HPCI or
RWCU system.

In all blowdown tests, there was significant valve DP
during mid-stroke, although there was considerable
variation among the test valves in this regard. It
appears large DP during mid-stroke is characteristic of
blowdown conditions and not of normal flow conditions to
which most MOVs are exposed. The mid-stroke DP affects

have a design basis requirement to {solate under these conditions. The
exact percentage of valves in this category is unknown to us.

The EPRI report points out that the GI-87 valves need to close against
pipe break flow only once. Ve agree, and that {s why we designed the
test program so that in every case (with the exception of Valve A) the
first blowdown was the design basis test for that valve. Four of the six
valves in Phase 1l responded nonpredictably in their design basis tests.
The following parametric tests were performed to provide information on

performance across a wide range of pressures and fluid conditions.

We disagree with the number of Phase I tests The EPRI Report challenged
The EPRI Report claims seven tests with dry
Our analysis in

because of nitrogen flow.
nitrogen and eight with some nitrogen entrainment.
Section 3.4.6 of this report shows that only three of the primary
blowdown closure strokes for Phase I saw nitrogen entrainment. Four
other tests saw no nitrogen entrainment during the primary closure but
experienced nitrogen entrainment during the subsequent optional blowdown
open/close strokes. Evidence does not support dry nitrogen flow during

any Phase | test.

We agree that nitrogen flow {s not a design condition for HPCI, RCIC, or
RWCU valves. However, when one analyzes on-the-seat valve perform&nce
using the INEL correlation, one finds no difference between steam and the
steam/nitrogen mixture.

Section 3.2.1 contains a complete analysis of this EPRI comment. We
agree that piping systems can influence the pressure seen at the valve.
The Mark | System shown in 3.2.1 has less resistance than the test loops.
The point should be to establish the design basis requirement for any

A
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valve performance and susceptibility to damage. Typical

BWR™ RWCU- and HPCI systems have higher overall system’

flow resistances than the NRC/INEL 6" and 10" loops,
respectively. Thus, valve DP during mid-stroke would be

less in actual BWR systems compared to NRC/INEL tests,
which would’ tend to make ‘- valve performance more
favorable,” Assessment of applicability of specific INEL"

tests to plant  valves/systems- requires a detailed
comparison: of the expected plant DP versus stroke

behavior to that developed during the INEL test (beyond‘

the scope of this effort)

8lowdown Opening Test

- Blowdown opening (unisolatfon of break flow) generally
does not correspond to a desfgn basis condition for
industry MOVs. Some applicability may exist for a very
limited number of MOVs, i.e., PORY block valves.

“Normal Flow” Closinq and Opening Test

- Because of the - test system configuration, the normal‘
flow™" conditions :in the NRC/INEL tests resultedin
negligible differential pressures for 5of the 8 valves -

tested (A, B, 4, 5 and 6). Data from these 5 tests
would be applicable to those valves which operate under
low differential pressures, but provide 1ittle insight
fnto valve disk/seat friction under high DP.

$-5

valve and then calculate the line losses.

Ve have never quoted a safety function for a valve to initiate blowdown

flow, The results of these tests do show some interesting _responses and.

Ve do not
know when fiow begins to be a significant contributor to opening 1oads

yieid insights into the phenomena effecting valve performance

The facts. however, remain' the highest stem forces do not a]ways occur
during unseating. and fiow during opening can have a significant effect

«

on opening stem forces. 3

It was not our intent to duplicate every possible DP condition in our

test program, but.rather to simulate a range of DP conditions and then

develop, from the results, a workable understanding of valve behavior.
lt is true that the results from tests with very low DP were not as

usefui to us as some of the other results However. those normal flow

tests during which we were abie to establish an on-the-seat normalized'

normai ioading greater than 400 iinn contributed to the correiation
shown in Figures 10 and 11 (Section 3.2.5).
working with utilities that are performing differentiai pressure testing

Since then we have  been

with proven diagnost fc measurement equipment. Ve have analyzed some

umped iow flow differentiai pressure tests where the on-the-seat

' . ey A L "o . e v
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"No-F low"

- Although moderate differential pressures were developed

during tests of 3 of 8 valves (1, 2 and 3), an unusual
behavior of DP with stroke observed during these tests
makes assessment of these data extremely difficult.
Further evaluation of these data {s planned. Unt{l more
detailed assessment {s performed, results of these tests
should not be applied to MOVs in nuclear power plants.

Quantitative information on flow rate in normal flow
tests is not in the published NRC/INEL data. Hence, an
evaluation of applicability of flow rates has not been
performed.

Opening Tests

Tests performed ostensibly under “no-flow” conditions
actually resulted in a brief period of flow as the valve
opened. Some useful information on disk friction is
obtained from these tests prior to flow initiation. In
addition, the “no-flow" tests performed on the 6-inch
valves under both hot and cold water conditions resulted
in DP versus stroke behavior similar to that expected
for typica) power plant pumped flow systems. Hence, it
appears these data are potentially applicable to a wide
range of applications. Also, these tests provide a
basis for comparing perfarmance between blowdown

5-6

normalized normal loading did not reach the 400 b/in® cutoff. One
utility tested one 4-in., seven 8-in., and one 12-in. gate valvg at
pressures of 80 to 200 psig. A second utility tested four gate valves
(one each at 3, 6, 10, and 12 in.) at pressures of 70 to 150 psig. All
of the testing was done at fluid conditions greater than 70°F subcooling.
Figure 12 (Section 3) shows the result of that analysis. Ve believe that
when the results of our testing are properly used to understand the
response of a gate valve, they are applicable.

For the reasons discussed above, we found these data, too, quite
valuable.

Flow rate data for every test in Phase I was published in NUREG/CR-5406,
Volume II, Data Report. Figure 2 of NUREG/CR-5406 is the flow rate
versus DP calibration of the flow meter, and the fourth plot (DP1) for
each test shows fluid flow versus time for that test. Phase Il flow
rates were published in Phase II data report, EGG-SSRE-8970, for those
tests with flow rates within the calibrated range of the KWU flowmeters.

The leakage and the cold and hot cyclic no-flow tests were part of the
ANSI B16.41 valve qualification tests. The NRC wanted to be assured that
the valves subjected to design basis flow interruption tests would have
passed the nuclear valve qualification tests, The tests were applicable
for what they were intended. The no-flow tests (and normal flow tests)
performed prior to and after each blowdown were designed to represent
possible in plant performance tests and were performed to obtain data for

possible extrapolation analysis. We were hoping to find something in the




conditions and milder conditions. However, hot “no-
flow" tests performed. on 10-inch valves developed
blowdown-11ke conditions for the first few seconds of
the stroke. Therefore, these tests would have very
limited. potential applicability, i.e., only to valves
required to open against blowdown flow conditions.

APPLICABILITY OF NRC/INEL:TEST VALVES -

INEL tested two S-inch f]exible wedge gate valves (Valves A and B) in the
Phase 1 program.’ lNEL tested three 6- 1nch flexible wedge gate valves
(valves 1, 2 and 3) and three lO-!nch f!exibIe wedge gate va1ves (Valves
4, 5 and 6) in the Phase 2 program Va]ves A and B were refurblshed and
re-used as Valves:l and 2 1n Phase 2.7 Based on’ 1nspections of Va1ves 1
through 6 and discussion ulth the manufacturers

- Anchor/Darllng indicates that Valvel {s not
representative of Anchor/Darling valves supplied to the
nuclear “industry. Specifically, the Valve 1 downstream
disk hardfacing is thinner and the edge sharper than
Anchor/Darling requires in their manufacturing process.
These conditions. are considered detrimental to valve
performance.! .Valve 1.was refurbished between Phase 1
and Phase 2 ‘of - the: NRC/INEL tests. : The atypical
condition:of the disk hardfacing could have been the
result of this refurbishment which was not performed by
Anchor/Darling.: - Test ‘results for' Vilve 1 are not
considered applicable to typical Anchor/Darling valves
meet ing the manufacturer’s hardfacing and manufacturing
requirements,

collected data that could indicate how the valves would perform at design
basfs blowdown conditions. To date we have not béen able to predict
valve performance using no-flow data. '

The EPRI Report suggest that our designation of these tests as no-flow
Our use of this term was based on the fact that
during these tests, there was no f1ow at the discharge end of the test
facility. ' : :

tests is a misnomer.

Valve 1 was manufactured for the test program by Anchor/Darling and
originally tested as Valve A in Phase I. As the EPRI report states,
*Anchor/Darling indicates that Valve A is similar in design features to
a large population of flexible wedge gate valves they have manufactured
and supplied to nuclear powsr plants.* . After:the Phase I tests and in
preparation for the Phase Il program, Valve A was refurbished by Crane
Valve Services, Crane-Aloyco, Inc.

In the Phase II testing, Valve A was designated Valve 1 to help separate
test results between the two test programs. The valve was installed in
the system with flow direction reversed from Phase I so that the
downstream disc surface and valve body seat ring were orlglnal
Anchor/Darllng Thus,

surfaces. the performapce of Valvel fs

’-l




- A1l other valves tested (A, B, 2, 3, 4, 5 and 6) appear
to be representative of some gate valves produced by the
respective manufacturers. Specifically, they - are
representative of valves with the same design features.
However, gate valves with different design features have
been provided in significant quantity to nuclear power
plants, particularly by Anchor/Darling (manufacturer of
Valves A and 4) and Velan (manufacturer of Valves B, 2
and 6). The NRC/INEL test valve designs are not the
same as these other valve designs.

- Detailed applicability of test valve results to nuclear
power plant valves {s dependent on internal valve
dimensions. Dimensfons are available for Valves 1
through 6 from the industry inspection effort. Detailed
dimensions are available for Valves A and B for those
surfaces which were not reworked between Phases 1 and 2;
dimensions for surfaces which were reworked are
available only as nominal dimensions from manufacturer
drawings. This limitation hinders the use of these
data.

- Because all of the valves were damaged to some extent
during the test sequence, at some point the
configuration was no longer applicable to nuclear power
plant valves, Because mid-test {nspections were not
carried out, 1t cannot be known precisely when this
point occurred.

OBSERVED VALVE PERFORMANCE UNDER BLOWDOWN CLOSURE CONDITIONS

Apparent disk factors (disk factor implied by measured DP and thrust
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representative of hardware delivered by the manufacturer to the INEL,
under the premise of being representative of their hardware delivered to
the nuclear industry.
presented in Section 3.3.2 of this report.

A more complete discussion of this issue is

Together, the six valve designs tested by the INEL are representative of
The EPRI
report points out that the manufacturers have provided other designs to

most flex wedge gate valves used in nuclear power plants.

the power plants and suggests that these other designs may perform
differently than those we tested. Experience from NRC/INEL testing and
from other similar testing indicates otherwise. Section 3.3.1 presents
a complete discussion of this issue.

More {s known about the dimensions of the Phase I and ]I valves than is
The valve
designs are representative of actual nuclear power plant hardware

known about most of the valves in nuclear power plants.

delivered by these manufacturers.

Valve inspections between tests were considered for the Phase Il test,
but we later decided against them because of cost factors. Experience
had shown us that valve damage can be detected through a sensitive stem
Using this method during the Phase Il testing, we

were able to detect every occurrence of valve damage.

thrust measurement.

The disc factors derived by the EPRI analyses are typically too low.




using standard industry equation) required to achieve flow fsolation on Section 3.4.2 of this report addresses this issue.
the first blowdown closure stroke of each test valve are shown below.

Surmary of First Blowdown Isolatfon Tests

NSNS I USRS TR APREA o I N Apparent . :
e U - i S{ze . Test: : o« DP at - Disk “°| ~  Applicability )
Valve Manufacturer . (in) . No. Flutd = | Isolation .. Factor. to Similar
C C ) " : (psi) for Flow ‘ Industry
B Lo S o -]~ 1solation Valves* =
A .| Anchor/Darling - 6| A3-5 | Mitrogen” | s |7 o.e3 " potentially ||
- - - S I . D '=, - T - Applicable ,Ii
B "' Velan~ - -6 |B-2-5 Mot | 1000 | 035 7| Applicable : s
- - A S s Vater e :
1 . | Anchor/Darling - - :| 6% {:1-1-25- " Hot | 870 : Valve N/A Not’ : : :
. Vater. ...|. .. |. .. (0.86) . |- Applicable - . . o
2 Velan 6 | 2-1-25 Hot 940 0.33 Applicable
Water
3 Valworth . 6 -3-1-25. | Hot .. -~ |- 870 0.19 Applicable
) Water
4 \ Anchor/Dariing .10 4-1-25 Steam . 700 - 0.49 Applicable:
5 Powell 10 5-1-25 Steam 880 0.44 Applicable
6 Velan 10 6-1-25 Steam 1000 0.42 Potentially
- A Applicable
* Indicates applicability of test result (apparent disk factor) to valves 1n“§ystéms requiring blowdown {solatfon. Test is ;:onsidered app]icable
if both valve design details and test conditions are representative of some industry valves. ’
These data are considered potent{ally applicable only to similar valves Ve d:o' not con‘slder' the {nformation containéd in Ithis table to be valid;
fnstalled in the BWR systems under study or other similar valves having the stem poéltion q:hosén“by EPRI for flow tsolation was in error.
as a design basis function the {solation of blowdown flows under the Section 3:'4'.3'e§pla1ns our position on this issue, Also, the apparent
range of conditfons tested. disc factérs are based on the mean seat diameter, which is not always

used ‘byl Industrj}._
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As previously discussed, the internal dimensions of Valve 1 are not
typical of valves supplied by the manufacturer and as a result the disk
factor implied by the data {s not considered applicable to {industry

valves.

Similarly, review of the data and observed damage for Valve 6 indicates
that significant deformation of the body guide rails apparently occurred
on the first hot cycle "no flow” opening test (at 1200 psi). This stroke
had blowdown-like conditions for the first few seconds, which is unlike
It appears the brief
Therefore, it
appears all blowdown closure strokes for this valve were performed with

typical non-blowdown nuclear power plant systems.
blowdown-1ike conditions may have caused the damage.

pre-existing damage and, as a result, the direct applicability of the
disk factor implied by the data to industry valves is unknown. Although
the direct applicability of the blowdown closure test is unknown, it
would be expected that a blowdown closure stroke would have bent
undamaged body guides in a similar manner as did the opening test,
potentially resulting in similar valve performance as shown in the table
for Valve 6.

5-10

The EPRI report attempts to 1imit the applicability of the INEL testing
The
INEL test program was designed to test a representative sample of valves

to specific valves in specific systems under specific conditions.

to produce data that would contribute to an understanding of valve
performance. Our assessment of these data has resulted in a correlation
that can be used to bound the closing stem thrust of a predictable 5-
degree flexible wedge gate valve. This correlation is applicable to a
wide range of conditions and systems. Provisions are included for
determining whether a given valve is typical of the valves tested by the

INEL and whether the INEL correlation can be used for that valve.

Section 3.3.2 of this report addresses this issue.

Damage to this valve consisted primarily of bent guides (abnorma) seating
behavior) and damaged seats, guides, and disc (nonpredictable mid-stroke
behavior). W¥e initially attempted to use the results of design basis
testing from that portion of the stroke where the disc first started to
ride on the seats, hoping to avoid the influence of the nonpredictable
behavior and yet avoid the results of abnormal interferences caused by
bent guides. However, upon further asséssment of the response of this
valve during design basis blowdown testing, we decided not to use any of
Note,

however, that the fact that the valve experienced damage when subjected

the results from this valve in developing the INEL correlation.

to its design basis conditions is a significant result.




Further, the test conditions for Valve A on the first blowdown closure
stroke were atypical (N, versus water) of those for industry valves, and
as a result, ‘the direct applicability of the disk factor implied by the
Although the effect of nitrogen flow
ts unknown, 'the presence of gas versus 11quid flow would not ﬁoﬁinélly

" data to industry valves' is unknown.

be expected to significantly affect dtsk tilting and resulting
" gouging/machining.” Therefore, the performance for Valve A shown in the
table s considered potentially representative of performmnce under water

R

flow conditions
With the exception of the qualifiers discussed above, the disk factors
shown "above should be ‘taken as ah‘1hﬂléat\6n’df’ber?ormahEe'which can
potentially " oceur for’ 'similar valve: designs and blowdown closure

' It should be noted that disk factors for valves which
sustained substantial internal damage (Valves A, 1, 4, 6 and to 2 limited

‘conditions.

extent 5) might be expected to vary considerably from the values
indicated.

GENERAL OBSERVATIONS
Effect of Stroke History

On all valves, apparent-disk factors increased from an initia) low level
(0.1 to 0.2) to a higher stable "plateau™ level (above 0.3) when the
valve was first stroked at elevated temperature. Some data also
fndicated an fincrease in disk factor with repeated strokes at cold

temperatures. Potential causes for this behavior include:

- removal of residual machining o1l from valve internal
surfaces.

- removal of an oxide layer on valve internal surfaces,

t
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'eqﬁitiéﬁ is incomplete.

Section 3.4.6 addresses the issue of nitrogen flow,

As discussed in detail in Sections 3. 4 1 and 3.4.2 of this report, the

" INEL disagrees with the dlsc factors recannended by EPRI in their report.

In partlcu1ar. “the disc factors listed for flow 1so1atlon were taken from
a valve position prior to isolation, and thus they are not conservative.
The mean seat area was not generally used for calculating stem force when
the valve operators were originally sized, and the standard industry

. . o -
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and

- mechanical wear (microscopic or macroscopic) of valve
internal surfaces,

In the NRC/INEL tests, disk factor in cold tests performed after hot

tests remained at the stable level. Hence, {information on valve
performance at hot conditfons could be obtained from cold tests performed
This is contrary to NRC and INEL

conclusions which indicate valves need to be tested at temperature to

after exposure to hot conditions,

obtain meaningful performance information.

Behavior Beyond Sliding FFiction
During blowdown testing of some valves (A, 1, 4, 6 and to a limited

extent 5) significant internal damage occurred indicating that the disk
Instead, the disk tilted in
the direction of flow and aggressively engaged body guide rails and

was not sliding on the guide/seat surfaces.

seats, resulting in gouging and machining. Valves sustaining such damage
generally had higher apparent disk factors which ‘are not considered
representative of those expected under sliding friction conditions.

In additfon, the body guides in Valve 6 were bent in the direction of
flow. It appears this bending first occurred during a "hot cycle” no-flow
opening test. As previously mentioned, blowdown-1like conditions existed
for the first few seconds of this test and may have caused the damage.

S-12

Although some information can be obtained from cold tests, to date we
know of no way to determine if a valve is predictable except by testing
at design basis conditions. The normal flow testing we performed would
not have told us that four of the six valves tested in Phase II would
respond nonpredictably during their design basis tests.

As for sliding friction, we still see a temperature dependence for valve
Through further analysis we have determined that valves
should be tested at conditions which produce similar sliding surface
lubrication (i.e., thin-film lubrication). Fluid subcooling is an
See Appendix C for additional

performance.

important parameter in this behavior.

information.

We agree that stem forces required to close nonpredictable valves are not
representative of stem forces required to close predictable valves,

Ve agree that the Valve 6 body guides were bent during the first hot
cycle DP opening test. The portion of the guides that bent corresponds
with the last 8% of the valve closure cycle.
did not exhibit the normal closing plateau in the force trace when

Because of this, Valve 6




lhis damage resulted in pinching of the disk on subsequent tests which
would not be indicative of sliding behavior. This damage is attributed
to the lack of sufficient structural support for the lower portion of the
body guides in this_particular valve design:

It is expected that the potentfal for sustaining damage such as
gouging/machining of valve internals and/or plastic deformation of valve
internals is only significant under very high flow (blowdown) conditions
where significant DP exists in mid-stroke. Specifically, such damage and
the attendant high disk factors would pot be expected for the vast
majority of industry valves. Host industry valves are in pumped flow
systems and depending on the system frictional losses would be’ expected
to develop significant differential pressures only when “the valve disk
is on or very near the seats. o KA

[T : R I SR S TN jar e R
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Sliding Friction dehayidr o - “

ANl tests were reviewed to identify;periods of the test during which
sliding friction was the predominant behavior. Apparent disk factors for
Sliding

friction is representative of’ the behavior expected for most industry

sliding friction generally were in the 0.1 to 0.4 range.

valves, i.e., ‘vaives in’ pumped flow systems
consistent with industry practice ' ‘

PR

The—only significantlekceptionfto'thiduresult was Valve 2'which had a

significantly higher apparent disk factor (0.5 to 0.6) when the disk was
in the region between isolation and wedging, both on opening and closing.

This result is attributed to the involvement of additional surfaces (disk

Ny e .
- . LR

This result is generallyv
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for this
reason we were unable to use Valve 6 data in the INEL stem force
The other 92X of each Valve 6 stroke s not influenced by
the bent guides, and that informatfon is applicable for analysis of

sliding on the seat as seen in all other Phase | and II valves.
correlation,

nonpredictable behavior and high mid-stroke loads during blowdown opening
cycles;

The damage noted in these valves occurred during design basis bloudoun
testing The severity of the loadings contributed to the damage.
However. we currently have no way to assess a given loading or to
determine whether valve damage will occur without testing the valve at
its design basis conditions. Ve have never suggested that all industry

valves ' include blowdown conditions in their design bases,

As discussed previously, we take exceptfon with the methods used in the
The range quoted (0.1 to
0. 4) is not supported by the data and the use of mean seat diametér was

EPRI report to evaluate apparent disc factors.

not the connnn practice in operator sizing.
additional information |

FRk
[N

Using appropriate ahalyticalymethods{ Valve B and 2 test data provide on-
the-seat disc friction values similar to the other valves' on-the-seat
disc friction.
of Valve 2 in Section 3.4.5 addresses the possible effects of lateral

See Appendix C for the analysis method. The discussion

See Section 3.4, 2 for

11‘1 T




slot lateral contact with body guide) in this region. Indications of
similar performance were also observed on Valve B. However, disk factors
were only slightly above 0.4.

Apparent disk factors for sliding friction conditions in blowdown tests
showed good agreement with those in simpler “no-flow™ opening tests.
This result indicates that' as long as anomalous behavior (beyond
frlction) is avoided, valve perfonmance can be predlcted or extrapolated
across a range of d|fferent1al pressure condltions. '

Thrust lncfease during 8lowdown Opening

After initfal unwedging and for a significant period afterward (1-
10 secs) an increase in required stem .thrust was observed on some
blowdown opening tests. This behavior is generally attrlbuted to a
reduction in pressure below the disk due to high flow ”Bernoulli“
effects. In at least one case (Valve 6), such behavior was potentially
the resu]t of prevlously sustained valve damage (bent body guide).

As previously discussed, with the possible exception of PORV block
valves, blowdown opening is not a design basis requirement for industry
MOVs,

PERSPECTIVE ON NRC/INEL CONCLUSIONS

disc rotation.

We agree with this concept, but only under our stated constraints and
using an appropriate analytical method. Data supports extrapolation of
performance for predictable, 5-degree flexible wedge gate valves, in the
6|oSihg'difectlon. using the INEL correlatfon. We know of no data
available to justlfy'ektendlng this concept‘to other valve designs.

We believe this phrase should read "after {initial unseating™ not
"unwedging.” After unwedging we see a period where the disc is sliding
on the seat and flow is still isolated. Only after unseating do we see
an increase in stem force caused by the high flow pressure loadings.

Valve 6 behavior during blowdown opening is not the result of the bent
body guide. "The bent guides would cause high stem forces after hammer
blow due to the pinching of the guides. The stém forces would gradually
decrease until the disc passed from the bent portlon of the guides.
Instead we see 2 large lncrease in stem force at unseating and the onset
of flow. The blowdown opening data for Valve 6 is not the result, even
partially, of bent body guides.

We agree.




In genera'l a'lthough the results of this test program do have potential
hnpllcations for specific valves in specific systems, some of the NRC and
INEL conclusions documented to date imply data applicability beyond what
s warranted A detaHed perspectlve on each NRC and INEL conclusion is
presented in Section 8.

me re YLy

RECOMMENDED FURTHER INEL: TEST PROGRAH EVALUATION

. PR RIS
R f Lo - !

Further Investigatlon is recomended 1n the fol\owlng areas

RN

- INEL digital data should be examined to: v 7

cre conflm values obtained from plots.

AL RN e I S S
cre . further assess detalls of normal flow ‘tests

# =; ; . further assess test system and flow effects on
S valve performance. e E R TR

fl AL LN - ST we o N -val
- A detal'led measurement accuracy evaluatlon shou]d be

‘e obtalned from INELSY -

X i ,l”'!( Lo . Tty T o
- Details on instrument calibratlon methods and frequency
o should be: obtained from lNEL’ EERREE LI 1' 1';‘-
Detaned vaIve dimenslons from the 1nspect|on should be
: used -to. develop and evaluate a model for predicting
.~disk/quide/seat interaction and potential for damaging
behavior.
- A correlatlon of measured surface roughness' and {ron
“content values with observed valve performance should be
made. Tt Yo,

LESSONS LEARNED FOR EPRI MOV.PERFORMANCE PREDICTION PROGRAM
[ AT TR S R ST B T A
Based on this review of the HRC/INEL data and the valve inspection

activities, several 1nsights were gained which should be considered in
the EPRI MOV Performance Predlction Program as follows:

S-15

After two years of additional in-depth data analysis with extensive peer
review, we sti111 find that almost all of the conclusions stated in the
NRC/INEL documents quoted {n Section 8 of the EPRI report are correct.
See our comments in Section 8 for exceptions.

Comment on this section is beyond the scope of this review.

Comment on the EPRI MOV Performance Prediction Program is beyond the
scope of this review.

T




- Test hardware {valves and operators) should be
. extensively characterized prior to.testing. Information
should be obtained and documented according to
procedures, and should include dimensional measurements,
photographs,. and performance information such as motor
characteristics, spring pack stiffness, etc.

- ~ The hardware vendors should be involved with the test
program to lend immediate information on valve set up,
performance, dimensional characteristics, inspection
interpretations, etc.

- Flow loop testing should generally progress from-less
severe to more severe conditions.

- Valves should be internally 1nspected between strokes to
check - for. damage.'

- Flow loops for testing should cover conditions typical
of nuclear power. plant systems containing applicable
MOVs. Further, the systems should have configurational
and operational flexibility so that ranges of parameters
{e.g., flow, pressure) can be covered in the tests.

- The MoV peefermance ‘predlction methodology should
incorporate insight on valve performance gained from the
NRC/INEL tests.

- Separate effects elements for friction testing should
fnvestigate the stroke/temperature history effect and
the effect of iron content. ’

- Separate effects analyses and flow loop tests to cover
flow effects (Bernoulli effect) on valve stem force
should be included.

- Testing to reproduce and explain the NRC/INEL Valve 2

behavior (unusually high disk factor near wedged
position) is warranted,

KEY VALVE DESIGN CHARACTERISTICS

Several aspects of valve design qhich appear to be important to achieving . Comment on this section is beyond the scope of this review. However, we
. optimal and repeatable valve perfqrmance under severe blowdown isolation caution the reader that not all of these statements are fully supported
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conditions were qualftatively identified through this review.

Disk-to-Guide Clearance (fore, aft and lateral)

These clearances should be large enough to eliminate the
potential for binding (observed particularly in the
lateral directfon in the NRC/INEL tests) yet not so
large as to allow significant disk tilting in the
direction of flow.

Guide Slot and Guide Rail Surface Finish

A smooth flat surface appears to be favorable. As-cast,
unmachined surfaces appear to aggravate the severity of
internal valve damage.

Edge Configuration of Disk Guide Slots, Disk and Body
Hardfacing on Seats

Sharp edges appear to fincrease the potential for
gouging/machining of internal surfaces. Rounded or
beveled edges appear to be more favorable.

Body Guide Rafl Length

Guide ratls should be of sufficient length to allow a
smooth transitfon of the disk from guide to seat without
significant disk tilting.

Disk Guide Slot Length

Disk guide slots should be long enough to adequately
constrain disk tilting and provide adequate load bearing
area,

Body Guide Rafl Support

Gulde ra11s should be adequately supported throughout
their length to minimize the potential for p]astic
defonmation in the d!rectlon of f\ow

P s

Gulde Slot and Rall Hardfacing -

Hardfacing of body guide and disk slots would appear to
be beneficial although sufficient data was not obtained

c - SRR

by data.

.




from this program to fully evaluate this aspect.
, R A K . :
Hardfacing Iron Content.

Iron dilution from base metal into the hardfacing
materfal may degrade the hardfacing’s friction and wear
properties. Hardfacing procedures which require
application of several layers of hardfacing to the disk
and body seat base metal and control of hardfacing
thickness during subsequent machining should minimize
the potenttal for significant iron dilution.

s-18
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Section 1

INTRODUCTION

BACKGROUND
- Two phases of testing of motor operated gate valves have been performed
by Idaho Nat{onal Engineering Laboratory (INEL) under the sponsorship of
the United States Nuclear Regulatory Commission (NRC). Phase 1 testing
was performed during 1988 on' two 6-inch valves (referred to as Valves A
& B) intended to represent typical BWR Reactor'Water Clean-up (RWCU)
supply line-isolation valves. Phase 2 testing was performed during 1989
on six valves -- three 6-inch valves (referred to as Valves 1, 2 and 3)
and three 10-inch.valves (referred to "as’ Valves 4, 5 and 6). These
valves were intended to represent typical BWR RWCU, High Pressure Coolant
Injectfon (HPCI) steam supply and Reactor Core Isolation Cooling (RCIC)
steam supply isolation:valves. The NRC/INEL tests covered high energy
- blowdown flow conditions (intended to simulate pipe break conditions) and
selected lower flow conditions.

o -~

INEL and NRC have published conclusions and recommendations based on the
results of these tests.: These conclusions and recommendations (and their
appropriate source documents) are described in this report. The most
significant .conclusions made by NRC and INEL "are that the gate valves
which were tested required stem forces greater than predicted by existing
industry sizing equations, and that some of the valves showed unexpected
behavior which {s attributed to valve internal damage. These conclusions
are based .strongly on-the observed .results under the severe blowdown
conditions. Based on these tests, NRC has indicated concerns with MOV
perfomihce in nuclear power plants.

P

No INEL comments are appropriate for this section.

l-"




This report presents results of a short-term, EPRI-led effort to
independent Iy evaluate the NRC/INEL tests. The objectives of this effort
are discussed below.

OBJECTIVES

The objectives of this effort are as follows:

- Develop an independent understanding of the scope, results and
fmplications of the NRC/INEL tests so  that utilities
(particularly BWR's) can effectively deal with.NRC concerns.

- - Develop information needed to help finterpret and explain MOV
performance in the NRC/INEL tests, so that the implications to
specific valves in nuclear power plant systems can be evaluated.

- ldentify areas where detailed evaluation of the KRC/INKEL data
should be pursued.

- Ident ify needed and desired elements of the EPRI MOV Performance
Prediction Program based on NRC/INEL test results.

- Identify, generally, valve design features which need to be
properly ‘addressed to obtain satisfactory performance under
severe blowdown isolation conditions.

Because of the short-term nature of this effort, the scope was limited,
as described below.

SCOPE OF EFFORT
The scope of this effort included:

- Evaluation of the applicability of the NRC/INEL blowdown test

"1-2
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conditions to design basis conditions of valves in nuclear power
plants,

- Scoping evaluation of NRC/INEL data (using published data
plots), with particular emphasis on determining "apparent disk
factor"! for all valve strokes performed with differential
pressure (OP) and relating these results to the test conditions.

- Inspection of NRC/INEL Phase 2 valves to obtain valve
configuration and other information to support evaluating the
test results and their applicability to nuclear power plant
valves.

- Evaluation of likely causes for observed valve behavior.

- General assessment of implications for the EPRI MOV Performance
Prediction Program.

Because of the short-term nature of this task, it was not possibIe to
completely reso1ve the technlcaI lssues 1n these areas In many places
this report identifles additiona1 questions or areas where more detailed
evaluation is required.

ORGANIZATION OF REPORT

Section 2 presents a discussion of the applicability of test conditions
used in NRC/INEL tests to the desfgn basis:conditions of valves in
nuclesr power plants. .This section:incorporates work .presented to:the
NRC in March 1990 (Reference 3).. Section 3 discusses the applicability
of - the valves- used in the NRC/INEL -tests to valves in-nuclear power
plants. O R O s U

T



Section 4 describes the activities covered in the inspection of the
NRC/INEL valves and the results from the inspection. Section 5 describes
the methods and data used in the review of NRC/INEL data and the approach
used in the analysis of the data. Section 6 discusses the evaluation of
valve performance in the NRC/INEL tests based on the test data review and
inspection results. Section 7 discusses recommendations for future
efforts as a result of the findings of this work. Section-8 presents a
discussion of insights.this effort has yielded on existing NRC and INEL
conclusions.

1. Apparent disk factor is the disk factor determined from the dafa
using the standard industry gate valve thrust equation. See Section 5.
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Section 2

APPLICABILITY OF TEST CONDITIONS
USED IN NRC/INEL TESTS

TYPES OF TEST CONDITIONS

In general..there were three types of test conditions used for valve
strokes with differential pressure {DP) in the NRC/INEL tests, These are

described in the table below.

Type

General Procedure

DP Behavior - Ll

No Flow

(Open strokes

only)

Upstream side pressurized and
downstream depressurized; valve
opened

DP rapidly dlsslpated as’ downstream ‘

volume pressurized.. e

Normai %lmr ; -

(Close and open

'Flow established using pump {Phase.1)
or orifice (Phase 2); valve stroked

-OP increased as valve closed and then ..

dlssipated as valve opened. In most

(Close and'open .
strokes) - o

device; valve stroked closed and then
part!ally opened and re- closed

EER TR R

. decreased as valve opened. . In all.
cases this OP was substant1a1

R R

1

A

2 geterns PO I
a0

~

! throughout the stroke.. :

sstrokes) © .- ‘closed: then opened. ' ':!* ;.- “1-cases ' this DP was very small at all -
T T S P, oo A tlms .- ey - - PRI
B lowdown ~: + | Flow:established using quick-opening : |- DP increased as valve closed and then :

‘Figures -2-1"through 2-4 show sample’time histories of selected valve o e

strokes,’
differential pressure and'stem position.

-Each - figure includes a curve of ‘upstream pressure, valve

us\ng digital data files provided by INEL.

o

‘These graphs were constructed

e Flgure 2-1 'shows data for a no-flow stroke (6 1nch valve

with hot water conditions).

- Figure 2:2. shows ‘data_for a blowdown closure stroke

"(10-1nch valve with steam conditions).

.

~"c

~
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- Figure 2-3 shows data for a closure/opening cycle under
normal steam flow conditions for a 10-inch valve,

- Figure 2-4 shows data for a c]didré/openlng cycle under
normal hot water flow conditions for a six-inch valve.

The valve DP behavior thrbughout the stroke differs considerably between
these selected strokes. - To permit the data from several valve strokes
to be effectively compared,-normalized DP (DP/upstream pressure) versus
normalized stroke position (X open) was plotted. Figures 2-5, 2-6 and
2-7 show comparisons of several valve strokes under no-flow, normal flow
and blowdown conditions, respectively. Once again, these data are from
digital data files provided by IKEL, except for data for Valves A.and B
on Figure 2-7, which are taken from data plots from Reference 1. Each
graph alsorincludes a curvﬁ represe'ntz.ing the DP/stroke behavior for a

typical MOV in a six-inch, cold water pumped system in a nuclear power

plant, based on data from Toledo Edison. - The applicability of each type
of INEL test condition to design basis condltio_risAfor valves in nuclear
power plants is discussed separately below.

We are not surprised at the differences in DP behavior shown in
Figures 2-1 through 2-4. However, we are concerned about the use of
*normalized DP (DP/upstream pressurs).* The pressure under the disc acts
on the valve stem through the valve disc to produce the stem rejection
load (piston effect), one differential pressure (upstream and downstream
disc surfaces) loads the disc producing “disc drag, and another
differential pressure (top and bottom disc surfaces) provides additional
rejectioh:,type loads. These differential pressure forces produce the
primary loadings on a valve irrespective of whether the flow has been
isolated. The DP used by the EPRI report is simply the difference
between the upstream and downstream pressure measurements. As such, the
ratio of DOP divided by upstream pressure does not represent real valve
loading, nor does it represent all the components that load a valve.
Comparisons of this ratio between tests does not even provide insight on
test severity. Consider, for example, that a low-pressure test with an
upstream pressure of 75 psig and a differential pressure of 60 psid has
a normalized DP of 0.8, while a high-pressure test with an upstream
pressure of 1500 psig and a differential pressure of 600 psid has a
normalized OP of 0.4,

In the no flow test (Figure 2-1) and low flow tests {Figures 2-3 and
2-4), upstream pressure remains essentially constant for the complete
valve cycle. Here the EPRI report normalized DP can be thought of as
merely expressing DP as a percentage of initial pressure. Packing drag
and stem reject fon forces are significant in low flow applications; these
are not represented by normalized DP. Where upstream pressure holds

constant, normalized DP may be proportional to the forces acting on the
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APPLICABILITY OF BLOUDOUH‘COND!TIONS" 7

The bloudown test eondltlons used ln the NRC/lNEL tests _were flrst
evaluated to determine what type of condltlons were achieved and how thls
would compare to deslgn basls blowdown conditions ln nuclear power
) lhen. the blowdown test condltlons were compared to the
populatlon of nuclear power plant valves to determine the overall

plants.
appllcablllty of these types “of flow condltlons lhese evaluatlons are
discussed belowl

vyt

. N S L T PR
Range of Blowdown Conditions '

; poF T T SR P E ) :
Figure 2-7 shows normallzed DP vs, stroke behavior for blowdowns of four

2-3

disc, but not related to the total stem force.

JIn blowdown’ tests (Flgure 2- 2), upstream pressure drops ulth flow and may

Ulth the
upstream. bonnet and under dlsc pressure changlng 1ndependently. the

not fully recover to its pretest value, even at closure.

normalized DP {is not proportlonal to disc forces. Packlng drag and stem
rejection forces are once agaln not represented although they are less
slgnlflcant In' blowdown tests.
pressure can be affected by many conditfons, including upstream pressure,

The actual ratlo of P to upstream

flow rate, flow medium (water or steam), flow restriction (upstream or
downstream of the valve) subcoollng (wlth the posslblllty of flashlng).
direction of ‘valve actuatlon (openlng or closlngl. and rate of valve
actuation.
Flgures 2-5 through 2- 7. are not useful lndlcators of DP behavlor unless

it s known ‘that all those condltlons are the same for the tests being
Even then. it s’ unllkely that ‘such ratios wlll provlde the

i

Comparlsons "of such ratlos. such as those shown ln EPRl s

compared
analyst any useful informatfon.

Normalized DP is not a valid method for evaluating valve loading, and




of the 6-inch valves (A 8, l. and 2) and for one of the 10-inch
valves (4) " The condltlons were simnar for the 10-inch valves, so it
is only necessary to show one curve. As shown, however, there was quite
a variation of conditions for the 6-inch valves. Important points

gathered from this evaluation are summarized below.

1. " Blowdown condltions for 10 hu:h valves were the most severe in
terms of the differentlal pressure loading durtng mtd-stroke.
Speclfica]ly the OP was about 60% of the upstream pressure as
the valve started to close, fincreased to over 80% of upstream
pressure as the valve closed halfway and then to 100X of
upstream pressure at flow isolation. These conditions would be

expected to more strongly load the guide surfaces (i.e., during

mid-stroke) in comparison to most of the 6-inch valve strokes.

2. The conditions for the first blowdown stroke of Valve A were
much more erratic and more severe during midstroke than other
blowdown strokes for six-inch valves. As discussed more

extensively below, it appears this blowdown had nitrogen flow

for a significant portion of the valve stroke. The passage of
the water/nitrogen front and subsequent nitrogen flow are

believed to have caused the particular DP behavior.

3, Blowdown conditions for 6-inch valves, even when tested in the
sama loop, showad considarasble differences. For example, Valves
1 and 2 showed significantly different behavior during mid-
stroke (Figure 2-7). Although some of this behavior may be
attributable to valve flow resistance differences, it appears
more likely there were differences in the way the test facility

operated, Valve 3, although not shown, started off with a DP

comparisons between tests based on normalized DP are not appropriate as
discussed above.

The 10-inch valves are representative of HPCI steam supply isolation
valves. 0P during stroke {s representative of GI-87 type closures.
Valve 2 (6-inch) was tested with steam (GI-87 RCIC application) and
produced similar OP loadings. The DP and stroke relationship of valves
in a steam environment {s expected to differ from valves in hot water

with flashing environments.

Discussion of nitrogen flow during the first blowdown test using Valve A
is presented in Section 3.4.6 of this report. During this test, upstream
pressure started at 1000 psig but dropped severely during the valve
closure. The normalized DP ratio shows what appears to be very high
loading, when in fact final upstream pressures and max imum DPs were only
on the order of 400 psi. Here again, normalized DP does not represent

real valve loading.

Figure 2-7 in the EPRI report actually shows that without a significant
loss in upstream pressure, Valves 1 (A) and 2 (B) show different but very
Note how the Valve 1 and
A traces lie almost on top of one another. The same {is true for Valve 2
and B. Recall that Phase I and Il used different test facﬂittes with
completely different piping configurations.

reproducible behavior between Phases I and II,

The EPRI report s argument
for a difference in how the facilities operated as the cause of- the




behavior similar to Valve 2 and then suddenly "switched” during

‘mid-stroke'to a'behavior 'similar to Va!ve l The' root cause for’

the different behaviors’ 1: not known
In summary, a wide range of OP versus stroke beha\}for is observed in the
NRC/INEL valve tests. The DP versus stroke behavior can signlficantly
‘influénce valvé performance because it affects how strongly the disk is
“Toaded 'while it is sti1l sliding on the guides and 't‘nins'ltidninfgﬂto the
"seat.” The DP versus ‘stroke behavior for valves wlth "blowdown deslgn
basis conditions fin ‘nuclear power plants’ would be dependent ‘on’ the
‘details of plant-unique piping configuratlon. The piplng configuration
is 1mportant ‘because systems with high overall flow resistance would have
more flow pressure ‘losses in the system and less DP across the valve
during mid-stroke:’ Less severe DP'in“'mid-stroke is more favorable to
‘valve performance, because the valve disk 15 not loaded as heavily while
it is's11ding on the guides and transitioning to the seat. The NRC/INEL
test ‘conditions were more severe in’ this 'iegard'. “$ince’ §ystem Flow
reslstance was Tower “in the tests’ than ln a typlcal BUR (see table
be]ow) IR TY & S At B ‘ '

- . . R L . o P

difference between valve responses is not supported by the data.

As n'r”e;fiousl'y disduised. nonnalizfed DP is not a valid ;Qtnod x‘fo'r'
evaluating valve loading, and comparisons between tests based on
normalized OP are not appropriate.

As discussed in Section 3.,2.1, a Mark I RWCU supply line would typically
have only half the line losses of the Phase Il test loop. Conditions for
a Mark I would therefore be more severe. A Mark Il RWCU supply line
would have greater line losses.

A'Systevn\ 1 Bw ll!esletenee and Basis o

B fNEL "rest Resistance and Basis

.. RWcU. | 32.9.(net K from reactor vessel to-. |:1.6- (Phase 1)

first 1solation valve. based on 6"

o pipe) =~ - ‘ pipe)
‘wer | 1.5 (net K from reactor vessel to
~t ' first isolatfon valve, based on-10" | based on 10" pipe)
pipe) .

;- 2.7 (Phase 2) (net K from
pressure tank to lsolation valve, based on 6"

0.6 (net K from pressure tank to isolatlon valve.

T
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i . RS E NN

Nitrogen Flow through Valves S P

In Phase 1 tests, an accumulator with a nitrogen overpressure was used

[ v .

We disagree with EPRI's conclusion that flow through any of the Phase I

[ gl




to provide the blowdown flow. In some of the blowdown isolation strokes,
it appears the flow was entirely nitrogen during the latter part of the
stroke.

entrainment.

In others, it appears there may have been significant nitrogen
These conclusions were inferred from the data plots, as
discussed below,

A complete transltion from water to nitrogen flow appeared to occur on

the first blowdown stroke of Valve A (Test 3 Step 5). Figure 2-8 shows
the OP across the upstream flowmeter and across the test valve, At a
time of about 8 seconds, the flowmeter oP drops sharply. After about one

second it rises again. If a water/nitrogen interface passed through thev~

system. the flowmeter at the upstream end of the system would first show
a sharp drop as the fluid density dropped.
the system was accelerated and ejected from the system, the DP would

Then, as the water slug in

increase, first gradually (during acceleration) and then sharply (at
ejection). This behavior is seen on the flowmeter DP plot in Figure 2-8.
At the test valve location, which is further downstream, OP would be
expected to increase as the water slug was accelerated, drop as the
nitrogen arrived at the valve and then increase as the slug cleared.
This is consistent with the observed behavior, although the times are not
This could be due to a blending of nitrogen and

water as it flowed downstream. Nonetheless; it appears that after about

as sharply defined.

10 to 14 seconds, when'the valve was about 30-45% closed, only nitrogen
was flowing through the valve. The valve stem force plot, also shown in
Figure 2-8, shows that substantial forces developed ohly in the last one-

half of the valve stroke, i.e., when nitrogen flow was occurring.

While the presence of dry nitrogen can result in higher friction factors
on valve parts, the effects of nitrogen flow versus saturated water flow
Table 2-1 identifies the valve blowdown
strokes from Phase’] where it appears nitrogen flow replaced water flow

are not known for these tests.

valves was ever entirely nitrogen. Nitrogen entrainment did occur in

seven out of 24 full flow strokes.

Section 3.4.6 of this report discusses our analysis to determine when
nitrogen flow occurred. Dry nitrogen flow did not occur during any of
the Phase | tests.

The tests identified in Table 2-1 experienced nitrogen entrainment, not
dry nitrogen flow.




at some point in the stroke, and the approximate stroke position where
The finformatfon in’this table {s based on’ data
interpretation as discussed above.

this' took’ place.

In other strokes of the Phase.l testing, it appears some nitrogen may
have been passed through.the-blowdown pipe-and test valve during the
stroke without a complete transition from water to nitrogen occurring.
Figure 2-9 shows ‘the flowneter oP and valve DP for the second blowdown
stroke of Valve A (Test 2 Step 5). At a time of about 22 seconds, a

significant disruption on'the flowmeter OP is seen;’
zero, remains there for about’ one second, and then oscillates sharply.
A slug of nitrogen being passed at about the same velocity as water would
give rise to a' temporary low flowneter '0P. The disturbance is seen
slightly later at the valve (23-26 sec) as a somewhat attenuated DP

variation This behavior began when the valve was about SOX closed and

seemed to settle out as the valve went to the fully closed position.. The'

stem’ thrust trace for this valve is also shown on Figure 2-9.

Significant ‘stem’ force increase occurred during the last 35% of the'

stroke. i e. ; when nitrogen flow was occurring.

.o
'

The effects of passing slugs of nitrogen through the system on valve

performance are‘not” kiiown ‘for these tests.

valve blowdown strokes from Phase 1 where it appears nitrogen slugs may

have been passed through the system. and the approximate stroke position
The' information in this table is based on data

where this took place.
interpretation as discussed above,

Overall the presence of nitrogen (continuous or in slugs) does not
appear to be directly applfcable to blowdown isolation design basis
conditions for valves in nuclear power plants.

The ‘0P ‘drops to-

Table 2-2 identiffes the

2-7

In the test referred to here (Valve A, Test 2, Step 5), only one half of
the water volume in the accumulator was consumed. Ve see no way that
slugs of nitrogen could pass down through approximately eight feet of
standing water to enter the piping system. Video recordings and other
system instrumentation support the’ conclusion that no nitrogen flow

AN

occurred during this test

>

All of the tests identified in Table 2 2 closed on vater flashing to
steam (nater/steam slug flow) without nitrogen entrainment

Section 3.2.7 of this report discusses the effect of nitrogen and water
vapor mixture on the valve's on-the-seat performance. Valve A's on-the-
The Valve A data line
Note

seat data are included in our Figures 10 and 11,
up well with data from all the rest of the Phase 1 and 11 valves




Applicability of Blowdown Conditions to Overall Valve Population

Two methods were used to evaluate applicability of blowdown conditions:

a valve 'loading severlty‘ evaluation and a condition-similarity

evaluation.

Valve loadihg;Severit! The valve loading severity evaluation examlned

the contact’ force nnd contact stress between the valve disk and seat as'

indicative of loading severity. This approach was studied because many
valve applications involve smaller valves and/or lower differential
pressures than the INEL tests; both of these parameter effects lead to
lower contact forces and stresses and would be intuitively expected to

yleld 1mproved slidlng interaction. Contact force is defined as

Contact force = (DP) x (A)

where A = nominal area = xD?/4 where D is the nominal valve diameter.

Because of lack of detailed information about valve-specific seat contact
widths, contact stress was evaluated in accordance with a "linear stress”
parameter.

Linear stress = (oP) x (A)/(cC)

where C = nominal circumference = sD. This parameter is the force per

unit length of circumference between disk and seat.

During 1989, an MOV population data base was established by MPR for EPRI

also that there is nothing in the EPRI reports’ Figure 2-8 to indicate
that nitrogen entrainment had any effect on the measured Stem force.

This analysis using nominal valve diameter contradicts the EPRI methods
used in Section 5, where mean seat diameter is used. We agree with the
use of mean seat diameter and question the use here of nominal diameter.
Severa) valves of the same nominal size can have widely varying mean seat
diameters.

It may be true for the EPRI data base that valve-specific seat
information is unavailable, However, the information is available for
the "NRC/INEL valves. The EPRI report contains the results of the
NRC/EPR] posttest characterization of the Phase 1 and Il test hardware,
including the valve-specific seat information. ‘

We agree that the Phase I and Il blowdown conditions are applicable to




The data base covered about 10X of the
safety related MOV's in U. S. nuclear power plants, or over 1500 valves.

(see, for example, Reference 4).

This data base was evaluated to ‘select all of the gate valves for which
the design’basis DP was known, which provided a sample of 404 valves.
These 404 vilves represent 44% of the 913 gate valves in the database.
Figures 2-10'and 2-11 show this population in terms of ‘contact load and
linear stress; respectively. "Also shown on these graphs are the RWCU and
HPCI steam: {solatioh valve conditions based on’the 6 and 10" valve
conditions used:fn the NRC/INEL- tests.’ - These graphs ‘show that the
majority ‘of gate 'valves operafe with mich lower contact forcééuarid
stresses than existed for the' NRC/INEL test-conditions. Hence it was
concluded that the conditions” covered “in the NAC/INEL' blowdown tests,
expressed in terms of contact load and stress, apply to only a small
fraction of the valves in nuclear power plants. " :

e . Tes s e . PO I RN I PRV Y . i B R T
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Condition Similarity. One of the unique features of a blowdown condition
§s that substantial DP across the valve exists throughout the valve
stroke (see Figure 2-7). For most valve applications, which do not cover
blowdown conditions, DP {s relatively small except near or at the closed
position of the stroke. These conditions are judged to be more favorable
to'reliable valve performance since the valve will riot bé heavily loaded
while the disk "is:31iding on the:quides  or transitioning to the seat
ring. Accordirigly, ‘a brief study of the’number of gate valvés which
would be ‘expected‘ to face blowdown isolaticn conditions: within: their
design basis was carried out. This was done by reviewing system drawings
and talking to-cognizant utility :system engineers. The results are
presented in Table 2-3. From these results, it {s concluded that:

- the NRC/INEL blowdown closure test conditions are directly

applicable to a small.portion yrtion of the MOV population - about 4%
of BWR. valves and none of PWR-valves. . ... .

- dependent on plant-unique configurations and "design-basis”
interpretation, the,NRC/‘lNEL blowdown closure test cpndltions

GI-87 valves. The application of blowdown conditions to all of the
safety-related valves in all of the plants was never {ntended or stated
in any of our reports or presentations.

[ S




might be potentially applicable to additional valves (up to 15%
for BURs and 9% for PWRs). ,

- the NRC/INEL blowdown opening. conditions are not generally
applicable to valve design basis conditions in nuclear power
plants.

APPLICABILITY OF NORMAL FLOW CONDITIONS

Because -of the testing method used in the NRC/INEL tests, unique
differential pressure behavior was observed during the normal flow valve
strokes. - Basically, two types of behavior were observed; which are
called "Very Low OP Behavior” and “Changing DP Behavior with Hysteresis"
fn this report. These behaviors and their direct applicability are

discussed below.

Very Low DP Behavior

Normal flow tests for Valves A, B, 4, 5 and 6 in the NRC/INEL tests were
carried out in such a way that the valve DP was very small (<100 psi)
throughout the test.
Valves A and B and a large downstream accumulator volume (which didn't
significantly depressurize as the valve was stroked closed and then open)
existed for Valves 4, 5 and 6.
configuration, stroke tima and hold time (between closing and opening
strokes) influenced the DP.
systems was beyond the scope of this effort.

This occurred because a low-head pump was used for

Under these condi%ions, the system

Detailed comparison to nuclear power plant
As a result of the low DP
in these tests, po useful disk factor information was obtained from these
These tests show that for valve
conditions where DP s a negligible load compared to packing and piston

strokes (see Sections 5 and 6).

effect loads, the valve can be stroked to full seat contact with the stem

load remaining at essentially the running load. This favorable

Ve have never quoted a safety function for a valve to initiate blowdown
flow, except perhaps for the PORV block valve.

As shown in Section 3.2.5 of this report, much of the low DP data were
useful in that they helped provide an understanding of valve performance.




conclusion may apply to some systems in nuclear power plants. For most

motor operated gate valves in 1 nuclear power plants. the DP builds up in
the last’ portion of the closing stroke. usually to a value which is not
negliglble in terms of overall valve load Accordingly. the conditions
for normal flow strokes for Valves A B, 4,5 and 6 in the NRC/lNEL tests
are not applicable to most nuclear power plant valves, Furthermore these

tests do not provide useful quantitative information on valve

T - g La
v

perfomance

Changing OP Behavior with Hysteresis
Normal ‘flow tests for Valves l 2 and 3 achieved moderate DPs (several

hundred psi) but did so 'In a unique time history fashion. Specifically.
during closure strokes. “the 0P started to build just before the flow

{solated and then continued to butld as the disk moved to wedging (hard
‘After the’ disk seated and valve motion stopped DP

seat contact)
cont fnted to build. As the opening stroke started "oP continued to build

slightly as the disk moved ‘of f the seat “and then rapidly dissipated as“

the flow area was opened’ (see Figure 2- 6) This behavior. which was
different opening than closing (hysteresis). was due to the presence of
a moderate size accumulator volume downstream of the test valve.! Under
these conditions. DP is sensitive to system conf iguration, stroke time
"This type of behavior

may be applicable fo some nuclear power plant systems.

and hold time (between close and open strokes)

type ‘of DP condition would not be expected in typical nuc lear power plant"

MOV gate valve applications, which are typically in pumped systems
Based on discussions with utility personnel and review of limited utility

data, we find that typically the DP is constant at its maximum value (not'

changing) while the disk moves from {solation'to hard seat, and that
there is very little hysteresis.
conditions are quite unlike typical gate valve conditions in power

ST s
H

However. this"

"Accordingly, ‘the INEL normal flow

2-11

Hysteres{s describes "the phenomenon exhibited by a system in which the
reaction of a system to changes is dependent upon its past reactions to
Vhether the OP behavior of the NRC/INEL piping system {s
attributed to hysteresis or to some other characteristic {is not

change.”

important

-y T

It was not our intention to precisely duplicate specific in-plant:

conditions during the NRC/INEL tests. but rather to obtatn data that
Thus, what {s
important here {s the actual DP at the valve for a specific point in the
As discussed in Section 3.2.5 of this report, the data from
these tests provide useful information with regard to a valve's on-the-

could be used to characterize valve behavior in general.

valve cycle.

seat performance.

-




plants, Although great care should be used in interpreting and applying
results of these tests, it'is expected that some data would be useful in
valve evaluations, “However, the evaluations described in Sections 5 and
6 show 1ittle or no meaningful information could be ohtained at the point
of flow "isolation” {due to very low DP) and that disk factors determined
at other points (between isolation and seating for example) gave
suspicious results (i.e., they were substantially out of agréement with
other tests). Until these data are studied lhvmoré detail, it does not
appear stem forces or disk factors determined from the data plots should
be directly applied to nuclear power plant valves.‘
APPLICABILITY OF NO-FLOW CONDITIONS

Tests with "no-flow" conditions covered opening strokes only. In these
tests, the presence of an initially dépressurlzed downstream volume
actually permitted a brief period of flow -- much less than one second
for cold conditions, about one second for hot water conditions (6"
valves) and several seconds for steam conditions (10" valves). The
longer duration for the hot conditions is attributed to the flashing two-
phase flow or steam inrush flow as the valve initially opens and starts
to pressurize the downstream volume. For 10“ valve.;. tested in steam,
these "no flow" tests actually established several seconds of blowdown-
1ike conditions.
not a condition applicable to most gate valves in nuclear power plants,

As discussed earlier, opening against blowdown flow is

and thus 10" hot "no-flow™ tests are not directly applicable to most
industry MOVs, '

The condition of a very brief initial period of flow followed by a
prolonged period of no-flow during the opening stroke may be applicable
to some MOVs but {s not the same as the design basis conditions of most

safety-related MOV's in nuclear power plants. Typically valves have the

2-12

The leakage and the cold and hot cyclic no-flow tests were part of the
ANSI/ASME B16.41 valve qualification tests. The tests were applicable
intended. Section 3.2.6 provides additional
information on this issue.

for what they were




greatest flow when the valve {is full open. Even though the test
condition s not directly applicable to typical valve design. basis.

conditions, the DP profile for cold test's“and Af‘o_'r _6"'.v'aAl§(Ae” hot tests

somewhat resembles that for opening a tyﬁical valve in a pumped system

(Figure 2-5). Accordingly, these tests provide data ‘which may be
potentially applicable to gate valves undgr-a wide range of conditions, -

since the loading on the disk as a function_of_stroke position ..is
similar. This result also suggests thag_ a simp]_lf!ed ip-pl_ant‘t__est
method in which the valve is opened after the upstream has been

€
»

pressurized with a hydro pump may provide meaningful information for many

valves. . R L R
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Table 2-1

PHASE 1 BLOWDOWN CLOSURE STROKES
WHERE NITROGEN FLOW APPARENTLY
REPLACED WATER FLOW

Valve/Test/Step X Closed at Nitrogen
: Flow Initiation
A-3-5 28
A-2-7 30
A-6-5 2
A-7-7 55
B-2-7 48
B-3-7 70
B-5-5 59

Table 2-2

PHASE 1 BLOWDOWN CLOSURE STROKES
WITH APPARENT PARTIAL NITROGEN ENTRAINMENT

Valve/Test/Step X Closed at Nitrogen
Flow Initiation

A-2-5 59
- A-5-5 62
A-9-5 14
A-10-77 93
A-11-5 10
B-2-5 10
B-3-5 52

12
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Table 2-3-

SUMMARY OF GATE VALVES EXPOSED 10

BLOWOOWN ISOLATION CONDITIONS
WITHIN DESIGN BASIS - -

CRITERIA® ‘
SR P Hot;r-Operated el '
02 Gate Valve
3. High Energy Blowdoun Isolation Within Design Basis Function

* An applicabla valve had to meet all three criteria.

B

| {about 4% of MOVs) .
These are lines connected to the -
primary system and penetrating’
containment, with normally open MOV's
and no check valves. i

N = Reactor Type ‘. -, Minimum Extent Possible Additions to i
| IR : .1+ of Applicability Applicability (May be beyond
| R “ PN Design Basis)

LI | S -BWR i 6 valves/unit Up to '20 valves/unit o

(about-15% of MOVs)" .
These are lines connected to the
primary system and penetrating.:
containment, but MOVs are , -
normally closed or there are
check valves. -

I+ . PWR Primary System

i

0 valves/unit
ln many units, no MOV {solatfon on
primary system required within design
basis. Isolation capability may be
implied or desired on some valves.

2 to 3‘Va]ves/un|t{
(2% of MOVs)
PORY block valves, let- down
1ine MOVs on some units.

. 'PWR Secondary Sysiem

[

' 0 valves/unit
Nominally, no MOV {solation on
secondary side required within design
basfis. Isolation capability may be
implied or desired on some valves,

Up to 10 valves/unit
(7% of Mavs)
Lines with check valves (e.g.
feed lines) or lines attached to
main steam pipes.

1.Ve have requested, but not been provided wiih. drawings and detailed information to allow.fhis "system effect” to bé’independehtly calculated.

[ . 1
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Section 3
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APPLICABILITY oF TEST VALVES USED IN NRC/INEL TESTS
Table 3-1 summarfzes construction, configuratfon, nameplate and history
information regarding each of the valves used in the NRC/INEL tests.
Table 3-2 provides information on the three Limitorque operators used in
the NRC/INEL tests. This report principally addresses the valves.

In general, avaflable documentation from the NRC/INEL tests does not
describe in detail the configuration of each valve.
described in Section 4 was effective in ohtaining detailed configuration
information for Valves 1 through 6.(and the disk from Valve B). This
information 18 applicable t6 Valves A 'and B for surfaces’'which were not
reworked between Phase 1 and Phase 2,

The inspection

Exlstiniléoéamedtatieﬁ from thelNﬁcnyEL7tesfa does'nbiidesc;lﬁelln
detail the manufacturing/storage/maintenance history of each valve. This
was pursued to the extent posslble through the valve manufacturers (and
refurbishers’ where appllcable). the lnformation presented 1n Table 3-1
Each test
valve is''individially described below. Emphasis fs placed on the
applicability of the test hardware to nuclear power plant valves

: B S ooy S

VALVE A (PHASE 1) AND VALVE 1 (PHASE 2)

SLTLL r : 2

and dlscussed below ‘reflects the flndlngs of thls process.

Valve A was used ‘in the Phase 1 tests. ' Subsequently, the valve was
refurbished “and reused as Valve 1'in’ the Phase’'2 tests. Valve A 13 an
Anchor/Dar1ing 6-inch flexible ‘wedge gate valve with an ANSI class
pressure rating of 900 1bs.  This valve was specifically fabricated by
Anchor/Darling in 1988 for use in thé INEL Phase 1 test program. ~This

e PN
Iy N !

3-1

The data descrlbed in Section 4 were obtalned by the RRc-funded joint
NRC/EPRI posttest hardware 1nspectlon The data from thls effort are
part of the avallable documentatlon frum the HRCIINEL tests. '

This Section of the EPRI report points out that the valve manufacturers
whose valves we tested have supplied to the utilities valves with other
A few

designs., Section 3.3.1 of this report addresses this {ssue.

remarks are also provided here.
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valve was fabricated using parts which were {n fnventory at
Anchor/Darling from one'of the SNUPPS plants that was canceled in the
late 1970°s. The figures and information in Section 4 and Appendix D of
this report (for Valve 1) show the configuration of this valve. This
valve had machined guide slots in the carbon-steel disk, cast guide rails
in the carbon-steel body, and Stellite 6 hardfacing on the disk and seat
Anchor/Darling indicates that Valve A is similar in design
features to a large population of flexible wedge gate valves they have
manufactured and supplied to nuclear power plants. However, it is
important to point out that Anchor/Darling has also manufactured gate
valves with other design features, = '

faces.

- A cbnsidérabie’ number of flexible wedge gate valves with
integral machined body guide surfaces have been supplied to
nuclear power plants.

- A small population of flexible wedge gate valves with machined,
hardfaced guide slots and/or rails have been supplied to nuclear
power plants.

- A considerable population of double disk (parallel disk) gate
valves have been supplied to nuclear power plants.

In each of the above cases, Anchor/Darling indicates that valve
performance is affected by the differences in design. Accordingly, Valve

A results from the NRC/INEL tests are not considered to be directly

3-2

We tested integral machined body guides on Valve 5 (10-inch Powell). The
valve was nonpredictable. '

With Valves B and 2 (same 6-inch Velan valve), we tested hardfaced versus

non-hardfaced guide slots. They performed the same.

In the EPRI/Marshall PORV and block valve tests conducted in 1980, an
Anchor/Darling double disc gate valve was tested. The test valves were
basically uninstrumented (go/no-go tests). In the block valve test, the
Anchor/Darling double disc*gate valve did not close with the originally
sized oberator. requiring a seat design change prior to retest. No data
are available to indicate why the Anchor/Darling valve failed, what stem
thrust was required to close each valve, or how these results compare to
industry calculations.

This statement might lead the reader to infer that the other designs
might perform adequately. In light of the above discussion, that might
not be a good assumption.




applicable to valves with these other features,
Anchor/Darling.indicates that, at the time Valve A was provided to INEL,
it met all of the configuration and tolerance requirements for that
particular valve . design. - Anchor/Darling _considers Valve A to be
representat ive of Anchor/Darling valves in ‘service at nuclear pover
plants vhlch have this same. overall desigh' ’Uﬁfértunately. detailed
dimensional 1nformation on Valve A is not ava|1able ‘(Valve 1 dimenslons
for surfaces not reworked during refurblshment would be applicable to
Valve A;) ~ Because of Tlimited ' information,’ the * extent’ of "the
applicability of.data from Valve A to a particular valve (whose detatled
dimensions may be dlfferent from Valve A) may be difficult to evaluate
U ;'fﬁff“ .
After the Phase l test program. Va!ve A was refurblshed to be used as

Valve 1 ln the Phase 2 test program.~nThe refurbishment was performed by
Crane Valve™ Services. * Unfortunately,’ this “refurbishmént was' not
_performed . in accordance.with the Crane nuclear Q/A program, and the
‘available records, are minimal....It.{s.not possible to tell from the
records, what operations were carried out in the refurbishment. . The

purchase order indicates the following: ... .. ... ., . -
"Inspect Anchor/Darling valve - 6", 900 pound, Valve serial No.
.E-A345-1-1.and refurbish. In addition, manufacture a new stem
“nut for an SMB-0 Limitorque Motor Operator. Refurbishment will
require disc and seat repair.- The downstream disc face’'and body
seat were previously damaged -in testing.” .. ... .,

The ffnai vork 1nvo1ce.16dicates.that,the followingvadditlonal work was
performed°

P Vo PPN N

T O

- Machined and redrilled'actuator mounting plate.

- Machined and spray welded stem.

Some detailed dimensions are available. To restate EPRI's parentheticai
statement, all non-refurbished surfaces of Valve 1 are Valve A surfaces.

Comparfison of detailed dimensional information to other valves fis
difficult {f not impossible because detailed dimensional information on
the valves 1nsta11ed in nuclear plants is typically not available. More
documented 1nformation exists for Valve A than for the typicaI nucIear

Tt

plant valve.’

A complete discussion of this issue is presented fn Section 3.3.2 of this

report. A few remarks are also provided here,

B s
e

This was required to attach the Phase II motor operator.

The valve stem was gouged in Phase I and had to be repaired.



- Installed Chesterton brand live loaded packing system.

INEL indicates that their understanding of the refurbishment was that the
damaged disk and seat face surfaces (downstream surfaces in Phase'l) were
rebuilt and refinished and that the upstream surfaces from Phase 1 were
not refurbished. The valve was turned around for Phase 2 testing, so
INEL understood that the load-bearing, downstream surfaces of disk and

seat for Phase 2 (fi.e. the upstream surfaces from Phase 1) were original,

undamaged surfaces!,

Based on information from the valve inspection as discussed in Section
4, Anchor/Darling indicates that the downstream disk face of Valve 1 does
not meet the configuration requirements for the Anchor/Darling valve

design. Two particular points were noted.

- The Stellite face was very thin. Such a condition can be
detrimental to valve performance because the Stellite may have
high iron content, which results in poorer friction, hardness
and wear properties. The hardness and iron content measurements
from the inspection confirmed that this Stellite face had
degraded properties. Specifically, the iron content was about
20X (versus a “normal™ value around 5X) and the hardness was 35
Rc (versus an expected value of 40-45). s .

- The Stellite disk face had a- sharp edge at the 0D.
Anchor/Darling indicastes that .in their fabricatfion process this
sharp edge is removed by hand stoning. A sharp edge is
potentially detrimental "to valve performance because it
increases the 1ikelihood of disk/seat damage when the parts come
into contact under highly loaded conditions. The seat damage
pattern observed in the inspection confirmed that the disk had
aggressively attacked the seat during the tests.

Anchor/Darling has determined that Valve 1 is not representative of
Anchor/Darling valves and that data from Valve 1 tests are not applicable

3-4

The live loaded packing was installed to test its influence (if any) on
valve performance.

The valve was installed in the system with flow direction reversed from
Phase | so that the downstream disc surface and valve body seat ring were
original Anchor/Darling surfaces. Valve 1 was disassembled immediately
after the Phase II testing to verify that the Crane refurbished surface
As verified by INEL and NRC, the original
Anchor/Darling surface was in the proper down§tream orientation.

was not downstream.

This surface was manufactured by Anchor/Darling.

The edge configuration of Valve ! is the same as that delivered by
Anchor/Darling on Valve A,

The INEL considers the performance of Valve 1 to be representative of

hardware delivered by the manufacturer to the INEL. The valve was




to Anchor/Darling valves {n nuclear power plants. The observed
configuration ‘of "Valve' 1 could ‘have been the result of the disk face
being machined down during refurbishment at Crane. Such a process could
thin ‘the existing Stellite layer and remove an existing bevel at the
edge.  Unfortunately, available dotumentation {s not sufficient to
hypothesis, ‘although 1 '

evaluate this t ‘is plausible.

~ - oo - '
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VALVE B (PHASE 1) AND VALVE 2 (PHASE 2)
Valve B was used.in.the Phase 1 tests... Subsequently, the valve was
refurbished and reused as Valve 2 in the Phase 2’ tests.

V'elanvs-,lncl] flexible wedge gate valve with an ANSI class pressure rating

of 900 lbs. This valve was fabricated by Velan in 1988 specifically for-

use in the lNELVPhase.l test program..,The-figures and information in

Section 4 and Appgndix D of this report show the Valve 2 configuratfon.-

Valve B had machined guide slots in the disk which were hard-faced with
Stellite . 6,, and machined, . welded-in, carbon-steel guide rails in the
valvg.body.. ,ﬂ}e dlsk_and.séat faces were.also hard-faced with Stellite
6. Velan ‘1nd1_¢‘:at'es .that Valve B had design features similar to-a
considerable population of ,gate=_va1ves, which they manufactured and
supplied to nqclear-power p]aﬁts. However, it is important to note that
Velan has also manufactured gate valves with other design features,
- . A considerable number- of flexible wedge gate 'valves with
machined, carbon-steel guide slots have been supplied to nuclear

* power plants. (It appears Valve 2 has this design feature, see
*below.) R S : - o

- " A considerable population of flexible wedge gate valves with a
much different disk design have been supplied to nuclear power
plants.. The other disk design is much thinner, has longer guide
slots and has the T-head connection above the disk seating faces

rather than between them. Figure 3-1 shows a general comparison’

of the two designs. According to Velan, the thin disk design is
used only in valves with ANSI class ratings up to and including

Y

Valve B is a

delivered with the understanding that
Anchorloarling hardware_.delive.re.q to the nuclear industry.

‘

it was representative of

Ve agree with the Velan assessment of Valve B applicability: "Velan
indicates that Valve B had design features similar to a considerable
population of gate valves which they manufactured and supplied to nuclear

power plants.”

For the Phase ]I test with Valve 2, the disc was changed to one with
carbon-steel guide slots. A comparison of Valve 2 test results with

Valve B test results shows no difference due to disc guide hardfacing.

Valve 3 (6-inch Walworth) used a thin disc design. The on-the-seat

performance was similar to that of Valves B and 2.

a‘l




600 1bs.

In each of the.above cases, it appears that valve performance can be
affected by the differences in design. Accordingly, Valve B results from
the NRC/INEL tests are not considered to be directly applicable to valves
Velan indicates that, at the time Valve B was
it met all of the configuration and tolerance

with these other features.
provided to INEL,
requirements for that particular valve design. Accordingly, Velan
considers Valve B to be representative of Velan valves in service at
nuclear power plants which haQe the s&me overall design. Unfortunately,
detailed dimensional information on Valve B is available only for the
disk, (Valve 2 body dimensions for surfaces not reworked during
refurbishment would be applicable to Valve B.) Because of limited
information, the extent of applicability of data from Valve B to a
particular valve (whose detailed dimensions may be different from Valve

B) may be difficult to evaluate.

After the Phase 1 test program, Valve B was refurbished to be used as
Valve 2 in the Phase 2 test program. The refurbishment was performed by
the manufacturer, Velan Inc. The Velan refurbishment summary indicates
the following was done. .

- The disk was replaced with a new disk without hardfacing on the
guide slots. Otherwise, the disk was of similar design.

- The valve body seat faces were re-lapped.

Based on information from the valve inspection as discussed in Section
4, Velan indicates that Valve 2 is representative of valves in nuclear
power plants which have this same overall design. Data from Valve 2
tests in the NRC/INEL program would not be directly applicable to Velan
valves with other design features (i.e. hardfaced disk guide slots and/or

body guides, or-alternate disk design).

3-6

More information exists for Valve B then for a typical valve installed
in a plant.

We agree with the Velan assessment of Valve 2 applicability, "Velan
indicates that Valve 2 {s representative of valves in nuclear power
plants which have this same overall design.” Based on the above
information, we belfeve the results from Valve B and Valve 2 are

applicable to both hardfaced and nonhardfaced disc guide designs.




VALVE 3

Valve 3 is a Walworth 6- inch flexible wedge gate valve with a 600-1b ANSI
class pressure rating This va]ve was fabricated by.Walworth Valve in
1979 for one of the North Anna cance1ed units (3 or 4).-
fnformation in Section 4 and Appendix D show the Valve 3 configuration.
This valve had carbon-steel, machined guide rails.
fabricated as a single; ‘removable "U" piece which was held in place by
a slot-at the bottom of. the body and dowelipins at the top.
The disk and

The figures and

The guide rails were

was free to deflect between the upper and lower supports.
seat faces were hard-faced with Stellite 6.

S e . . . .o . o
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Presently. Crane Valves controls:and services the Walworth line of gate-
valves: Crane indicates that the Valve 3 design features are similar to -
Valworth-flexible wedge gate valves ‘supplied to nuclear power plants.
They also-indicate that:this Walworth valve has design features similar

to some Crane valves. . ;. ¢ - = {0

. . I ~ e, a ene
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After INEL obtalned Valve 3, it was shipped to Crane Valve Services for

refurbishnent "
Crane Nuclear QA program, and the available records are minimal. It is

This work was not performed in accordance with the

not possible to tell from the records what operations were carried out
in the refurbishment. The "Request for Quotation™ states the following:

"“Refurbish Walworth 6" 600 pound flex. wedge gate valve either
'« Serial Number D66316,” D66350, or D66507 (identified at a later
_date); Figure 5232 PS.: The valve will;be furnished to Crane-
ALOYCO (C-A) without a motor operator. Refurbishment will
fnclude manufacture of new stem nut and mating new motor
operator. EG&G/INEL will furnish a Limitorque SMB-O0 motor
_operator to C-A for final valve checkout, C-A will furnish all
other parts for refurbishment. CA will disassemble valve and
dimensionally.inspect and record critical dimensions; reassemble
with new gaskets and packing and perform normal checkouts prior
to shipping valve.”

< R

:The quide’

347
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We agree with the Crane-Aloyco assessment of Valve 3 applicability:
“Valve 3 design features are similar to Valworth flexible wedge gate
valves supplied to nuclear power plants. They also indicate that this
Valworth valve has design features similar to some Crane valves.”

. e R O I A P S R
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The work invoice indicates
that the following additional work was performed:

The final purchase order was not available.

- machined and redrilled actuator mounting plate.

No records of dimens.i'onal masurement's. reduired4by the Request for
Quotation are available. No records of seat leakage or hydrotests are
available. '

VALVE 4

Valve 4 is an Anchor/Darling 10-inch flexible wedge gate valve with an
ANSI class pressure rating of 900 lbs. This valve was fabricated by
Anchor/Darling in .1982 for Hope Creek Unit 2, which was subsequently
The figures and information in Section 4 and Appendix D of
This valve had machined
guide slots in the carbon-steel disk, cast guide rafls in the carbon-
steel body, and Stellite hardfacing on the disk and seat faces.
Anchor/Darling indicates that Valve 4 is similar in design features to
a large population of flexible wedge gate valves they have manufactured

canceled.
this report show the Valve 4 configuration.

and supplied to nuclear power plants. However, it {s important to point
out that Anchor/Darling has also manufactured gate valves with other
design features.

- A considerable number of flexible wedge gate valves with
integral machined body guide surfaces have been supplied to
nuclear power plants.

3-8

This was required to adapt the valve yoke for mounting the Phase 1] motor
operator.

The records of dimensional measurements taken by Crane-Aloyco are
considered proprietary. Full dimensional measurements were taken as part
of the NRC/EPRI posttest hardware inspection effort and are contained in
this EPRI report. The ANSI/ASHME B16.41 Qualification tests contain the
hydro and leakage test results.

Ve agree with the Anchor/Darling assessment, “that Valve 4 is similar in
design features to a large population of flexible wedge gate valves they
have manufactured and supplied to nuclear power plants.”

We tested integral machined body guides on Valve 5 {10-inch Powell). The
valve was nonpredictable.

oy




- A small population of flexible wedge gate valves with machined,
hardfaced guide slots and/or rails have been supplied to nuclear
power plants.

- - A considerable’ population of double disk (parallel disk) gate
. valves have been.supplied to nuclear power plants.

AT

Anchor/Darling {Indicates that valve
performance {s affected by the differences in design. Accordingly Valve
4 results. from the NRC/INEL tests are not considered to be directly
applicable to valves with these other features..- . . ... .- .

In each of the above cases,

. . - s s PR ‘e
Iy WLy T ~ 2ot .

After INEL obtatned Valve 4. it was shipped to Crane Valve Servlces for
”refurbishnent"
accordance with the Crane nuclear QA program, and the ava!]able records

.. Unfortunately,- this work was not  performed in

are minimal. It is not possible to tell from the records what operations

were carried out in the "refurbishment”.
the following:.. ., .. ... ., ..

"Refurbish Anchor/Dif1ing (A/D) 10", ‘900 pound flexible wedge
gate valve. Serial No. E6162-8-2:
operator. Refurbishment will include manufacture of new stem
nut for an SMB-1 Limitorque motor operator. Refurbishment is
not ,expected to .include. any new valve parts. In addition,
disassemble the valve and dimensionally {nspect and record
critical dimensions, reassemble with new gaskets and packing and
perform normal valve checkouts.before shipping the valve. Then
package the valve and stem nut for shipment to locations
specified at a later date by EG3G.”

.. The purchase order: indicates,

furnished without motor.

With Valves B and 2 (same 6-inch Velan), we tested hardfaced versus

nonhardfaced guide slots. They performed the same.

In the EPRI/Marshall PORV and block valve tests conducted in 1980, an
Anchor/Darling double disc gate valve was tested. The test valves were
basically uninstrumented (go/no-go tests). In the block valve test, the
Anchor/Darling double disc gate valve did not close with the originally
No data
are available to indicate why the Anchor/Darling valve fa{led, what stem
thrust was required to close each valve. or how these results compare to

sized operator, requiring a seat design change prior to retest.

lndustry ca1cu1atlons

This statement might lead the reader to infer that the other designs
might perform adequately. In light of the above discussion, that may be
a poor assumption,

Ty




The final work invoice indicates that the following additional work was
performed:

- Machined new gasket pull up plugs.

- Machined and redrilled actuator.

No records of'dimensional meaguremehts implied in the purchase order are
INEL

indicates that, at the start of testing, the valve internal parts were
in an as-manufactured condition, i.e. the refurbishment work at Crane did

available. No records of seat leakage or hydrotests are available.

not affect the internal parts.

Anchor/Darl}ng indicates that, based on inspection results, it appears
Valve 4 met all of the configuration and tolerance requirements for that
particular valve design. Accordingly, Anchor/Darling considers Valve 4
to be representative of Anchor/Darling valves in service which have this

same overall design.

VALVE §

Valve 5 is a Powell 10-inch flexible wedge gate valve with a 900-1b ANSI
This valve was fabricated by William Powell Co.
in 1979 for the Marble Hi11 plant, which was subsequently canceled. The
figures and information in Section 4 and Appendix D of this report show
the configuration of this valve. The valve had carbon-steel, machined
guide slots in the disk and carbon-steel, cast, machined guide rails in
the body. Stellite 6 hardfacing was on the disk and seat faces.
indicates that this valve is generally typical of Powell valves in
However, it is important to point out that Powell has
supplied gate valves to nuclear power plants with a variety of design
features 1ncluding:'

class pressure rating.

Powell

nuclear service.

ANSI/ASME B16.41 Qualification
tests contain the results of hydro and leakage tests.

No dimensional records were requested.

We agree with the Anchor/Darling assessment that “Valve 4 met all of the
configuration and tolerance requirements for that particular valve
desfgn,™ and that "Anchor/Darling considers Yalve 4 to be representative
of Anchor/Darling valves in service which have this same ove:all design.”

We agree with the assessment that "Powell indicates that this valve is
generally typical of Powell valves in nuclear service.”

-t
——
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- male and female body guides

- cast-in and welded guides
- hardfaced and non-hardfaced guide surfaces

- _ ‘various tee;siots and tee-head configurations .

it appears the features iisted ahove couid affect vaive performance
particuiarly under biowdown conditions The data from the NRC/INEL tests .
wouid not be applicabie to. Poweli vaives with different design features
in‘the‘above areas. . ..ot g oL , .3

In addition. Powell indicated that the sharp edge on the seat of the disk
of the NRC/INEL test vaive. identified during the valve: inspection, is
typical of Poweli 10” 900 ib ciass pressure seai gate valves. however.
it is not typicai of most: Powell gate valve designs lt appears the"
sharp edge had an unfavorabie effect on vaive performance under biowdown
conditions.

After iNEt.;htainedlvaive.S 'thef;aiue was shipped to Poweii for
refurbishnent According to Powell, "the valve was disassembled,
inspected reassembled using new gasket, packing, and yoke arm,, tested
per API 598 (hydrotest and ieakage testing). and painted. The valve was

equipped with a yoke arm designed to accept a Limitorque SHB l actuator.

S S A o "

VALVE 6

FEYRY

Valve 6 §s a Velan 10- inch flexible wedge gate valve with an ANSI class
. pressure rating of 600 lbs. -This, valve was fabricated by Velan Valves

. - oo .
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Valves A, 1, 4, and 5 used cast-in guide designs, and Valves B, 2, and,

6 .used welded in designs. Data under blowdown loads are available.

Valves B and 2 tested hardfaced and nonhardfaced disc guide designs.
Results show similar performance for the two designs.

Again, we caution the reader not to infer better performance for other
valve designs.

Ve agree with the Velan assessment of the applicability of Valve 6, “the
Valve 6 design features are similar to a considerable population of gate

g -t

..



in 1989 specifically for the INEL Phase 2 test program. The figures and
information in Section 4 and Appendix D of this report:show the Valve 6
configuration. The valve had machined guide slots in the carbon-steel
disk and machined, welded-in, carbon steel guide rails in the body.
Stellite 6 hardfacing was on the disk and seat faces. Velan indicates
that the Valve 6 design features are similar to a considerable population
of gate valves they have supplied to nuclear power plants. However, it
is important to note that Velan has also manufactured gate valves with
other design features. . .
- -A considerable number .of flexible wedge gate valves with

hardfaced guide slots have been supplied to nuclear power
plants.

- A considerable population of flexible wedge gate valves with a
"~ much different disk design have been supplied to nuclear power
plants. This disk design is much thinner, has larger guide
slots and has the T-head connection above the disk seating faces
rather than between them. Figure 3-1 shows a general comparison
of the two designs. According to Velan, the thin disk design is

used only in valves with ANSI class ratings up to 600 1bs.

In each of the above cases, it appears that valve performance can be
affected by the difference in design. Accordingly, Valve 6 results from
the NRC/INEL tests are not considered to be directly applicable to valves
with these other features. Velan indicates that, at the time Valve 6 was
provided to INEL, it met all of the configuration and tolerance
requirements for that particular valve design. Accordingly, Velan
considers Valve 6 to be representative of Velan valves in service at
nuclear power plants which have this same overall design.

3-12

valves they have supplied to nuclear power plants.”

The remarks made on the 6-in Velan apply here.

-3




Table 3-1

KEY INFORMATION ON INEL TEST VALVES

'S

l‘

—— —_—

Item Valve A & 1 Valve B & 2 Valve 3 Valve 4 Valve 5 Valve 6
Manufacturer Anchor/Dar1ing Valan Valworth Anchor/Darling Powell Velan
Year Manufactured ‘1ogg" -1 GhY 1988 1979 1982 1979 1989
1.D. Number E-A-345-1-1 F14-70548-021S (M0) 4SDP-MOV4228 E-6162-8-2 19023V.F. B16-2054B-02TS

No. 5232PS Ser. No. 93211
Ser. No. D-66350 L . e
Orawing Number V8722603 P2-70916-501 A-9781-M-171 93-14358" ° " '] c-060999 P2-72916-501
Size (in.) 6 oores i 6 6 Tt 10 - 10 10
ANSI‘C]BSS (]b) et LT 900 LTTET o TER . goo mesvTem Tt m T m T soo". AR S - 960 1y T e ‘96’0”-' - soo R N h‘
! ' o e ) :

?ea§ Diameter, mean/10 | 5.40/5.125 5.59/5.18 '5.69/5.48 8.70/8.375 -/8.28 8.37/7.88 - .- .
(in : : SREELI ; :
Disk Base Material 'A216-Wc8 Mos SA-217-WC6 SA216-WCB . Grade WCB Aos .
Disk Seat Material Stellite 6 Stellite 6 -~ Stellite 6 Stellite' 6 Stellite 6 Stellite 6
Disk Guide Material A216-WCB Stellite 6 (B) SA-217-WC6 SA216-WCB Grade .CB A105
' ! A105 {2) P T T
Body.Guide Materfal . |’A216-wcB A3 SA<217-WC6" SA216-WCB Grade VB A36 v
Seat Ring Base Material |AS515-70 . A216-WCB .. -] SA105 . . . SA-515-70---- -1 (Not Available)- A105 - - o
Seat Ring Seat Material | Stellite'f . Stellite 6 Stellite 6 Stellite 6 Stellite 6 Stellite 6
Stroke lenzs™ 7 s.5 " REXTH 9.69" 9.375 8.75
Length (in.) e - L - S T e
Stem o 180 .. ... 1.75 . Jres o 2000 - - - — |2.125 2.50"
Diameter (in.) - ! : . L $ .
Thread Type Stub ACHE ACME ACHE Stub ACME L. H. ACME ACNE
Thread Pitch (in.) ya 174 e T T 1/3 o 1/4 1/3
Thread Lead (in.) 1/4 1/4 1/2.- . 1. 1/2 2/3 -
Torque Arm Yes Yes No . Yes* No Yes
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Table 3-1

KEY" INFORMATION ON INEL TEST VALVES

I

Item Valve A & | Valve B & 2 Valve 3 Valve 4 Valve 5 Valve 6
Packing- - ‘
#Grafoil rings 3 6 (Not Available) (Not Avatilable) (Not Available) 6
#Braided rings 2 2 2
iear obtained by INEL 1988 1988 1989 - 1989 1989 1989
ir: ﬁefurbished 1989 1989 1989 1989 l 1989 -
Vhere refurbished Crane Valve Services | Velan ] Crane Valve Services Crane Valve Services | Powell --
ther'nameblaté,info; - 2200 psi Bldg. Area Mv-2 ‘| Class 1 Stem CRI13 "| Made in Canada
o 38°C_100°F Mark No. VGW-60B-2 ASME- Section 111 B16.34 Forged Steel Body
816.34 Greensburg Plant 2163 psi at 575°F Press 2220 at 100° 1480 psi
Stem S$/S 410 Nat'1 Bd. No. 1843 Press Rating 38°C 100°F
Body Comp. SA10S Des. Press. 1050 psf @ 2250 psi at 100°F B816.34
630° ’ Stem S/S 410
W0G 440 @ 100°- Body Comp AS105
Stem CR13 Dwg. No. 8890-D89
Code 652325706001N
Class 2

1. This was indicated by INEL in the April 18, 1990 Valve Test Review Meeting.

1. This was indicated by INEL in the April 18, 1990 Valve Test Review
See meeting transcript, p. 48.

Meeting.
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See meeting transcript, p. 48.

* Valve 4 did not have a torque arm.
**  Valve | was live loaded, packing configuration incorrect.




Table 3-2

INFORMATION ON LIMITORQUE OPERATORS USED IN

NRC/INEL TESTS-

This operator was origtnal]y supplied to Darling Valve by L1m1torque

modified for INEL.

Operator Type/Size ° SMB-0-25 SMB-1-60 SMB-2-40
Valves Used with *B, 1, 2, 3 4, 5,6 A
Limitorque Order ' 147441.01 147441.02 | 3603654
Number A " o
Unit Ratio 34.9 (Valves B,1,2) 82.5 (Valve 4) | Not
- 69.5 (Valve 3) 42.5 (Valve 5) Available
. ] : 56.6 (Valve 6) .
Operator Rated Thrust 24,000 1bs /45,000 1bs 70,000 1bs
 Operator Rated Torque | : ° 500 ft-1b 850 ft-1b =~ .| 1800 ft-1b
Spring Pack Part No. ~ 0501-184 0701-212 Not
SRS Available
Max. Torque Switch- "2-1/2, 376 ft-1b 3-1/2, 1012 ft-1b | Not
Setting/Output Torque , Available
Max. Pullout Torgue 314 ft-1b (Valves B,1,2) | 1782 ft-1b (Valve 4) | Not
625 ft-1b (Valve 3) 918 ft-1b (Valve 5)-:| Available
1222 ft-1b (Valve 6)
Gear Box Luﬁéicant-‘~ Exxon Nebula EP-0 Exxon -Nebula~EP-0: | Not
P : : . | Available
Limit Sw. Gear Box- Beacon 325 -‘éeacon"325'- | Not . .
Lubricant : g Available
Limit Switch Type | 2-rotor - . 2-rotor Not
- i -1 Available
Motor Speed 1800 rpm 1800 rpm 3600 rpm
Motor Voltage 460 V/3 ph/60 Hz~~ |  460°V/3 phy60 Hz |i460 V/3
. . < : 'ph/60 Hz
Motor Starting Torque 25 ft-1b 60 ft-1b 40 ft-1b
Year Manufactured 1988 1989 . - . - 1973"
Year Obtained by iNEL 1988 1989 1988

It was

Detailed information on the modified configuration could not
be obtained in-time .to include here.
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T Section 4
VALVE INSPECTION

The ‘objectives of the inspection of the NRC/INEL tést valves were to
develop information’ regarding the valve éonfiédnaﬁion and post-test
condition. *This information 15 needed to support the evaluation of MOV

performance 'in' the tests and 'fo"'ﬁel;:i1"’tmde‘3i‘§tau‘t’d~ the botentia‘l

implications of the NRC/INEL test results to’ valves current'ly fn use in

the nuc!ear industry a AN

* s e A

An industry team performed the vaive inspection. The indistry team was
directed by EPRI under the auspices of the EPRI MOV Performance
Prediction Program. The Ut{lity Technical Advisory Group (TAG) for this
: MPR
Associates was-responsible -for.the coordination of the fnspection and

program provided technical direction for the inspection effort.

preparation of;;hmﬂnspectlonp'lan (Reference 5). -.The- industry- team

r_epresentat'ives, {1isted in Table §—1); reviewed the inspection plan and.

participated in the actual valve inspection. Specifically, industry team
members supervised the dimensional measurements on the test valves and
performed {ndividual inspections to assess the post-test condition of the
valves. -Individual. inspection .reports provided. by team members are
fncluded as Appenqlx C. o erinen

Chein'i;:al n&nbanifidn measurements were performed by TN Technologies under
1ndustry team supervision lNEL provided technica) support and equipment
for performing valve d!mens!on measurements.

the 1nspect10n were directed by R. Stee'le.'

ooy
4

-

AN inspe‘c':l:i\c';r.\\~ actl‘\'rvi.iies. ‘v'fgir‘-e bp:'erijnn‘ed 1n ac;&o}&ancg with the

IN.EL efforts in support of

4-1

Ve have no technical comments on this sectfon. However, we feel it

necessary to make a few minor corrections as follows.:

The NRC funded 100X of INEL costs to perform the posttest inspection.
This funding constituted important financial support to the inspection
effort.
professionally accommodate the requests and needs of the inspection team.

The NRC contribution to the inspection effort also served to

The NRC/INEL provided more than technical support and equipment. INEL
personnel disassembled and reassembled a1l valves, provided a1l handling,
performed most measurements, recorded data, took photographs and video
footage, and provided quality oversight and data ver‘lf ication.
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inspection plan which included procedures and data sheets. In general,
inspection activities and procedures for performing measurements were
consistent with procedures outlined in the EPRI MOV In Situ Test Guide
(Reference 6). Special tests such as surface roughness, chemical
analysis, blue check, clearance check and range of position tests are
beyond thé scope of the In Situ Test Guide and were done in accordance
with procedures developed for this task.

VALVE DESCRIPTIONS

Measurements and {nspections performed to document the test valve
configuration showed that although not all possible design features were
A summary of .the design features fs given in Tables 3-1 and 4-2.
Table 3-1 provides general information on the valve configuration, while
Table 4-2 focuses on the types of guide and seat designs. Each of the
valves is briefly described below. (Note that Section-3 discusses the
history of each valve and the applicability to nuclear power plant
valves.)

Valve 1

Valve 1 is a 6-inch, 900-1b Anchor/Darling flexible wedge gafe valve with
a pressure seal bonnet. The "top works"” of the valve, including bonnet,
stem, packing, etc., were not available during the inspection. This
valve has a cast steel body including cast guide rails, and has welded-in
seat rings which include Stellite seating surfaces. The disk is a steel
casting with Stellite overlay to form the séatihg faces. The stem
connects with the disk in a T-slot oriented parallel to the flow axis.
Valve 1 was also used as Valve A for Phase 1 testing. The disk was
refurbished and the valve turned around for Phase 2 testing.

Valve 2
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Valve 2 is a 6-inch, 900-1b Velan flexible wedge gate valve with a bolted

_ bonnet. This valve has a forged steel body. Gujde rails are machined
‘ from bar stock and welded to the body. Seat rings are also welded into
A the body and seatlng surfaces are hardfaced with Stellite, The single-

piece disk also has seats that are hardfaced with Stellite. Disk guide
slots are Iocated between the disk faces and are not hardfaced. The stem
connects to the disk 1n a T-slot which s orfented perpendicular to the
“Flow direction and ls located between the disk faces.

The body of Valve 2 was'also used for Phase 1 testing as Valve B with
. another disk.”’ The disk used'for Phase l testing was the same design
except it had hardfaced guides S

Valve 3 - R ’ oo
* Valve '3 is”a 6-inch, 600-1b Valworth flexlble wedge gate va]ve with a
pressure seal bonnet. This valve has a cast steel body Valve 3 has' a

machined; . removahle "U"-shaped guide rail. Welded-in seat rings are

‘Valve 5

hardfaced with Stelllte as are the seats on the single piece disk.
Neither gulde rall nor disk guide slot surfaces are hardfaced. Disk
guide s1ots are recessed .between the disk seating faces. The disk
connects to the stem at a T-slot which is 10cated above the disk seating
faces’ and is oriented para11el to the flow.

Valve 4

Valve 4 is a 10 1nch 900 lb Anchor/Darling fiexlble wedge gate valve
wlth a pressure seal bonnet Design features of Valve 4 are essentially
the same as Valve l

e
3 .

IR
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Valve 5 is a 10-inch, 900-1b ¥Wm. Powell flexible wedge gate valve with
a pressure seal bonnet. This valve has a cast steel body. Guide rails
are cast into the body then machined. Guide rails are not hardfaced.
Seat rings are welded into the body and are hardfaced with Stellite.
Disk guide slots extend outside of the disk seating faces and are not
hardfaced. The disk seats are hardfaced with Stellite. The stem
connects tq‘the disk at a T-s]ﬁt which is located above the seat faces
and is orfented parallel to the flow direction.

Valve 6

Valve 6 is a 10-inch, 600-1b Velan flexible wedge gate vglve. The
Valve 6 design is similar to Valve 2.

MEASUREMENTS OF TEST VALVE CONFIGURATION

Jools and Equipment

Measurements were made with conventional machinists tools such as dial
calipers, micrometers, feeler gages, etc. Special tools and equipment
required for the inspection included an NDT Instruments NOVA 100-D
ultrasonic thickness gage with DF505 probe, Equotip hardness tester,
Pacific Transducer Corporation Model 316 hardness tester, Federal
Products Corporation Model EAS 2418 surface prof ilometer with an EGH-1019
general purpose probe, and dental molding compound. ‘

Dimensional Measurements

In ge‘neral, Tength maﬁurements on machined surfaces were recorded to the
nearest 0.001". Ang]é measurements were recorded to the nearest 0.1°,
Generally, length measurements of as-cast surfaces were recorded to the
nearest 0.01". Where the condition of the valve internals did not permit
an accurate measurement typical of the pre-test condition, the dimension
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was taken to the best possible accuracy. In some cases, due to the
presence-of damage the measurement was made at a different location.
Explanations were provided in the Remarks section of valve data sheets
for these cases. ...

The intent of the dimensfonal measurements was to obtain information on
the configuration.of. the valyeln‘the pre-test condition.. In selected

cases . (based .on the. judgment : of. the team members, performing the
dimensional. measurements), . separate dimensfonal measurements  were
obtained for the damaged configuration.

Sets of body, disk and stet’nrmeasurmnts were taken on each of the six
valves. ~ Figures’ 4-1 thi‘bﬁggh 4-9 show simplified generic sketches
{1lustrating the general location of various measurements. Because each
valve had a unique configuratlon. .detailed figures depicting each valve
are provided as Appendix These flgures show key design features of
the valves and the specific locations at whlch measurements were taken.

- r

Valve Body Measurements. ™ The valve body dimensfions which were measured

and recorded are:
- ‘Up‘éffeén:n and' downstream flow orifice diameters
- Guide ratl thickness
- Body seat'to guide rail spacing
- Seat inside and outside diameters
- Seat to seat spacing A
- Radius or bevel of seat rings.

Results are sumnarized in Table 4-3.

Valve Disk Measurements. "The valve disk dimensions which were measured

4-5
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and recorded are:

- Disk seat measurements lncludlﬁg inside and outside
diameters

- Disk guide slot inner and outer dimensions and thickness
- Disk wedge angles

- Dimensions necessary to characterize stiffness of disk

- Hub diameter
-- Disk thickness at critical locations
- Radlué or bevel of seats

Results are sumarized in Tablé 4-4.

Stem/Disk Connection Measurements. - Dimensions which were measured and

recorded are:
- Depth and width of disk T-slot
- Depth and width of stem T-head
- Stem runout

Results are sgnnarized in Tables 4-5 and 4-6.

Seat, Guide and Stem Surface Characterization

Specific information which was obtained included seat, guide, stem and
stem nut surface roughness. Accessible surfaces were measured with a
surface profilometer. . Inaccessible surfaces were described
qualitatively.

Results are summarized in Table 4-7.

Pressure Areas

4-6




During the one week inspection period, INEL measured the horizontal
*‘projected "disk  surface areas for evaluating: the effects of body and
bonnet pressure on stem rejection ioads These data are not inciuded in

,,,,,

have been coliated and organized

. P
LGl v S0 s Lo e v

Chemica) Composition and Hardness'™"

_Chemical composition of disk seat and body seat ring hardfacing was
determined using 2 TN Technoiogies "lietaiiurgist-XR" X-ray fluorescence
' analyzer Due to access iimitations. measurements on the body seat rings
were limited to the lO-inch valves and were made only at the 12 o 'clock

position Measurements were perfomed at a nmnber of iocations on seven
vaive disk seats. including Disk "B" from Phase l testing.

[
- R I S R S St Ea R U B

The purpose of chemicai conposition tests was to determine the iron
content of Steilite disk and body seat hardfacing Accuracy of test
equipment was verified through pre-test post test and periodic mid-test
measurements on NIST traceabie standards Repeatabiiity of measurements
was verif ied through periodic repetition of seiected measurements

An Equotip hardness tester was used to measure the hardness of disk seat
body seat ring and body guide raii surfaces. A Pacific Transducer
Corporation (PTC) ‘~hardness tester was used to confirm Equotip
measurements on the disk seats. Oue to access limitations the PTC
hardness testér could not be used on body seats. &~ A

The measured fron content and hardness of seat materials are provided in
Table 4-8." The iron content of seat hardfacing varfed from 3% to 30% and
-hardness -also varied significantly. The high iron content and low
hardness in some valves indicates that hardfacing application processes
may not . have been weil controlled resulting in high iron dilution, or

k]
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that excessive seat machining had taken place leaving only a thin
hardfacing layer with high iron dilution,

Replication

Plastic molds were made using a dental molding compound to show detailed
body and disk seat configuration including edge bevels and face seat
width. Replicas were made at the three, six, nine and twelve o‘clock
positions. These replicas are being stored at MPR Associates.

POST-TEST CONDITION ASSESSHENT : ' e

Post test condition assessment was by visual inspection. per the‘

inspection plan. Results were recorded on the data sheets. All visual
inspections were performed and documented by industry team members.

Manufacturer representatives in attendance reviewed and concurred with
the {nformation recorded on the data sheets. The objectives of the
visual inspection of the INEL test valves were to characterize the
location, extent and _appearance of surface damage and plastic
deformation. Where damage uae found the condition of potential mating
surfaces was also noted. The condition of many components was documented
by photography Appendix H contains selected photographs of each valve.

Depth of surface damage was quantitativeiy estimated and . also
characterized by replication with a dental molding compound A
borescope. 30X 11luminated microscope. mirrors and surface prof { lometer
were also used for the inspection

Post-test condition assessment visual inspections showed that the
majority of test valves experienced significant wear and damage. Table
4-9 summarizes the results of visual inspections of the valves. Dental
molding compound was used to make plastic replicas of the damage observed
at varfous locations. Table 4-10 describes the "locations at which

replicas were made to document valve damage. These replicas are being
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stored at MPR Associates. Detailed inspection results are provided as
Appendix E. B ' ’ : -

On all valves some ‘degree of wear was observed on downstream contact

faces of the disk seat and body seat ring " The wear ranged from s'iight

burnishing, which is typicai ‘of 'valves’ which have been in service

(Figure 4-10), to severe gouging and gross metal removal The most
severe wear was' concentrated oiong the lower sides’ of seat fuces near_.

four o'clock and eight o *¢lock” positions (Figure 4- li)

All valves exhibited some guide wear iiowever. severe weer occurred on .
some valves which fnvolved significant meta] galling/removei Typically. :
this wear was concentrated near the 'Iower edge of disk guides and body .

.....

guide ratls. Figure 4-12 shows an example of moderate wear on the guides__.
and Figure 4 13 shows an example of | severe weer in the guides. Three[,

valves (Nos 2 5 and 6) showed evidence of wear on guide faces parallel
to the flow direction which are not normally expected to be load bearing
surfaces. This damage was most severe on, \Valve No. 6 (Figure 4- 14)

guide rails of two valves (Nos 3 and 8) were pennanentiy deformed in the'

downstream direction. Deformation of the valve No. 3 guide rail occurred
between top and bottom supports of the removable U-shaped rafls, while
deformation of Valve No. 6 occurred below the lowest of three we'lds
supporting a weided-in guide (Figure 4-15). '

g (SR

The majority of valves showed no significant wear on the stem or bonnet

bore. An exception 1s Valve No. 4 which had wear indications on the stem
where it passed through the bonnet bore and on the bonnet bore
(Figure 4-16). Each of the valves had a separate stem nut. No unusual
stem nut damage or wear was identified on any of the stem nuts.

- NN . - N

SUPPLEMENTAL TESTS
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The following supplemental tests were performed to provide special
insight on valve behavior by providing a more clear understanding of the
total effect of clearances on the relative positions of valve components
prior to and during disk seating.

- Blue Check

A blue check was performed on each of the six test valves. On
upstream and downstream disk faces, the aoverall appearance of
the contact pattern was recorded by sketches and photography.
Mean contact diameter and width of contact were also measured
and recorded, In addition, the position of the contact pattern
relative to inside and outside diameters of the seat was
described..

- Clearance Check

Guide-to-guide rail clearances were verified by direct
measurement using 12 inch long feeler gages with the valve disk
manually placed in the fully closed position.

- Range of Position Test

The highest possible stem position at which disk to body seat
engagement can occur was determined by incrementally lowering
the disk and stem (without packing and bonnet) into-the body.
At predetermined levels the disk and stem were manually tilted
or pushed in both upstream and downstream directions to
establish extreme disk positions. - Points and areas of seat-to-
seat contact (if any) at the limits of disk motion were
identified at each stem position for each type of loading.

Results of the blue check, clearance check and range of position test are
sumarized in Tables 4-11, 4-12 and 4-13, respectively. Figure 4-17
shows the locations at which clearances were measured. Detailed results
of the range of position test, which include seat contact locations as
a function of stem position for disk tilting and disk pushing loads, are
provided as Appendix F.

In general, supplemental evaluations confirmed the results of dimensional
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examinations and the post-test condition assessment. The blue checks

_Mshowed that the actual seat-to-seat contact areas were generally

~consistent wlth the direct measurements performed on the body seats. It

was noted that. these measurements were simpler to perform than the direct- -
- measurements in the valve body Therefore. this method is likely to be
" more practica1 for field applications (e g. In Situ Test Guide)

’Photographs of the disk: seat’ blue patterns are provided in Appendlx

The clearance checks reveal_ed,that .the“total lateral guide to guide rail

“clearance varied from 0.240 inches to 0.002 inches and that the total

clearance measured paranel to the flow direction ranged from 0,299
fnches to'0.018 inches. "Generally the most severe seat damage occurred
for valves with the largest gulde clearances 1n the directlon ‘of f'low
contact could occur at higher stem positions for valves with’ Narger’ guide
clearances. Feeler gage clearance measurements showed smaller clearances
than those determined by comparing the disk and body measurements due to
the presence of :rolled up materfal on galled surfaces. Accordingly,
clearances obtained by comparison of measurements rather than by the

feeler gage method should be used for. detailed analyses and  for

_validation of predictive models. - = - . - o

‘ o e
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Section 5

TEST DATA REVIEW

PHASE 1 TEST DATA

Two 6-inch 900 1b. flexible wedge gate valves were tested in Phase 1.
One qualification test sequence (ANSI/ASME B16.41) and 11 blowdown test
sequences were performed on Valve A (an Anchor-Darling valve). Valve B
(a Velan valve) was subjected to one qualification test sequence and 5§
blowdown test sequences. The blowdown tests were performed at various
temperatures and pressures and included cycling the valves at normal flow
as well as at blowdown flow conditions. The valves were not inspected
following each blowdown test. Results of Phase 1 testing are presented
in NUREG/CR-5406 (Reference 1).

PHASE 2 TEST DATA

Six flexible wedge gate valves were tested during Phase 2 -- three 6-fnch
valves and three 10-inch valves. The two valves used in Phase 1 of
testing were refurbished and used in Phase 2. The vendor, size, and
pressure class for each valve are listed below.

e
Valve No. Valve/Vendor Size Pressure Class

1 Anchor-Darling 6-inch "800 b

2 Velan 6-inch 800 b

3 Walworth 6-inch 600 1b

4 Anchor-Darling 10-{nch 300 1b

5 Powell 10-inch 900 1b

6" Velan-10-inch 600 1b




Each of the six valves was subjected to a qualification test sequence
(ANSI/ASHE B16. 41) and a flow 1nterruption test sequence at normal
operating pressure and temperature * In addition, two of the valves
(numbers 2 and 3) underwent.additional flow. 1nterruption test sequences
in which the test _parameters (temperature. pressure, and fluid denstty)
were varied In all flow interruption test sequences, the valves were
cycled at both normal flow and blowdown flow conditions.
not inspected following-each blowdown -stroke.

The valves were
The valves were only
Results of
Phase 2 testing were presented by INEL at a public meeting in April, 1930
For this effort, data plots from the INEL data report
(Reference_7) were used. _

inspected after all testing was completed (see Section 4).

(Reference 2).

SUMMARY OF DATA USED IN EVALUATION

Appendix A summarizes the test parameters “and flow condttions for each

valve stroke performed with dlfferential pressure ln the tests of both‘

Phase 1 and Phase 2. - o

. P N - 3 f
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There were 85 strokes with'dlfferentfal4pres§ure'(dP) in the Phase 1
tests and 149 in Phase 2. Apparent disk factors could not be calculated
for some strokes because the 0P was too small or the data were
insufficient.
evaluation and exp1ains why sane strokes were not ana]yzed

table. - -~ - - - -

Table 5 1 sunnarlzes the strokes ana]yzed in’ thisl
In general. .
there were three types of- strokes with DP, as shown in the fol]owtng

5-2

After the Phase I tests we were criticized for not performing valve
fnspections between tests and for further testing damaged hardware,
Valve inspections between tests were considered for the Phase II test
program, but we later decided against them because of cost factors.
Experfence had shown us that valve damage could be detected through a
sensitive stem thrust measurement. During the Phase Il testing, we were

able to detect every occurrence of valve damage.




" Type

General Procedure

DP Behavior

No Flow
(Open strokes
only)

Upstream side pressurized and
downstream depressurized; valve
opened.

DP rapidly dissipated as downstream
volume pressurized.

Normal Flow
(Close and open
strokes)

Flow established using pump (Phase 1)
or orifice (Phase 2); valve stroked
closed then opened.

DP increased as valve closed and then
dissipated as valve opened. In most
cases this DP was very small at all

t imes.

Blowdown , .
(Close and open
strokes)

Flow established using quick-opening
device; valve stroked closed and then
partially opened and re-closed.

ANALYSIS APPROACH

—

DP increased as valve closed and then
decreased as valve opened. In all
cases this DP was substantial

throughout the stroke.

Apparent valve disk factors were calculated using the equation below,
which is derived from the classic form of the valve thrust equation for
gate valves. The word "apparent™ {is used because it {s assumed that stem
force which is not due to packing load or stem rejection load is due to
friction between the disk and guides/seats.

Fs = (P x Ag) —Fp (+) for opening

ADF =
DP x Ap (-) for closing
Where,
ADF: Apparent valve disk factor
Fs: Measured stem force (1bf)
OP: Differential pressure (psi)
AS: Cross-sectional area of valve stem (1n2)
Fp: Stem force required to overcome packing load (1bf)
P: Upstream system pressure (psi)

5-3

The INEL response to the EPRI reports discussion of apparent disc factor
{s presented in Section 3.4.2.




AD: Dlsk area (1n2_) ‘

- ot

Fe. DP and P are taken from the data plots provided by INEL. FP was
determined using data from a valve stroke with no pressure, or using data
from a combined opening/closing stroke:at constant pressure. I\s and Ay
are based on va‘lve geometry The dlsk area 13 based on the mean contact
diameter between dlsk and seat. which vas obtained from inspection and
measurement of Valves 1 through 6 For valves A and 8, manufacturer
dimension 1nformation was ‘used.. The disk ‘and stem areas used for this
analysis are tabilated be!ow. Also shown: are the ‘disk areas used by
INEL. In References.l, 2 and 7, INEL plotted "predicted” stem force
assuming disk factors of 0.3 and 0.5, and compared these predictions to
measured stem force data. These comparisons imply values of disk factor
for the test valves (e.g.,.greater than 0.5). As shown below, the actual
.disk areas iueed here are slightly different from.those values :used
-previously, by- INEL.  The arees;usec‘! by INEL-are,- in general; slightly
. Tower (average 8%)... This causes the INEL computed stem thrusts-to be
- Tower than'ee;u'a] and the implied disk factors.to be higher than actual.
Figure 5-1 shows how the disk areas used in this evaluation and by INEL

were determlned The INEL disk area {s based on upstream seat ring bore

vdlameter This evaluatlon uses a mre.precise approach based on
‘downstream mean contact diameter, - - -~
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valve Ag (ind) Ay (ind) Ay (in?) used by INEL

A 1.767 23.6 20.6

2.405 24.4 21.1

1 1.767 21.9" 20.6

2 2.405 24.4 21.1

I 3 1.227 23.9 21.8
I 4 3.142 58.6 61.0
" _5 3.547 61.2 61.9°
" 6 4.907 54.7 48.7

Valve spparent disk factors were calculated at four different events
during each stroke as described below. Figure 5-2 shows the four events
on a stem .force versus time plot. MNote that this plot is not an actual
stem force trace but is intended only to {llustrate where and how the
events were identified. In particular, the maximum stem force occurred
well after isolation in many cases.

Events at which data weré evaluated are:

1. At zero stem position, as indicated by the "Valve Stem
Position” data plot, INEL reported that, for Phase 2
testing, this position indicator was calibrated before
testing so that it would read zero when the disk
completely covered the flow area. Valve stem position
information is not interpretable in this way for Phase 1
testing. Note that the interpretation of stem position
is subject to hysteresis effects due to the stem/disk

The INEL response to the EPRI report’s discussion of valve positions for
analysis {s presented in Section 3.4.1 of this report.

The disk areas for Valves 1 and A are different because the valve was turned around for Phase 2 testing. The area for Valve A is based on the

manufacturer drawing and that for Valve | {s based on measured

dimensions.
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clearance  (i.e., for a given stem position, the disk
can be at either of two locations, depending on whether
the stem is pushing or pulling the disk). Therefore,
zero stem position may not always represent the instant
that a "true” seal between disk and seat is made.

At flow fsolation (or unisolation). For closing
strokes, isolation was generally fdentified as the point
when downstream static pressure fell to zero, For
opening strokes, 1isolation (or unisolation) was
identified as the point when downstream pressure
increased above zero. This method did not work for
normal flow tests, where a downstream orifice was used
to control flow and resulted in the downstream pressure
remaining at a high level beyond valve closure, (fi.e.
the DP was small), Further, it appears dynamic pressure
(which {s measured with a tap facing the flow as opposed
to a flush tap which is used to measure static pressure)
may be a more sensitive indicator of true tsolation.
The exact determination of flow fsolation should be
studied more carefully in a long-term evaluation of the
test data.

At w‘ec‘!g“ing.'gs_ 1denvt'ifi1ec'! ‘A,f‘rom the stem. fov_'f;e plots.
For E]osiﬁg sfrﬁkes, 'v'v‘edgin'g wés identified as the
instant just prior to the essentially vertical section
of the stem force plot which corresponds to a rapid
increase in'stem force. - For opening strokes, wedging

was {dentified by the plateau immediately after the

initial “cracking” peak on-the stem force plot.

Vo

fl




4, At maximum stem force (excluding cracking peak)
regardless of disk position. This value {s the highest
stem force during the stroke. On some stem force plots,
this coincided with one of the three points mentioned
above. On others, there was a maximum stem force which
occurred at a time other than isolation, wedging, or
zero stem position indication.

ANALYSIS RESULTS

Apparent valve disk factors calculated for each stroke with differential
pressure are listed in Appendix B. Results are discussed in Section 6.
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Table 5-1

SUMMARY OF VALVE STROKES ANALYZED

FROM PHASE 1 AND PHASE 2
MOV TESTING

Total # Strokes;' Number

Valve # with DP { -.. Analyzed Strokes Not Analyzed
A 58 ' 38 e ”“'20 - normal flow: tests*
B . 27 : 19 L 8 _-_normal f]ow tests*

Phase 1 Totals: 85 st 2’
1 13 12 1 - normal flow tests*
2 52 50 2 - normal flow tests*
3 32 29 3 - stem force plots bad
4 12 : 10 2 - normal flow tests*
5 17 13 4 - normal flow tests*
6 23 17 6 - normal flow tests*

Phase 2 Totals: 149 131 18

* Differential pressure was too low on these norma]

factors to be calculated. . SN
NOTE: For those tests’ anaTyzed disk factor could not
at-all-of the desired events during the stroke
factor could.not.be calculated at:

l.

flow tests for disk

always. be calculated
Specifical}y, disk

1. Zero valve stem pos1t1on for 7 strokes because valve :stem

position-plots were 1naccurate/unava11ab1e

Plots were

considered inaccurate if zero stem pos1t1on occurred prlor to
cracking or after stem force Tleveled off to its "running load"

(on opening strokes) f ; : Do

- B

2. Zero va1ve stem p051t1on for 19 norma] f1ow strokes because of

Tow DP."

-\ CO Y
NI \'\\-.~

3. Zero valve stem pos1t1on for the 57 Phase I strokes because valve
stem position plots were not interpretable in this manner.

4. Isolation for 19 normal flow tests because of low DP.

5. Isolation for one (1) stroke because isolation could not be

identified.

6. Wedging for three (3) strokes because the disk did not wedge.

See Appendix B for a complete stroke-by-stroke 1list of calculated

disk factors.
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Section 6

EVALUATION OF DATA REVIEW AND INSPECTION RESULTS

BLOWDOWN ISOLATION

Table 6-1 summarizes the apparent valve disk factors and test parameters
for selected blowdown closing strokes from Phase 1 and Phase 2. The
first blowdown stroke for each valve is highlighted in bold. Figure 6-1

summarizes the results from the first blowdown strokes. Several
1mpor;aﬁt conclusions should be noted:
1. * For Valves A, 4, 5, and 6, all the strokes listed exhibited

anomalous behavior (See "Behavior Beyond Friction” below).
Therefore, the apparent disk factors listed in the table do not
necessarily reflect true friction since damage mechanisms likely
resulted in higher required stem thrusts. There could be
significant varfation in disk factor for valves which have these

damage mechanisms.

Table 6-1 {s addressed in Section 3.4.2 of this report. The table
consistently shows too small a value for the stem force required to
isolate flow.

The anomalous behavior identified by EPRI for each valve is discussed
below in view of how we used the test results from each valve.

Valve A - See our discussion of the EPRI reports item 3 below.

Valve 4 - This valve was badly damaged during the {nitial design
No additional blowdown
tests were performed with this valve. We did not use
the results of the valve in developing the INEL
correlation,

basfs blowdown test sequence.

valve 5 - The high loadings during the initial design basis
blowdown test sequence resulted in disc tippage and an
interference between the disc and the seat, Subsequent
testing did not exhibit this behavior, as the materfal
interface had been removed during the initial design
basis blowdown test. Therefore, subsequent testing
using this valve was used in developing the INEL

correlation.




2.

3.

o potentially appllcable

'

I R S N B R

As discussed ln Sectlon 3, Anchor/Darllng indicates Valve 1 is
not representatlve of 6" Anchor/Darllng valves; therefore, the
dlsk factors calculated for Valve 1 are not ‘considered

applicable to typical Anchor/Darling Valves.

Valve A had nltrogen flow rather than the desired saturated

The effects
of nitrogen versus water are not known. but this fluid
dlfference would not nominally have been expected to affect the

water flow for the flrat blowdovn closure stroke.

dlsk cocklng/machlnlng behavlor observed with this valve,
the dlsk factor for Valve A

J 5

Accordlngly. la' considered

pooe

“As discussed later, it apnears'Valve 6 was damaged in a hot

cycle. no-flow test prior to the _first blowdown stroke.
If the

it appears similar damage

Speclfically. the gulde rails were bent downstream.
guide rafls had not been damaged,
would likely have occurred in blowdown strokes.
the disk’ factor for Valve 6 {s
appllcable '

Accordingly,
considered potentially

B . - N . ot

H
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Valve 6 - See our discussion of the EPRI report’s ftem & below.

Valve A was delivered to the INEL with the understanding that it 1is
representative of Anchor/Darling valves : delivered to the nuclear
The : downstream .disc surface on Valve ] :was the original
See Section 3.3.2 for additfonal details.

,

{ndustry.
valve A unrefurbished surface.

The EPRI report §s concerned with the presence of nitrogen during several
of the Phase 1 tests and its effect on the friction factor between the
disc and the seats. We have assessed the Phase | tests and concur that
the seven tests listed in-Table 2-1 of the EPRI report included nitrogen.
{nitrogen entrainment, not dry nitrogen). However, the eight tests
listed in Table 2-2 of the EPRI report did not. It {s also important to
remember that using the INEL. methodology, we saw no;dlffsrence in the:
response of the valve during testing that had a nitrogen/steam mixture,"
compared with the response during testing with a water/steam mixture.
See section 3.4.6 for additional details.

Damage to this valve consisted of disc and seat damage, guide damage, and
a bent gquide. We initially attempted to use measurements from design
basis testing taken when the disc first started to ride on the seats,
hoping to avoid the results of abnormal interferences between the bent
guide and the disc and the seats, However, upon further assessment of
the response of this valve during design basis blowdown testing, we have
decided not to use any of the results from this valve in developing the

INEL corrélation,
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5. For Valves B, 2, and 3, the apparent isolation disk factors for
the first blowdown stroke are 0.35, 0.33, and 0.19,
respectively. These valves did not show anomalous behavior
associated with valve damage. Therefore, it appears that disk
factors for blowdown {isolation strokes from this testing are
bounded by a value of 0.35, when anomalous behavior is avoided.

BLOWDOWN - UNUSUAL BEHAVIOR
Anoma lous Behavior on glowdown Closure Strokes

This behavior occurred on Valves A, 1, 4, 6 and to some extent on Valve
5. This behavior was characterized by jagged thrust traces and, in some
cases (Valves A, 4, and 5), maximum stem thrust prior to wedging
(yielding a transient high apparent disk factor). Figure 6-2 {s a plot
of stem force versus time for the first Valve 4 blowdown closing stroke.
The apparent valve disk factor calculated at the force "peak”™ is 0.58;
the disk factor qalculatéd at wedging 1s 0.32. This plot also
{1lustrates the jagged force traces that were observed.

This behavior is attributed to mechanical interaction of valve internals
beyond simple sliding friction, that is, machining or shaping of
surfaces;"The inspection results support this conclusion. Inspection
of Valves 1 through 6 showed evidence of wéar/damage on the guide and
seating surfaces of all valves; however, major damage was observed on
Valves 1, 4, and 6 and, to a lesser extent, on Valve 5. Stem/bonnet bore
damage was also cbserved on Valve 4. Table 6-2 shows a summary of guide
and seat damage to Valves 1 through 6; the correlation of major damage
to valves showing anomalous behavior is evident.

6-3

Disc factors for blowdown isolation tests of valves B, 2, and 3 are not
bounded by a value of 0.35. Sections 3.4.1 and 3.4.2 of this report
address the EPRI report's evaluation of apparent disc factors at
isolation.

The stem force responses do indeed exhibit 3agged traces, and such traces
are indicative of valve damage. Apparent disc factors calgulated at the
peak stem force must be used with caution, because the extent of valve
damage and the stem force necessary to move the disc against such damage
must be estimated, while the actual damage and actual stem force vary
considerably from test to test and from valve to valve. Calculating a
disc factor just prior to wedging may have some qualified use, but the
nonpredictable nature of the valve needs to be emphasized.

The EPRI report has assessed the results of ‘the wear and damage to each
valve tested by the INEL. ldentifiable wear and damage to the disc seat,
body seats, disc guide, and body guides of each valve for the Phase Il
and the valve B disc from Phase | testing are described by EPRI in
Table 6-2, along with an assessment of whether the conditions noted could
have caused anomalous behavior. Generally, the EPRI report concludes
that damage ta the disc guide and body guides and the disc seat and body
seats directly affects whether a valve is considered to be predicable or
nonpredictable. Such nonpredictable behavior can result in high stem
forces and, as a result, high apparent disc factors. The results from
tests showing anomalous blowdown behavior are nonetheless valid. GI-87
valves showing such behavior during testing can be expected to show such
behavior under similar conditions should a line break occur in the plant.
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It shouid be noted that the inspection was carried out at the conclusion
of the test program after numerous strokes had been performed on each
vaive. Because there were no inspections during the test sequence, it
is not possibie to preciseiy reconstruct the damage scenarfos. In ali
cases except one (Vaive 6), it appears the significant damage occurred
during the biowdown strokes._ This conciusion is based on the strong
correlation of major damage with the anomaious blowdown ciosure behavior
(Tabie 6~ 2) Specificaliy. a highiy ioaded ciosure stroke provides the

best opportunity for the disk guide siot edge and disk seat edge to .

machine the mating body guide raii and seat ring surfaces The exception
for Valve 6 is discussed more extensiveiy below under the discussion of
"No-fiow Tests and under the discussion of "Vaive 6”

Pictures of the type of damage referred to in Tabie 5- 2 are given in
Section 4" g v

- Figure 4-13 shows major guide damage (Valve &)

- Figure 4-11 shows major disk seat damage (Valve 4)
- Figure 4-12 shows moderate guide damage (Valve 5)
- Figure 4-10 shows minor disk seat damage (Valve 6)

These figures 'show the significant ‘local materfal deformation which
occurred in some valves in the tests. The damage is characteristic of
very high local bearing stresses, indicating that guide and seat surfaces

R A

However, the nonpredictability of the results renders them not very
useful in the assessment of valve response i{n general.

The EPRI report expresses concern over the lack of {nspections between
tests and the possibility that we tested damaged valves. Sections 3.2.2
and 3.3.3 address these issues.

For a nonprEdictabie valve, the hiohest loads typicaiiv occur while the
disc is sti1) riding on the guides. These loads are the result of an
increasing differential pressure near closure and the increaeing”disc

6-4
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were carrying load in a highly nonuniform manner. The surfaces are most
susceptible to this when the disk is partially through its stroke and the
This is where
transient force maximums were seen {n the data, e.g. Figure 6-2.

load is being transferred from the guides to the seat.

Force Increase During Opening Stroke

This behavior occufred on Valves 4, 5, and 6 (Phase 2 10-inch valves)
and, to a very limited extent, on Valves A and B (Phase 1 6-inch valves).
This behavior was characterized by a maximum stem force after the flow
path was opened (yielding a transient high apparent disk factor). Figure
6-3 is a plot of stem force versus time for a Valve 5 blowdown
opening/closure stroke. The apparent disk factor at unwedging is about
0.31, which is cons-l;tent with sliding friction. The disk factor at the
stem force peak is about 0.45, which indicates phenomena beyond friction
appear to be océurfins']. Also, the DP has dropped off at the time of the
force peak, further indicating that phenomena beyond simple sliding

friction are Qccurri}ng.

The behavior also occurred to a very limited extent on hot, no-flow
which can be attributed to the brief existence of
blowdown-1ike conditions in the very initial parts of these strokes (see

opening tests,

discussion of "No-flow Tests" below). Two possible causes are postulated

for this behavior: valve damage (analogous to closing strokes as
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area being exposed to the flow. There is evidence to suggest that
clearances between fhe disc and the guides were larger, allowing thé disc
to tip excessively. This tippage of the disc concentrated the disc to
guide loads and resulted in localized damage to both the disc and the

guides.

This damage occurs while the disc is riding on the guides. Once the disc
comes in contact with and starts riding on the seats, {t straightens
somewhat. This helps to distribute the load over a larger area and also
allows the harder and stronger Stellite-coated surfaces to carry the

load.

We suspect that internal valve damage did not cause the response noted.
If it had, we would expect the highest stem force to occur at the same
time the highest load between the disc and the seat occurs,
immediately after unseating.

i.e.,
This was not the response noted.




discussed above), and flow effects.

Valve damage was observed in the inspections and likely contributed to
this behavior. However, damage {s not considered to be exclusively
responsible for this behavior because:
- Th; correiation between observation of the behavior and presence
. ‘of significant damage was not as strong as for the ciosure
behavior For exampie. Valve‘ 5 showed the most significant
behavior but had much more moderate damage. and Valve 1 showed
" among the most severe damage but none of the behavior. Damage
'may have been a significant contributor for Vaive 6, uhere the
'behavior changed distinctiy to this unusual form between the
" first “and second nominaily ‘identical hot, no-flow opening
strokes (see discussion of "No-flow Tests™ below).

. B Sts B LT R I ST R S M S i

-7 Intultively, damage consisting of 'digging ‘and gouging would be
: ruch less 1ikely on Gpening strokes, because the surfaces tend’

not to" interact at aggressive angles. ~On Valve 6, where a
deformed ‘guide was a major damage contributor, this could have
" . (and Vikely) occurred‘on the first hot no-flow opening test;

. B,
Takrrn meT

RS

Flow effects have beeri identified by INEL ‘as being responsible for the

force increase during blowdown opening mid-stioke. ' This explanation is

plausible because 15cal internal pressure data show a reduced pressure
below the disk giving rise to-a downward load on the disk from flow
effects. Quantitative evaluation of this explanation has not yet been
presented by INEL, nor has {t been evaluated yet in the EPRI MOV
Performance Prediction Program. Quantitative evaluation will require

hence, damage appears to be a significant contributor for Valve

-




detailed examinatfon of pressure data in the valve body and valve
disk/body geometry. Hydraulic modeling to predict pressure distribution
will likely also be required. ’

The detailed explanation of this behavior is a question for future study.
Although -this behavior can have an
predictions, the applicability of this observed behavior to nuclear power

impact on valve performance

plant valves is not known. - In general, nuclear power plant valves do not
have to open against design basis blowdown opening conditions such as
tested in these NRC/INEL tests.
systems where the flow rate may be significant as the valve opens, and
there could be the potential for this type of behavior. Accordingly. to
the extent this phenomenon is due to flow effects, it would need to be

However, some valves need to open in

adequately accounted for in valve opening applications. For most nuclear
power plant valves, which face opening conditions far less severe than
the NRC/INEL blowdown conditions, this effect is not expected to be as
strong as observed in the NRC/INEL tests.

High Apparent Friction Near Seated Position

This behavior occurred on Valve 2. The behavior was characterized by
slgnificéntl} higher qﬁparent disk factor (over d.S) while the disk was
travelling at or near the final wedggd ]hard-séated) position. The
average apparent disk factor calculated at blonown {solation for Valve
2 was much lower, about 0.3, The stem force sharply increased after flow
was isolated but before wedging occurred; Figure 6-4 shows a blowdown
isolation stem thrust trace, with the points of isolation and wedging

marked.
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We potentially agree with the EPRI report that most nuclear power plant
valves do not have to open on blowdown flow conditions. PORV block
valves maybe an exception. We have never quoted a safety function for
a valve to initiate blowdown flow.
no flow openings, and maximum flow openings.

We performed normal flow openings,
Some systems in a nuclear
plant are connected to large vessels where momentary to slightly more
sustained high flows could be anticipated, depending on the downstream

volume. The EPRI report acknowledges this fact.

Based on our assessment of this test and the results presented on this
figure, the 0.3 apparent disc factor presented in the EPRI report was ﬁot
at isolation, but instead at a point earlier in the stroke, while the
We estimate that another
1.5 seconds of motion occurred before the disc was fully riding on the

disc was still traveling on the guides.

seats and flow was actually isolated; an additfonal second passed before
wedging occurred. We consider the apparent disc factors as presented by
the EPRI report to be typically too low because a value for the stem
force measured while the disc was still riding on the guides was used.
Note also that this was a 100°F subcooled test. Appendix C of this
report describes the fluid dependencies of valve response.




The high disk factor on Valve 2 was also seen on opening strokes, In
particular. apparent dlsk factors of over O S were observed when the disk
was‘sliding from unnedging to unisolation.

S, R

The reason for this behavior is not thoroughly understood The valve
First, the disk seat face of Valve 2
had a high iron concentration (20% - see lable 4- 8) which can contribute

inspection provided some insight
to increased friction. Typical fron concentrations should be in the
range 5- 10% However. other valves had observed high fron concentrations
' and did not show the abnormally high disk factors.
would not reasonably explain the sudden changes in apparent friction as
the disk approached the uedged position. Accordingly, the high {ron
content although it could be a concern, does not . appear. to explain the
particular high disk factor for Valve 2

Further. fron content

Next it was noted that Valve 2 showed a distinct wear pattern on. the
body guide rail edges and disk guide slot edges parallel to the flow.
Figure 6-5 shows the
The wear indicates
The
contact was enhanced by small lateral disk/guide clearances in this
direction:(total’¢learance of 0.050 inches - see Table 4-12) and by a
tendency of the Valve 2 disk to rotate very slightly (about an axis along
the pipe) as ‘it first came into contact with the seat. These effects
-apparently 'resulted in the disk engaging the guide rail on the surfaces

which normally are not load-bearing surfaces.
observed wear pattern on one of the guide rail edges

these' surfaces were contacting near the bottom of the stroke.

parallel to flow. Figure 6-6 shows the hypothesized phenomenon.

L

"It appears that as the additiona) surfaces came into contact, additfonal
friction forces may have been generated resisting valve disk motion.

o
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We have not assessed opening disc factors extensively and have not
assessed opening friction factors per the INEL equation at all. However,
it is interesting to note that the opening disc factor is very similar

to the closing disc factor just prior to wedging.

Vhile the EPRI report considers the response of Yalve 2 to be anomalous,
the method employed by the INEL (see Appendix C) to assess disc to seat
friction factors indicates that the response of Valve 2 was typical of
the response of the other predictable valves.

EPRI has identified disc to valve body wear due to rotation of the disc

. as one possible abnornnlity'with this valve,. This valve sustained by far

the largest number of strokes. In light of the large number of valve
cycles, we believe that the identified markings reflect normal wear for
the test conditions the valve was subjected to. The appearance of such
wear on a valve {s not surprising. None of the valves have any mechanism
to prohibit the disc from rotating relative to the pipe center line,
other than resistance from the stem and by disc contact with the guides.
We have no reason to suspect that any rotation of the disc in Valve 2 is
In fact, the limited lateral

clearance between the disc and the guide would minimize any rotational

more pronounced than in any other valve,

tendencies of the disc and prevent aggressive contact angles from
occurring. In additfon, the methodology employed by the INEL to assess

Valve response {ndicates that the behavior of Valve 2 during the testing
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These additional forces would be interpreted as a higher apparent disk
factor,
disk/guide clearance may have been the root cause of the abnormally high
disk factor.
aspects and to valve-unique clearances, there may be some potential

If this explanation is true, it appears insufficient lateral
Because this abnormal behavior may be related to design
applicability to nuclear power plant valves. However, the root cause

needs to be verified before the detailed applicability can be evaluated.
In this regard, additional 'testing to

reproduce and fisolate these

)

phenomena 'is warranted.

Unusual Seating Behavior

Unusual Qeatlng behavior occurred on closing strokes for Valve 6, The
behavior was characterized by a stem force trace which did not have a
sharp “corner" when the disk was hard in the seat; instead, the thrust
gradually increased more sharply toward the end of the stroke before the
disk was hard in the seat. A high apparent disk factor at the point of
wedging was calculated,
for Valve 6 and 1l]ustrates this behavior.

Figure 6-7 is a plot of stem force versus time

The valve inspection provided some {insight on this behavior.

Specifiéally. the lower end of the guide rails, uhlcﬁ were cantilevered,

were defqimed in the direction of flow. Figure 4-15 shows a picture of
the deformed guide rails. The deformation was to such an extent that the
disk‘was wgdglpg'betugen‘the douﬁstream seat and guide rails, and was
gradually forcing the gdlde rails back toward their original position.
Also, the disk guide slot was “digging into™ the guide rail on one of the
faces narallel to flow, as evidenced by severe damage. The root cause
of this behavior is considered to be a guide rai{) design with inadequate
Also, insufficient disk/guide lateral
clearance may have cqptributed. It is believed the guide rail

deformatfon occurred during initial hot no-flow testing (see discussion

support at the bottom end.

was typical of the other predictable valves tested.

As previously discussed damage to this valve consisted of disc and seat
damage, guide damage, and bent guides. The data was not used in the INEL
correlation.




of "No-flow Tests" below).

BLOWDOWN FRICTION BEHAVIOR

In the discussion below, "disk féctor“ refers to apparent valve disk

factors calculated as part of th15—6§31uétibh (see Section 5). Data from

blowdown closure and opening strokes were reviewed to identify portions
of each stroke, {f any, where the sliding of the disk on the seat
appeared to be the dominant' load phenomenon (rather than machining or
shaping of surfaces).  This evaluation focused’on the brief time period
between flow isolation and wedging, and attempted to ensure that the
unusual effects as discissed above were excluded. The appearance of the

force plot was used to determineé perfods of apparent sliding friction.”

For example, Figure 6-2 shows the first’blowdown closure stroke for Valve

4. The.force plateau right after the peak at ‘{solation is considared to” -

be the disk’ slidlng on. the seat; the disk factor in this’ period is 0.32.

(> O RERA L L oS S ThAIE vy s
. ‘v N :

Based on evaluating all of -the blowdown: closure and opening strokes in
this manner, average apparent disk factors due to sliding friction for
each valve were determined. ~ Table'6-3- summarizes the average disk
factors for blowdown conditions when s1iding of the disk on the seat is
occurring.- “As shown*in this table, the values are between 0.28 and 0.41
for closing strokes, and are between 0.25 and 0.40 for opening strokes,
with the exception of Valve 2 at 0.47. - If data for wedging of Valve 2

are considered,” the' average apparent'disk’ factor is as high as 0,52;:’

however, 'as ment{oned previously, {t:appears™additional surfaces were
coming into' play during wedging and the apparent disk factor does' not
necessarily represent true friction. The unusually high value of 0.47
for openlng strokes of Valve 2 (based on the point of isolation) may also
be affected by th\s.‘phenomenon - Xn - Summary, the blowdown sliding
frictlon disk factor results suggest the traditiona1 0.3 disk factor used
in the valve thrust equatlon may, need to be somewhat increased (to about

The apparent disc factor analysis is discussed in Section 3.4.2 of this
report., Averaging these data in this analysis will not improve their
usefulness.

Tl




.0.4) to cover sliding friction under blowdown conditions. The high
Valve 2 results suggest that the unusua) behavior in this valve can be
interpreted as apparent sliding friction.

NORMAL FLOW TESTS

No results could be obtained from normal flow tests on Valves A, B, 4, The normal flow tests are discussed in Section 3.2.5 of this report.

5, and' 6 because the test configuration and approach resulted in found the data from these tests useful.
negligible DP during these strokes (see Section 2). In Phase 1 testing

(Valves A and B) a low-head pump was used for flow. In Phase 2 testing

(valves 4, 5, and 6), a downstream orifice was used to set the flow, and

downstream pressure remained at a high level while the valve was closed

and re-opened, -resulting in very low differential pressures being

developed during the stroke (see Figure 2-3).

For Valves 1, 2, and 3, significant differential pressures were developed
(see Figure 2-4), and apparent disk factors could be calculated at the
point of wedging/unwedging for both closing and opening “strokes.
Isolation could not be identified from the downstream pressure plots
because of the effect of the downstream orifice as discussed above, and
the differential pressure at zero stem position was so low that disk
factors could not be accurately calculated.

Results for apparent disk factor during wedging/unwedging of these three
valves during normal flow strokes are given below.

Average Apparent

Valve Disk Factor Explanation
1 0.34 Based on wedging of 1 closure stroke.
2 0.58 Based on wedging of 6 closure and 6 opening strokes.
3 0.27 Based on wedging of 4 closure and 4 opening strokes.
6-11
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?iete the resujt fur) Yzﬁve i_.!ls.besed_‘on only a single stroﬁe. 'A'Islo. for
Valve 2 it was previously shown that phenomena beyond friction may be
occurring durlng wedglng s0 the 0 58 value above Is not likely due to
true friction Nonetheless. At is higher than average wedging disk
factor for blowdown conditlons (0 48 to 0 52)
(0. 27) s less than the comparab]e va'lue for b'lowdown condltlons (0.33
to 0.38).
of agreement between these tests and others underscores .the need to

The limltations in the present ana]yses and the apparent lack

evaluate the normal flow data in _more detaﬂ

evaluate using p]ots. Unt11 further eva'luation s performed using the

digltal data. lt appears no dlsk factor conc!uslons .can be made from‘

these tests o ) o .
N EPE RaER o s T B

e 4 PR s 3or

NO-FLOW TESTS,

In--"no-flow" tests, ‘the volume downstream.of the test - valve “was.
depressurized while the upstream side was kept pressurized, and then the.

valve was opened,

actually occurred as the flow path was initially opened up. Particularly.

with the hot:steam “no-flow" tests (10-inch valves), the period of flow
was significant (several seconds).. Accordingly, the:description “no-
flow" (adopted here from the INEL reports) may be a slight misnomer,

“
‘

The brief period of-flow .in steam tests of 10-inch valves involved

considerable .DP . across .the valve. It appears these tests simulated

blowdown opening conditfons for.the first few seconds of the opening .

stroke, Because of this feature, the unusual force increase after flow

The value for Valve 3

. The unusual behavior of.
the DP during the stroke (Figure 2- 6) made these data dlfficu'lt to.

As discussed in Sectfon 3, a brief perfod of.flow
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The lack of agreement among the disc factors for the different valves is,
more than anything else, an {ndication that the standard {industry
equation is deficient.

A no-flow test with a pressurized fluid upstream of the valve will
produce a momentary motion of the fluid when the valve {s opened. This
phenomenon will be more pronounced {f the fluid 1s highly compressible.
The term "no flow™ is not an attempt to ignore this momentary phenomenon,
but rather to distinguish between sustained forced flow and pressure
relief. Note also that during the no-flow tests there was no flow at the
discharge end of the test facility.
Section 3.2.6 of this report.

The no flow tests are discussed in




initiated (discussed previously under “Blowdown Unusual Behavior") was
seen to some extent on hot, "no-flow™ strokes of 10-inch valves. The
behavior was only observed to a small extent on Valve 4 but to a more
significant extent on Valve 5. Figure 6-8 shows the stem force time
history for the first hot no-flow opening of Valve 5. The force peak
after start of flow can be clearly seen. Other hot no-flow test results
for Valve 5 looked similar.

For Valve 6, the first hot no-flow stroke showed little or no. evidence
of the unusual behavior, but the second hot no-flow stroke showed
significant evidence of this behavior. Figure 6-9 shows the stem force
time histories of the first two hot no-flow strokes. These two strokes
had essentially identical conditions in terms of pressure, temperature
and DP history across the valve. Because the unusual stem force was
observed only on the second stroke, it appears flow effects are not
responsible for the stem force increase on this valve. Rather, it
appears valve damage likely initiated on the first hot no-flow test,
which contributed to the subsequent unusual behavior. As discussed in
Section 4 and earlier under "Unusual Seating Behavior”, Valve 6 had body
guide rails bent in the direction of flow_(see Figure 4-15). It appears
this deformation initiated on the first hot, no-flow test, based on the
appéaréhce of the'Qata. It 1§ notgd the bent guide damagg mechanism
could readily occur on an opening stroke, and it appears the DP persisted
long enough to ailow load to'be transferred to the guides on this Qtrbke.
Accordingly, valve damage likely contributed to cbserved valve behavior
for all valve strokes foliowinﬁ the first hot no-flow test (including all
blowdown strokes). The root cause of this damage was a guide rail design
which was inadequately supported at the lower end. It should be noted
that this guide rail may not have permanently deformed {f the valve was
installed in a typical nuclear power plant system (non-blowdown) where
pressure is relieved more quickly as the valve opens (see Figure 2-5) or
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in a system with a lower temperature where the material yield stress’

would have been higher. ' ::"
The cold no-flow tests performed on all valves preceding the hot no-flow
tests generally showed a much lower disk factor, which is discussed later
under "Effect of Valve Exposure History”,’ : .
The hot no-flow tests from all eight‘test valves were reviewed to define
test periods where it pgeared sliding friction ,was the dominant
behavior. The force increase after start of flow was excluded from
consideration Average apparent disk factors are sunnarized in Table 6-
Y In general a favorable’ comparison between Table 6-4 (No-flow) and
Table 6-3 (Blowdown) {s observed. Figure 6-10 highlights the comparison.
Disk factors for sliding friction are in the range 0.25 to 0.41, except

for Valve 2 “and Valve 8 to a slight extent As discussed earlier. it

appears unusual phenomena may be involved while 'Valve 2 is near the seat.
The ‘unusual” behavior’ may add 'to’true disk/seat friction. which would
ﬁohetheless;‘it abbea}s'

likely explain the &ﬁus‘da’i‘iy‘ 'h'igh disk factor, °

generally that valve sliding performance obtained’ from no-flow teats can

be ‘used to predict sliding performance in blowdown tests. For valve

designs/applications ‘where' behavior beyond friction 1s avoided at design"

basis conditions. perfornnnce can be adequately predicted or extrapolated
from tests at lesser ‘conditions. " i

EFFECT OF VALVE EXPOSURE HlSTORY

Figures 6-11 through 6 26 show apparent disk factor for every valve

stroke with pp evaluated in this study. Each plot shows apparent disk

factor plotted against total stroke number for that valve (where only,

strokes with DP are counted) Separate. consecutive plots are provided

for opening and closing strokes on each valve For each stroke, up to

4 apparent disk factor values are plotted corresponding to the 4 events
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Average and apparent disc factors are discussed elsewhere in this report.

Section 3.4.1 addresses our concern with the EPR] reports definition of
apparent disc factors at {isolation, wedging, or maximm. We have also
expressed concern over the choice of a disc area for calculating the disc
factor and its applicability to the standard industry disc equation (see
Section 3.4.2).




during the stroke which were analyzed (see Section 5). Blowdown and
Normal flow strokes are identified b} ‘the indications “B" and *N" at the
top of each graph; also, observations of anomalous blowdown closure
behavior and unusual force increases during opening strokes are indicated
by “A" and "U" respectively., Finally, lines have been drawn showing
average apparent disk factors for indicated events. All of the values

shown on Figures 6-11 through 6-26 are tabulated in Appendix B.

The first major observation is that on 211 8 valves the initfal cold no-
flow strokes yielded low épparent disk factors (0.1 to 0.2). Upon
initiation of hot no-flow testing, disk factor increased (to above 0.3).
There was also some evidence of disk factor increasing with repeated
strokes at cold temperaturé (see Valves 6 and A, Figures 6-21 and 6-23).
In cases where cold tempe;'atura tests were conducted after hot tests
(valves A, B and 2), disk factor did not return to the initial low level
but instead remained at the higher level. Figure 6-'27 is a plot of disk
factor (based on wedging) versus temperature covering all. strokes of
Valve 2, which i{llustrates the irreversible nature of the disk factor
change.

The cause for this behavior is not know, but several mechanisms have been

postulated. These include: °
- Removal of residual machining oil from disk and seat
surfaces
- Removal of an oxide layer on disk and seat surfaces
- Microscopic surface changes on disk and seat surfaces
(normal “wear™)
- Macroscopic surface charges on disk and seat surfaces

(indicating damage).

The INEL data are insufficient to determine the cause. Nonetheless, the

data from these test {indicate’ that valve performance information
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The tendency of the disc factor to remain high when cold testing is
performed after the hot testing has not been assessed by the INEL. An
independent assessment of the these phenomena might confirm these trends.
We agree that the mechanisms identified here in the EPRI report could
contribute. If these trends are confirmed, their impact on our original

conclusfons will be minimal.




meaningful to hot conditions can be obtained by tests at cold conditions,
once the valve has been exposed to hot conditions. Conversely, initia)
tests at’ cold ‘conditions may not 'give bounding information on future

2
cop

valve performance at hot or cold conditlons

s o »

LINEAR STRESS

e e

Section 2 dlscussed the use of a llnear stress parameter to evaluate

valve applicatlon severity Flgures 5 28 through 6- 35 are plots of

apparent dlsk factor versus llnear stress (dlfferentlal pressure tlmes_
disk area divided by clrcumference of disk) for all valves tested.
Opening and closlng strokes are indicated on each plot separately. as are

blowdown and non-blowdown strokes. There appears to be no clear
correlation of strokes overall or for a particular subset of strokes.
It appears that linear stress. by itself, is not necessarily an adequate
valve severlty evaluatlon parameter for separatlng valves Jinto "lightly
loaded" and "heavlly loaded” classes

appears the behavlor of DP durlng mld-stroke plays an 1mportant role.

DlSCUSSlON OF lNDIVIDUAL VALVES

Although the eight NRC/INEL test valves were dlscussed in the preceding
data.evaluations, below {s a summary of key performance observations for
each valve along with-insights from inspections regarding explanations
for the observed behavior, -

Valve A and Valve |

Valve A/1 showed a's1iding friction apparent disk factor in the range 0.3

‘ As dlscussed 1n Sectlon 2, it

to 0.4 but was susceptiblé-to anomalous behavior on blowdown closure -

strokes. -Blowdown isolation disk factors as high'as 0.75 were observed

on Valve A and as high as 0.86 wére observed on Valve 1. The anomalous

-~ A
T cor
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The INEL assessment of the closing tests, as presented in Appendix C,
concluded that a load dependent response does exist.
ohserved for both the Phase I and the Phase II closure testing. Sections
3.4.2 and 3.4.4 at this report present discussions that might explain why

This response was

the EPRI work did not demonstrate a load dependent response.

The 1inear contact stress mode! should have a distant relationship to the
normal loadlng concept employed by the INEL, but more study is needed.
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behavior {is attributed to the sizable disk-to-guide clearance in the
direction of flow (about 1/4” total clearance).
apparently allowed the disk to-displace and/or tip downstream during

This clearance

blowdown closures such that the disk attacked the seat aggressively and
led to interaction beyond sliding friction (shaping and machining).
Significant disk and seat damage resulted. The damage appeared to be
exacerbated by a sharp edge on the disk edge of Valve 1. Anchor/Darling
indicates this sharp edge is atypical. Also, the inspection of Valve 1
noted significant guide damage. The as-cast, fairly rough surfaces of
the guide rails in conjunction with the sizable disk-to-guide clearance

_(which allowed tipping to concentrate the guide load over a small area)

apparently contributed to the extent of damage.

The disk of Valve 1 had a Stellite iron dilution (20X) much higher than
typical, according to the manufacturer, Anchor/Darling. The high iron
content may also have exacerbated the behavior for Valve 1.

The first blowdown stroke of Valve A passed nitrogen (rather than the
desired saturated water) for the final 60X of the stroke. Although
nitrogen is atypical, the potential for the disk to displace and/or tip
and agg}essively engage the downstream seat would apparently still have
been present with water flow. Finally, although damage apparently
occurred on the first blowdown stroke of Valve A, several subsequent
blowdown strokes were run. Generally, the measured behavior improved
with succeeding strokes. The improvement {s attributed to the valve disk
machining a slightly altered (i.e., "easfer") path. This indicates
valves should be able to be designed (or perhaps modified) to be able to

accommodate blowdown conditions adequately.
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It is inconsistent for the EPRI report to suggest that iron dilution may
have affected the performance of Valve 1, when in the following
discussion of Valve B and Valve 2 results the report states, *the high
iron content did not appear to contribute detrimentally to valve
bebavior,®




Valve B and Valve 2

Valve B/2 {s somewhat opposlte of Valve A/1. Specifically, Valve B and
Valve 2 performed quite. well at 1solating blowdown flows (apparent disk
factor 0.3 to 0.4), but showed an undesirable performance feature in that
the apparent disk factor for wedging and unwedging (for both blowdown and
no-flow conditions) was higher than desired -- about 0.4 to 0.5. The
disk and body seat faces were in very good condltlon on this valve after
testing, with only very minor wear.  The guides, parficular1y ‘on Valve
2 (not hardfaced) shoued slgniflcant wear, but- guide wear Vikely would
not have influenced wedging and unwedging performance because the disk
is normally sliding on the seat during wedging/unwedging. The short disk
guide length probably contributed to the extent of guide wear., The disk
had very tight clearances-(total about 0.050") in the flow direction,

which:likely minimized disk' displacement and t1lting,.and helped ensure -

good blowdown-{solation performance. -However, this valve also had tight

disk/quide clearances;in the: lateral direction (perpendicular to flow),

which it appears may have contributed to the high wedging/unwedging disk
factor. The observed wear suggests the disk built up significant loads

laterally against the guide during wedging/unwedging, contributing to -
increased:resisting forces. - :The disk Stellite surface had a high {ron-.

dilution (20%X), but-the high iron content did not appear to contribute
detrimentally to valve behavior.- - A e ’

Valve 3

Valve 3 showed good performance in blowdown isolation and no-flow tests,
with apparent- disk factors near 0.3. - Moderate damage was observed on
disk: and guide surfaces, thus showing that damage does not preclude

reasonable performance. - This valve had a flexible, U-shaped, removable.

guide rail which was permanently deformed, apparently during the blowdown

tests, - Hence, it appears significant damage does not preclude reasonable .
performance. - The guide deformation, similar to that occurring on an -
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overloaded, simply-supported beam, may have helped the valve achieve good
performance by easing the transition from guide to seat. However, it is
not clear that similar guide deformation will generally result in good
performance, Although not observed on Valve 3, it appears flexible and
potentially plastically deforming guides could have performance hazards
. as well, particularly {if deflections become excessive.

Valve 4

Valve 4 behaved in a manner similar to Valve 1, i.e. reasonable sliding
fiction performance but susceptibility to anomalous behavior on blowdown
closures. The maximum {solation disk factor (0.49) for Valve 4 was not
as large as Valve 1. The presence of more reasonable disk Stellite iron
dilution and the proper manufacturers beveled edge on Valve 4 may have
contributed to the lower disk factor.

As with Valve A/1, it appears sizable disk/guide clearances (1/4") in the
directfon of flow allowed disk displacement and/or tipping during
blowdown closure which allowed the disk to aggressively interact with the
seat. Significant disk/seat damage was observed.

In addition, Valve 4 showed the following other features:

- Major guide damage -- it appears the rough as-cast guide
rail surface contributed to damage.

- Stem/bonnet bore damage -- it appears excessive lateral
disk/guide clearance may have allowed the disk to
migrate laterally (particularly during the part of the
stroke where the guides were damaged), which caused a
stem/bonnet bore interference.

- Body seat fron dilutfon (~11%) somewhat higher than
desired -- high iron content may have contributed to the
extent of seat damage.
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. Vaive 5 ?li ;jé: JAE ~“AE;‘1( e -

i

Vaive 5 showed good siiding friction performance (0. 3 to 0. 4 apparent

disk’ factor) but appeared to show ' iimited susceptibiiity to anomaious A

behavior during biowdown ciosure strokes. The sharp edge at the bottom

. of ithe disk ‘and "the"high™ fron ‘dilution "in the disk seat (-30%)
~contributed-to" “the tendency of the disk to catch on "the seit and try to

machine it -away, but the reiativeiy tight disklguide -clearances -in the
direction of flow and the smooth machined guide surfaces apparentiy kept
the adverse behavior from getting excessive. , Vaive 5 aiso had relatively
tight disk/guide clearances in the 'iaterai direction and some {ndications:
of wear on the iatera‘l surfaces.,_iiowever (unlike Valves 2 and 6).there".

- N

were no indications in-the data that this interaction contributed to,
~fnicreased stem thrust requirements S ‘

A LR R P R N
: : ' . ;

CVAlVELG, h.e T ] T

“Valve 6 showed perhaps “the rnost unique behavior during the tests It
~..5 showed-a 1imited tendency to’ anomaious behavior in blowdown isolation |

tests. -and-also showed unusuaiiy high wedging/unwedging disk factors.
It appears. the. behavior of this valve! iwas dominated by the deformation
of the unsupported lower ends of _ the .body . guide rails. | L The seating
surfaces were not extensiveiy damaged on this vaive and the disk/guide

" the use of an incomplete equation for determining stem force.

R

. The last sentence in this discussion states- that wear indications ‘on -
iiowever. .
the EPRI report suggests that sirniiar indications caused the higher stem

Tateral surfaces did not contribute to increased stem thrusts.

forces for Valves 2 and 6. The EPRI report’s conclusfons are based on

- EPRI analysis tends to attribute” any tindefpredict{on by that équation to

ciearances in the direction of flow were reiatively tight, suggesting -

that if the guides had not hent, good performance may have been achieved
However. “the disk/guide 'Iaterai ciearances (perpendicuiar to fiow) were
aiso tight on this vaive and there were indications of severe damage on .
. ' the guide rai'l surfaces paraiiei to fiow. indicating there may have been
_ some interference with wedging/unwedging performance even {f the guide
ra.iis had not bent. Finally, the disk showed a higher than desired iron
dilution in the Stellite (- 20%)

. However, the effect of fron content
cannot be separated from the test results, :

!
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additionai wear or other ‘Ioads not normaiiy seen.. .The INEL correiation
shows the on-the-seat behavior of Valve 2 and Valve 5 to be essentially

Thus the -

identical,

The lateral guide wear did not’ contribute significantiy to .

either valve's performance.
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TABLE 6-1

Test Conditfons and Apparent Disk Factors Calculated for

Phase 1 and Phase 2 Blowdown Strokes

Differential Pressure
Disk Stem Packing (psi) Stem Force (lbs) Apparent Disk
Area Area | Pressure | Temp Load Factor
Test* Valve (in2) (in2) (psi) (F) Hedfun (lbs) —
' isolation Wedging Isolation Wedging Isolation |. Wedging
A-3-5 6N'chori -Darling 3.6 | 1767 450 480 | Hot vater 633 510 525 9,000 5,50 | (A) 0.63 0.33
-inch
1-1-25 gnti:ﬁor-barllm 219 | 1767 900 525 | Mot vater 1600 a7 870 19,500 None (A) 0.85 -
- 'd' A R v . ’
8-2-5 "Velan 6-inch 26.4 | 2.405° 950 -~ | 524 | wot vater | 1621 1000 1000 12,500 14,400 0.35 0.43
| 2-1-25 | veton 6-inch  |* ‘24.4 | 2.405 950 | 525 | kot vater 500 ™40 %0 10,400 13,400 0.33 0.46
2-2-25 | Velan 6-inch | 24.4 | 2.405 | 1050 545 | steam 500 1060 1060 9,000 14,200 0.23 0.43
2-3-25 Velan 6-inch 2.4 | 2.405 750 145 |. cold- 500 770 700 5,200 12,900 0.15 0.56
Vater
2-6A-25 | velan 6-inch | 24.4 | 2.405 530 455 | wot vater 500 500 500 5,300 8,200 0.29 0.53
2-6A1-25 | velan 6-inch 2.4 | 2.405 590 440 | Mot vater 500 580 600 6,000 9,200 0.29 0.50
2-68-25 | velan 6-inch 26.6 | 2.405 | . geo 475 | ot vater 500 830 830 8,800 13,000 0.3% 0.52
2-681-25 | velan 6-inch 2.4 | 2.405 950 475 | Hot vater 500 920 960 9,200 14,200 0.29 0.49
2-6C-25 | vetan 6-inch 2.4 | 2.405 1280 530 | Mot water 500 1260 1280 12,200 16, 100 0.28 0.40
3-1-25 \::a‘l:huorth 6- 8.9 | 1227 840 525 | Hot Vater 1000 an 870 5,900 8,200 0.19 0.30
3-1A-25 ;_tilal:onth 6- 23,9 | 127 910 530 | . Hot Water 1000 900 900 7,000 9,000 0.23 0.32
nc
3-5-25 ‘tiial:'orlth 6- 23.9 | 1.227 1100 550 | Hot Water | 1000 1100 1120 9,100 11,500 0.26 0.34
al 4
4-1-25 Anchor-Darling 58.6 | 3.142 710 485 | Steam 1600 700 720 23,800 17,500 | (A) 0.49
. , ~ | 0.32ve
10-inch
5-1-25 Powell 10-inch 61.2 | 3547 | . 890 520 | sSteom 1375 880 880 28,000 25,900 | (A) 0.44 0.36
5-1-25 | Powell 10-inch 61.2 | 3.547.| 1020 485 | Steam 1375 1020 1020 26,500 28,000 | (A) 0.34 0.37
6-1-25 velan 10-inch 54.7 | 4.907 1000 455 | steam 0 1000 1000 28,000 35,000 | (A) 0.42 0.55
6-1A-25 | Velan 10-inch s4.7 | 4.907 1200 480 | steam 0 1190 1190 32,000 43,500 | (A) 0.40 0.58
6-18-25 | vetan 10-inch | 54.7 | 4.907 | 1010 475 | “steam 0 1000 1010 19,000 38,200 | (A) 0.26 0.60
- Valve Number - Flow Interruption Test Number - Step Number - NOTES: 1. (A) indicates that anomalous behavior occurred.
bl Valve did not wedge. Maximum Value of 1.04. 2. First blowdown stroke for each valve is in bold.

kW

Maximum Value of 0.58




i‘ v ‘ -~ Table 6-2 T '
= - ‘ SUMMARY OF NEAR/DAMAGE OBSERVATIONS IN SEATS AND GUIDES

l;: ValVe ; Anomalous ‘ Summary of Wear/Damage : "

IR -Performance - '
e '.‘in}g:&d?own Disk Seat [ ~ Body Seat- | 'Disk Guide |- Body Guide I

Lo 1 ; i-; Yés; , g Major; | _ -“iMajoriyi j'-f Major ‘Moderate "

12 5 ST Mo | Minor _.“ihinorff f5hoderate éﬂ:Moderate

B (Disk . |. L hoh. i B Minor. _ ‘;Sé,j?;- 53"7 1 Minor , ﬁ ---
O"U)"’ S R U S (T BN

- S T ' T ! . ! - ¢ . . . . I - .~. . i -
.3 e Noos . ~Moderate ' - “Moderate - Moderate Minor”’ N
o R L e e e : R - ’ e e - . R . R & _
R ' o e B ~ B T ;
I'f? -4 -V Yes» 7 Major . Major [t Major . Major o
: s ? = g S L L o il T

I' 587 | ves®ie| Moderite” | T Moderate |\ Moderate | Hoderate! o

- PR B L vasan s e s

Ifii 6 E : Yesi: | kS Hinor‘ ; Minor 2 Hajor Major'?

‘"Definition of wear/damage descriptions is as foi]ows

;f?Minor‘-- light surface scratching, less than 0.003 inch deep in carbon steel and iess than
: 0.001:inch- deep in Steilite ; ) '

i~tModerate - distinct surface scratches and small gouges, up to about 0.20" inch deep in
'+ “‘carbon steei and up to 0 005 1nch deep in Stellite. ‘

:Major -; Deep surface scratches and distinct ‘gouges or areas of gross metai remova]
‘”Body guide” raiis had permanent defiection in direction of flow.
Glyalve No. 5 showed Tow disk factor in spite of anomalous features in stem force traces.

“IDisk B used in Phase I testing only.
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Table 6-3

SUMMARY OF AVERAGE SLIDING FRICTION
APPARENT DISK FACTORS UNDER BLOWDOWN CONDITIONS

Valve Description ' Average Explanation
- | Apparent Disk
Factor
"Open Close .
I A Anchor/Darling, 6", 0.33 0.41 | Based on wedging during 6

900#, Hot Water and openings and 16 closures.
Nitrogen (A on]y)
Tests

1 0.40 -- Based on wedging during 1

opening.

B Velan, 6", 900#, ; 0.38 0.29 | Based on isolation during 3 - :
Hot Water, Cold | (0.35) | (0.41) | openings and 7 closures. Va]ue in
Water (2 only) and parentheses is that obtained.
Nitrogen (B only) using wedging for same strokes,’
Tests which may not be simple friction;

2 0.47"" | 0.28 | Based on isolation during 8

(0.52) | (0.48) | openings and 16 closures. Value.

| ‘ in parentheses is that obtained "
- | using wedging for same strokes,

which may not be simple friction.

3 | Walworth, 6", 600#, | 0.38 | 0.33 | Based on wedging during 3

Hot Water Tests ' openings and 6 closures. _
4 Anchor/Darling, | o0.38 0.34 | Based on wedging during 1 openxng |
10", 900#, Steam and 2 closures.

Tests

5 | powell, 10", 900#, 0.30 0.36 | Based on wedging during 2

Steam Tests ‘ openings and 4 closures.
6 Velan, 10", 600#, 0.25 -- | Based on isolation during 3
Steam Tests openings..

* ppparent diskfactor is determined from measured stem force using the sta
industry equation. See Section 5. This table:covers only apparent.disk fa
from data where 1t pgear sliding friction was the dominant phenomena.

** This value is unusua]]y high compared to other values and may be attr1butab fo
phenomena beyond simple friction.
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Table 6-4

SUMMARY OF AVERAGE APPARENT DISK FACTORS'
FOR SLIDING FRICTION CONDITIONS IN NO-FLOW TESTS

e — e —
= Valve Average Disk | Explanation .
o Factor for | R
No-Flow . | ;
Opening " .
de A _ 0.34 Based on -unwedging of 11
T S - o strokes.
1: | . 0.3 |Based on unwedging of 4
A strokes.
B | . 0.44"" | Based on unisolation of 5:
‘ - (0.46) - | strokes (value in parentheses
.- . | is based on unwedging).
2 7| o.5e” Based on unisolation of 9
Ln ~(0.54) strokes (value in parentheses
- I -"i: . is based on unwedging).
5 3 | - o0.28 Based on unwedging of 8
' AR I e strokes.
&, | o.30 Based on unwedg1ng of 4
R strokes :
5 . '0.28 o Based on unWedging of 4
IR T strokes. -
6. ~:.0.32 | Based on unisolation of 5
AR B strokes.

* Apparent disk factor is determ1ned from measured stem force using the standard ind
equation. See Section 5. This table covers only apparent disk factors from data where
it-a pgears s11d1ng friction was the dom1nant phenomena . :

*k These values are unusua]]y high compared to other va1ves and may be attribu
to phenomena beyond simple’ friction. ‘

AT . A 4.".
PTew L et sl
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Section 7

TS RECOMMENDAT IONS

RS PR RSP

DETAILED EVALUATION OF, TEST AND INSPECTION DATA
This evaluation effort had;limitéd scope and schedule. It is recommended
that the NRC/INEL:data be: further evaluated in areas discussed below.
The objective of these additional evaluations is to develop an improved
understanding of some of the areas of question identified in this study,
and to support use of these-data in the overall EPRI MOV Performance
. These additional evaluations will contribute to
developing the detailed HOV performance prediction methodology for use
by utilities, which provides a suitable approach for MOV evaluation when

Prediction Program.

directly applicable data are not readily available. It may be practical:
to include. some . of these evaluations.in selected test/development:

elements of- the EPRI MOV .Performance Prediction Program.
considered for pqtential further evaluation.are listed below.: -

e e L

1. Confirmation. of va]u.es‘obtalned from plots in:this evaluatfon
usingvdtgitgl ,dat‘_a'.«,;Use of data plots did not support- high

resolution and accuracy- in interpreting the data. -Although no

gross errors are suspected,. use of. the digital data formalizes:

this process and eliminates fnaccuracy from the "plot-reading”
step. . . Lo e b

2. Detatled eva]uation of “normal flow" strokes using digital data,

As shown in this report, normal flow data were difficult to:

interpret and the limited .results. obtained appeared somewhat
suspicious. A detailed evaluation of. the digital data permits

For.

1tems to:be
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INEL comments on this sectfion of the EPRI report are not within the scope
of this review.




higher accuracy in interpreting the data and a more detailed
study of transient changes. in the brief time period where the
disk is arriving at the seat. This effort supports obtaining
improved information out of these tests and eliminating present
unanswered questions.

A more detajled evaluation of system flow behavior and flow
effects on valve performance, using digital data. As discussed
in this report, it -appears test system . configuration and
operation affected the way the valve was loaded by OP. Further,
apparent flow effects:on valve performance were seen. At
present, these effects have not been:analyzed and quantified.
A more detailed evaluation {s needed to support evaluation of
these effects in the MOV performance prediction methodology.
Specifically, it appears these effects should have a less
detrimental effect on valve performance for most power plant
valves than for the NRC/INEL test valves. Additional work is
needed to quantify this expectation. -

A detailed review of -data quality, using the digital data.
Although not discussed in this report, some {nstances- of
. apparent zero shifts were observed in the data. In general,
these were not substantial, but could affect the accuracy of
calculated disk factors. - Additional work is needed to identify
and quantify these areas of the data, so that final quantitative
values being used in the EPRI MOV Performance Prediction Program
are well-qualified.

Evaluation of surface roughness data from the valve inspection
and correlation with valve performance data. This report
summarizes an extensive amount of surface roughness information;
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ELEMENTS OF EPRI HOV PERFORMANCE PREDICTION PROGRAM

in some cases, it appears valve behavior may have been affected
by surface roughness. An evaluation of detailed features of the
test data and comparison to observed roughness is useful to
support the HOV performance prediction program and to develop
guideiines (which could be incorporated in valve specifications)
regarding‘acceptable_ surface conditions. :

. ) ,..,.~" rv.--‘

Evaluation of dimensional data from _the valve inspection.
including development of a disk/guide/seat interact ion model and
comparison to, test data This _report. shows valve behavior was
apparently strongly affected by the nature of disk/guidelseat
interaction The substantial dimensional data gathered from the
inspection should be evaluated in Vight of .an analytical model
of disklguide/seat behavior.} This effort would support
development of a methodology to be able to predict independent

r ~i

of, tests whether a valve will behave normally or anomalously in.
a specific application Also. configuration requirements. for
valve specifications (e g.. clearances) would ultimately flow
out of this effort o o e

Evaluation of iron content measurements and comparison to test
data and other data sources.A As discussed fn this report.

wide variation of disk and seat Stellite iron content was .
observed in the test valves, and the effect on valve perfomance

is not understood v A more systematic look at the 1NEL data and
other potential data sources could help to improve the

) understanding. This 1s important for guiding friction tests in

the EPRI HOV Performance Prediction Program, and ultimately. for
developing appropriate requirements for valve specifications.

-

RN
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Based on this review of the NRC/INEL data and the valve {nspection
activities, several insights were gained which should be considered in
the EPRI MOV Performance Prediction Program. It is noted that the
existing EPRI Program Plan already includes several elements which will
address valve performance {ssues coming out of. these tests. Additional
items not identified egpllcitly in the existing plan but which should be
included are 'l.isted below.

1. 'Test hardware (valves and operators) should be extensively
' character!zed w_io_ r to testlng lnformation should be obtained
and documented accordlng to procedures. and should {include
dlmenslonal measurements. photographs. and performance
informat fon such as motor characteristics. spring pack
stiffness, etc. This approach provides the needed information

to properly evaluate the test data and observstions.

2. The hardware vendors should be involved with the test program to
provide immediate 1nfomtion on valve set up, perfomance.
dimensfonal characteristlcs. inspection interpretations, etc.
This approach helps avoid wrong interpretations and tangents
which could be detrimental to completing the program in a
focusee way.

3. Valves should be lnternally inspected between strokes to check

" for damage This approach avoids having to guess when damage

occurred after several tests are performed. It appears use of

a borescope/flberscope through an access nozzle may provide an
acceptable approach,

4. Valves should be tested at conditions generally progressing from
less severe to more severe. This approach allows damage
thresholds to be determined and maximizes the amount of usefu)
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data prior to damage.

Flow loops for festing should cover conditfons typical of
nuélear power plant-’ systems contalnlng applicable MOV's.

Further, the systems should have conflgurational and operational
flexibiVity so that ‘ranges of parameters (e 9., f]ow. pressure)
can ‘be covered in the tests. Thls approach provides maximun

3

usefulness of the test program

The MOV performance prediction methodology should incorporate

“insight which has-been gained from the NRC/INEL tests. For

example,

= "7 Gulde'clearances, guide support and edge EOmttQurations

<y --all. appear - to  affect - the: potential - for. disk
cocking/bindlng/gouglng behavior. These features should

" be"!included ~in" the ‘methodology ' to screen out

-,susceptibility to this behavior,~:+;: - v =y, 00 r

-=. " -DP?‘168diRg 'during mid-stroke ' appears to strongly
- - influence -- potential. disk -cocking/binding/gouging

behavior. The DP versus stroke characteristics should
..be . considered in the methodology to screen out
' suscept!blllty to this behavior.

- ..Disk/seat friction coefficients may be slightly higher
than typically assumed values of 0.3. A value of 0.4

" appears sufficient to cover friction phenomena based on
the NRC/INEL tests. .. o - e, -

RS - “epGur s

Separate effects e1ements for fr!ction testlng should plan to

cover. effects .of, stroke/temperature history and iron content.-

This s particularly important so that justiffed information is
available on  how friction may change in an f{nstalled
application. .Potential effects of machining oil, oxide layers,

topography;ehanges and .damage should be addressed .in these .

test‘sf T e, 0t
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Separate effects analyses and flow loop tests to cover the flow
effects on valve stem force need to be included. This topic is
only lightly addressed in the existing program plan; information
on the extent to which these effects influence typical power
plant valves is needed. A

Adqttjongl.tegging.ofENBC/lNEL Valve 2 or special testing.to
reprodéﬁe,and‘eiplgin the phenomena causing the Valve 2 unusual
behavior 1s warranted. This testing should {include
investigation of unexpected disk/guide contact and should seek
to identify the root cause of the Valve 2 behavior and>ekplore
potentlal‘modjflcations to alleviate the behavior.-

VALVE DESIGN FEATURES

Several aspects of valve design which are important to achieving good
performance under severe conditions were qualitatively identified by this

effort. In general, these important aspects are consistent with existing

‘experience and intuition; however, quantitative methods for rigorous

valve design may not in all cases be fully developed. These important

valve design aspects are discussed below in a qualitative way.

Important Hardware Features

1.

Disk-to-quide clearance needs to be kept to a small enough value
so that disk tipping and potential aggressive interaction with
the seat are minimized. Also, tight clearances in the direction
of flow permit a valve design which engages the seat at an
overall lower stem position, thus minimizing potential disk/seat
machining. However, clearances need to be kept large enough so
that the disk does not bind on the guides. ~ In the NRC/INEL
tests it appears such binding may have occurred in the lateral
direction.
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Guide slot and quide rail surface finish should be a smooth,
machined finish to promote favorable valve performance. As-

cast, unmachined surfaces do not necessarily preclude acceptable
valve operation, but do tend to aggravate damage.

Edqe confiquration of quide slots, disk seats and body seats

should be a rounded or beveled configuration to ensure favorable
sliding performance.  Sharp -edges appear to: increase :the
potential for gouging/machining damage of surfaces.

Body quide rail length needs to be sufficient to ensure the disk
does not tip off the end of the-guide rail. Sufficiently long
guide. ralls-rt'hus minimize the potential for disk/seat machining
damage. .. .- .. - e g

e e Sl PR

lsk guide s1ot lengt needs to be long enough to mlnimize disk
tipping on the guides, and also to provide adequate bearing area
to carry the disk load without damaging the materfials.
Sugpor:t of bodx quide rails. should be adequate to ensure that
elastic or plastic deformation -does not occur.which would
inhibit smooth dlsk/seat interaction. -In particular, it appears

__cantnevered gulde ral)l _ends can lead to performance

difficulties. Simply supported guide rails can give adegquate
performance as shown in the INEL tests. However, a simply
supported guide raH whlch Is xgcted to plastically deform

under norma‘l conditions would not 'Iikely be a favorahle.

approach i v

sty ey e T e ,

o e -.-.......-...r .,‘. )

Guide ‘slots’ and quide rails shou1d be hardfaced for 1mproved

performance behavior under blowdown fsolation conditions. One

2, T
L

N
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NRC/INEL test valve had hardfaced disk guides and the
wear/damage was significantly less.

Iron csntent of Stellite hardfacing should be controlled during
valve manufacturing to ensure favorable friction and wear
properties. Iron dilution from the base materfal into the
Stellite should be minimized by controlling Stellite appllcatlon
processes and subsequent machining

Important Svstem Appllcatigngfarameters

1.

DP versus stroke can be an 1mportant parameter in evaluating MOV
performance in a specific application and in designing a valve
for the application, Blowdown conditions typically give
signlficaﬁt DP during mid-stroke, which more severely challenges
gate valves.

Temperature__and/or temperature/stroke history can be an

important parameter in evaluating test data from a gate valve
and predicting valve thrust requirements in the future. Valves
in cold applications, {in particular, may show disk factor
increases with stroking for a considerable time. Hot conditions
may stabilize disk factor, although complete data are lacking.

Flow rate may be an important parameter, particularly for gate
valves which need to open as a design basis condition. High
flow appears to add to the required stem force to open the
valve,
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Section 8
.15 .- PERSPECTIVES ON NRC AND- INEL CONCLUSIONS

. B2 - P N - N :
This effort has yielded insight -on-existing, documented NRC and: INEL
conclusions with regard to these.test results.-- for the purpose of this
effort, NRC conclusions as:documented. in Information Notices 89-88 and
90-40 . (References 8.and 9) -were: examined, and - INEL conclusions - as
documented-.in, NUREG/CR-5406 for Phase 1. testing (Reference 1):and the
April 18,- 1990 public presentation for Phase 2.testing (Reference 2) were
examined. Z‘OnIytconcluslons related to MOV performance are addressed;

conclusions.related to in-situ testing, diagnostics; training, etc., are.

not included in the scope of this report.
NRC conclusions aféxaiitéd-in:T;bié.a;,\

additional insight yielded by this study. INEL conclusions are given in
Table 8-2, along with an explanatfon of additional insight yielded by
this study. On both of these two tables, the NRC and IKEL conclusfons
have been recorded .in thé table exactly (word-for-word) as they appear
in the appropriate source documents.. . . . ..

- [V

Tables 8-1 aﬁd 8-2 should. be cﬁnsultpd for the
NRC and INEL conc1usion.,-Threg-overvigw perspectives are noted: . -

TR N S SR

1. Some of the NRC and INEL conclusions imply applicability of the

test results beyond what is warranted. As an example, some
conclusions .are. based exclusively on observations during
blowdown opghing tests.  Generally nuclear power plant valves

are not subjected to these extreme conditions. .

B S ST ol

5 . R oo g e

1S ‘ BERYEE e Cv
.along - with:an explanation of-

detailed insight on each:

K P S ST ' . B

S0 e £t
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In_this section we have altered the original format of the EPRI report.-
The text has not been changed. Ve list the text of the EPRI reports

Tables 8-1 and 8-2 in the left hand colum, starting with the NRC/INEL

conclusion EPRI report: s responding to, followed by the EPRI response.

Our review comments are in the parallel right hand colum.

ST

R .
. T

The NRC/INEL conclusions quoted in the EPRI report are exact quotations.
They.were:worded carefully-in an-attempt to avoid confusion over the
applicability of each conclusion. As we discuss in the remainder of this
section, we believe the applicability of .our conclusions 'is:clear and
correct. . ., - o
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2. In some cases, the conclusion implies more than is supported by
the data. For example, the NRC conclusfon that "...during the
KWU tests, several blowdowns did not achieve full seating of the
In reallty..out of 38
blowdown closure strokes, only two (on a single valve) did not
achieve full seating.

valve" s overstated and misleading.

3. Some conclusions {mply unduly restrictive approaches to deal
with certain situations. For example, the INEL conclusion.that
“only testing at design basis conditions will provide insights
on predictable or nonpredictable behavior” excludes legitimate
engineering alternatives.

1.N. 89-88: The test results are generally applicable to any MOV

that must open or close in a high flow, a high
differential pressure, or a low subcooling situation.

The NRC/INEL tests examined specific flexible wedge .gate valves under
specific flow conditions.
other types of valve designs (including other gate valve designs, globe

As discussed in this-report, there are many

valves, etc.), and many MOV's are exposed to design basis conditions
considerably different than the NRC/INEL test conditions. 1If a valve in
a nuclear power plant is similar to only one aspect of the NRC/INEL test
conditions (e.g. high differential pressure), this does not mean that the
valve will behave in a manner similar to the INEL test valves.
Accordingly, it appears the test results are potentially applicable only
to similar gate valves under blowdown conditions.

The quoted conclusion s correct; however it should have also included
the Phase I testing, where valve B, a predictable, valve failed to fully
It should also be noted that the torque switches on all the valve
operators were set higher than the industry would have set them prior to
this testing.
data the required stem force to close. Without this policy, many more
of the valves would not have achieved full seating.

seat.

The idea was to close the valves and determine. from the

Our conclusions reflect the state of the art with regard to MOV testing
and operability. The quoted statement is correct; we know of no method
available today for determining whether a valve is nonpredictable other
than full scale testing.
predict this behavior; however, at the present time no "legitimate

engineering alternative™ to design basis testing exists.

Research is being performed to understand and

This statement from [.N. 89-88 is true. In fact, some of the NRC/INEL
test results are applicable beyond the applications stated in this quote.
One of the findings of the NRC/INEL valve test program was that the
industry equation for sizing and setting valve operators is incomplete.
If an equation for predicting valve stem force 1is 1{ncorrect or
incomplete, legitimate questions arise concerning any application sized
with that equation.

pressures, temperatures, and flow rates.

The INEL valves were tested over a wide range of
Data curves characterizing
valve performance were developed from the resulting data. The analysis
effort produced a correlation for stem force shows that on-the-seat valve
performance {s predictable from low flow to blowdown flow. While it is
true that blowdown conditions apply only to valves that might experience
those conditions, the overall results of the test program are applicable

to many rising stem valves.




Even with the high settings used diring the KWU tests,
several blowdowns resulted in closure of the flow area
but did not achieve;‘fuii_seating of the valve,

1.W. 89-88:

]

Based on ‘review of the test data. only two tests on a singie vaive were".
identified where full seating was not” achieved These two tests were the

two blowdown ciosure strokes for Valve 1 (Test 1 steps 25 and 26). Since

it appears that Va‘lve 1 was likeiy damaged prior to the second biowdownf )

stroke, the failure to seat on step 26 is not totaiiy surprising.

Most

importantly, as discussed in- this report Vaive 1 is'not: typicai of B
valves produced by this manufacturer due to some unusuai features in the .

test valve. For aii other test vaives. fui'i seating was obtained,

T DS TRN TS5 R RS & B
1.N. 89-88:

peee T Taeedicted by the industry design formula in use at the
Cioves - time-of thetr: desigmand manufacture, .. .4

. E ey AR LR sLoa

o

The vaives required stem, thrusts weii in excess of those ..

1

This _report examines. to the extent possib'le. data..from aii of the:.

NRC/INEL test strokes with OP

KT RE

It fs found that, for a substantial,:
portion of the strokes. the apparent disk factor s less_than or

marginaiiy in _excess of that sssuned by industry design formuia. .

However. there are selected strokes for _some vaives under specific

conditions which showed required stem thrusts considerabiy in excess of |

industry formuia. These were typicaiiy associated with biowdown
conditions, which are pot simi‘lar to the ma.iority of safety-reiated MOVs
in nuclear power piants
applying the NRC/!NEL results to industry vaives Co ¢

i . l . '

N oA

o
o R

Accordingiy. great care is’ necessary in;

A

The NRC statement quoted is a statement of fact.
NRC statement should have fncluded the Phase I testing, where valve B
also failed to fully seat. The typicality of the hardware is discussed
in Sectfon 3.3 of this report.

The NRC statement quoted is a statement of fact.
calculations for full DP closure were performed for each of the valves
The torque switches were set well above the setting
calculated to ensure closure, and the maximum stem forces during closure

Standard {industry
prior to testing.

were measured, In all cases, the stem force measured during blowdown
closure was well in excess of that calculated using standard industry
methods. . .., -~... ..

R P AL N . ..

As stated above, the

As stated .in Sections 3.4.1:and 3.4.2.of this report,; the analysis.

procedures upon: which the. EPRI. report bases this. conclusion. are

incorrect. . The.standard {ndustry stem force equation is incomplete, and .

with the typical orifice area and typical 0.3 disc factor used to size.
the ma.iority of Flex Wedge gate valves.in the industry, 1t often produces: -
non-conservative results compared to the stem force measurements taken .-

during the INEL testing. A careful review of the Licensee Event Reports
and NRC bulletins (1. €. Bulletin 85-03, for example) shows that plant
experience with valves in pumped flow systems is consistent with this NRC

v
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1.M. 89-88: The required stem thrust of the valves was not linearly
dependent on the differential pressure across the valve
at the time of closure. This circumstance precludes
determination of the required stem thrust from data that
could be - obtained under normal plant"'operating
conditions. ;. o e

Under blowdown conditlons. some of the NRC/INEL test valves exhibited
anomalous behavior which was characterlzed by gouging/machlnlng of
va]ve internals rather than slldlng frtctlon. It is agreed that when
this behavlor occurs, valve performance may not be linearly dependent on
applied differential pressure. However, when this behavior is avoided
(as is expected to be the cass for the vast majority of. industry MOVs,
e.g., in pumped systems), performance extrapolation to design basis
conditions is reasonable. The EPRI MOV Performance Prediction Program
includes elements to 1dentify,the”potEntjal for anomalous behavior in MOV

applications, and will develop data to support extrapolation methods.

The thrust at which torque switch trip occurs was not
constant with respect’ to the loading history of the
valve. Many within the industry refer to this as the
“rate of loading™ phenomenon. However,. the testing
indicates that there may be more involved than
variations of the torque switch spring pack's response
time.

1.N. 89:88:

Although rate-of-loading effects apparently were present} this area of
data was not examined in detail, The EPRI MOV Performance Prediction
Program has elements to assess "rate-of-loading™ phenomena.

The stem factor (1.e., the ratio of the motor operator's
output torque to the valve's stem thrust) appears to be

I.N. 89-88:

8-4

conclusfon. A number of valves in pumped systems have failed when

subjected to design basis conditions.

With regard to the standard industry equation, this KRC statement is
true,
standard industry equation, to determine disc factor from low pressure
tests and relate that to the blowdown tests. That. attempt failed
because, as explajned {n Section 3.4.2 and in Appendix C of this report,
the standard industry equation fs incomplete. The INEL correlation
includes additional forces acting on the disc, making this kind of

In our early analyses we made an unsuccessful attempt using the

extrapolation possible.

This NRC quote is a statement of fact. The MOV load sensitive behavior
It has been observed in full-scale design basis tests and
We have duplicated this phenomenon in the
This behavior is sti1l under
investigation, but early data relate the problem to degradation of stem

is real.
during utility in-plant tests.
laboratory using our MOV load simulator.

nut lubrication during cycling at high stem loads and not to the spring
pack response.

This NRC quote is a statement of fact.
sensitive behavior is real.

As stated above, the MOV load
Research into this phenomenon is ongoing.




dependent on direction and magnftude of the load being

appli e_d_ to the s'tem...
Examination of stem factor results was beyond the scope of this initial
" evaluation. Existing information available from INEL or NRC (References
8 and 1) does not'show fnformation régarding dependence of Stem factor
.on stem travel direction.’ Limited information on stém factor apparently
varying with load magnitude 13 given in Reference 1 for the Phase 1
tests, but aval'lab]e data ara not sufficient to permlt an independent
evaluation. It- appears further study of this conclusion has not been
addressed by INEL for the Phase r results The EPRI MOV Perfonnance
Predfctfion Program 1no1udes e'lements to study and uItlmately predlct stem
factor, including testa of several valves and lubrlcants over. pro'longed
periods. ETRRL N Tt e :

Bt -?.‘-'tu R N LR B T O ':y,.
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1.N. 89-88: Several of the valvea signif!cantly damaged themseres

durlng c'losure. LT

" R - c:.' .y . vyer

‘As discussed in this report. ‘indications of slgnlficant internal damage
were observed during 1nspection of the valves. The data and the damage
1nd|cat1ve that damage occurred during the hlowdown
‘closures. Unfortunately. in no cases were the valves 1nspected after
‘non-blowdown strokes ‘or after the _'ﬁt h'lowdown stroke, so the time of

. [
.,‘.' -

patterns are

‘damage cannot be determined. R
\ S L 0 B ,—«A-vl »-..:-“; 5 - ,",_ MR ._‘”},'

Regardiess of fluid conditions’ (1.e., steam, slightly

. subcooled ' water; :or cold water), the tested valves
required more thrust for opening.and closing.under
varfous differential pressure ‘and flow conditions than
would - have - been - predicted from ' standard - industry
calculations and typical friction.factors. .Thus, a
potential exists for’the underestimation of thrust

- requirements for valves: in applications, and under fluid

. conditions, other than those of the valves involved in
the NRC research '

I.N. 90-40;

T Fd LY

R JOR

Damage to the test Kardware occurred:’ INEL has stated numerous times

‘that -the damage was due to the tremendous loads experienced under

blowdown conditions.” We have 4156 shown that carefu) examination of ‘stem
force traces can be used to identify when damage occurred, The lack of
inspections between tests does not detract from the significance of the
fact that more than half of the valves suffered damage when exposed to

their design basis conditions.

Sections 3.4.1 and 3.4.2
The
industry equatfon is incomplete and did not produce conservative results
for any of the valve strokes referenced even those at loads lower than
blowdown loads. A prudent review of utility LERs establishes a
historical and technical basis for the NRC remark.

This quote from the NRC Notice is correct.
address the EPRI report's analyses of apparent disc factors.




This report examines, to the extent possible, data from all of the
NRC/INEL test strokes with DP. It is found that, for a substantial
portion of the strokes, the apparent disk factor is less than or
marginally in excess of that assumed by industry design formula.
However, there are selected strokes for some valves under specific
conditions which showed high required stem thrust.  These were typlcally
associated with blowdown conditlons. which are not slmnar to the
majority of safety-related HOVs-in nuclear power plants. The technlcal
basis to apply these data to other valves/flow conditions does not exist.
Most MOVs (e.g., in pumped systems) have design basis conditions where
OP builds up only in the nearly closed position, which is much less
severe than the NRC/INEL blowdown tests. ‘A key element of the EPRI MOV
Performance Prediction Program is to deve]op approprlata methods and data
to evaluate valves based on design features and flow conditions.

Some of the tested valves sustained considerable
{nternal damage during the blowdown tests. The
occurrence of internal damage can cause the thrust
required to operate a valve to exceed the thrust
requirements predicted by the valve thrust equation.
Such valves were referred to as “unpredictable” in the
test program and included the 6-inch Anchor/Darling
valve and the 10-inch Anchor/Darling, Powell, and Velan
valves. In some instances, this increase in required
thrust can  be- considerable and might exceed the
capability of the motor or operator. Thrust
requirements to close unpredictable valves under design-
basis -loads cannot be accurately determined without
testing the valves. (either - individually or as
prototypes) under these condltions

I.N. 90-40:

As discussed in this report, indications of significant internal damage
The data and damage
patterns are indicative that damage occurred during the blowdown
closures, and valves with major damage correlated to observation of
unpredictable or anomalous behavior in the blowdown tests. The 6-inch

were observed during inspection of the valves.

8-6

The NRC statement quoted here is correct, and the EPRI report essentially
agrees. The valves were damaged under their design basis loadings. At
this time no one knows the loading at which nonpredictable behavior
begins.
without damage, there i1s no justification for the assumption that damage
will occur only at blowdown loads.

Until it is known how high a load a given valve can experience




Anchor/Darllng. 10-inch Anchor/Darllng and 10-inch Velan valves were in
thls category. "this report shows that the-10- lnch Powell valve was only
sllghtly in’ thls reglme. Vith regard to thrust requtrements for such
valves, the EPRl MOV Perfomance Predlctlon Program includes elements to

ldentlfy potentlal anomalous behavior based on deslgn features and f Tow

conditions.  Because’most HOVs have ‘much’ less severe deslgn-basis

conditions (e g. pumped flow) than' the NRC/!NEL blowdown tests. it |s

expected most MOV appllc'atlons wlll not be potentlally anomalous.
L “ B . Ty e
I.N. 90-40': N “'Trhe”"'researcﬁ'Vprogirém”reveﬂed that the t’esti.ri’g“of a
valve under static or low flow conditions cannot always
be used to accurately predict the behavior of the valve

under . design-basis conditions by extrapolation. For
example, the valves that were damaged during blowdown -
tests operated normally under less severe flow.tests. -

Thus'* low-flow tests might not identify a-valve that
requires signtf lcantly more thrust than predicted by the
valve . thrust - equatlo
unpredictable) i;ff’f D 4 B I
U ey TR SR

This NRC conclusion, which 1s confirmed by this study, underscores the
fact that -the':label. "unpredictable” or “anomalous” refers to a valve

application and:not to simply'a valve. :-The normal operation of the

NRC/INEL valves under less severe conditions indicates that most valves
in nuclear power plants (which see:less: severe conditions) would be
expected to operate normally.:: As-discussed;in the item above, the EPRI

MOV Performance Prediction Program includes elements to 1dent|fy valve ::

applications with potentfally. anomalous behavior. :~ - .. - -~ - .
. R NS TR SRS
1.N. 90-40: :*

that torque switches for MOV's are sometimes bypassed
only during the initfal portion of the opening stroke on
the assumption that the thrust required to unseat the

valve wou'ld be the maximum thrust for the full stroke.

A N n:“.-r SR

i:

(|'.e.".’;‘ a valve~ that:'is .
A "LE‘::“

- .During opening of the :valves,:>the maximm required :
thrust did not always occur at unseating. Rather, in

" certain {instances, it occurred much later during the

~, - valve stroke.-- At nuclear plants,- the staff has found.

T

8-7

IR R

/ R S .

The EPRI report agrees with thls NRC concluslon All of the Phase T and
I1 valves uere deslgned and Installed to isolated pipe bresk flow in the
RWCU or HPCI' systems " The valves that perfomed nonpredlctably did so
under their deslgn basls condltlons Other valves performed predlctablyw“
under the same condltlons. The loadlng at whlch any nonpredlctable valve:.u
becomes nonpredlctable has not been detemlned

Y. Tt Coar e v JETN M . T L

The EPRI report agrees that higher loads sometimes occurred during
opening after unseating instead of before. This phenomenon {s not fully
understood, so the flow or DP at which higher opening forces become
significant is unknown. Restricting it to blowdown flow opening cases
may not be justifiable. The INEL has attributed the force increase to
oth.er‘ effects In addition to Bernoulli effects. The additional force is

PO PN
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Thus, the research results raise a concern that the
torque switches in some MOVs at nuclear plants might not
be bypassed for a sufficient perlod of time during the
opening stroke, .

On some blowdown opening tests an increase in stem force was observed
after flow initiated. INEL has attributed the force increase to flow
(Bernoulli) effects. As discussed in this report, MOVs in nuclear power
plants except for PORV block valves do not have blowdown opening
conditions. Under typical opening conditions this effect is expected to
be much less severe. The EPRI MOV Performance Prediction Program will
include elements to identify and quantify additional loads which may
occur in mid-stroke due to flow effects. It 1s also noted that the
possibility of higher loads occurring after unseating would not
necessitate increasing torque switch bypass period, as long as torque
switch settings are adequate to cover the increased load.

I.N. 90-40: For certain tests, the valve was closed from a partially

open position. This partfal stroking of the valve
failed to predict the thrust requirements -and to
- {dentify nonpredictable performance that were found
during closure of the valve from a full open position.
For example, during certain blowdown tests, valve damage
began to occur before the valve was half closed. The
accumulated damage over the full stroke influences the
thrust required to close the valve. :

This NRC conclusion is speculative in nature; specifically, it neglects
how valve damage prior to a stroke can also be influencing behavior. In
the partial stroke blowdown closure tests which showed differing behavior
from full-stroke tests, the partial stroke was 2lways conducted after a
full-stroke in which damage was suspected to have occurred. It appears
the damage may have created a "modified™ valve condition which behaved
differently from the initial stroke.
partial-stroke results with the subsequent (not prior) full-stroke
blowdown closure There were no cases uhere a subsequent full-stroke

To confim this, we compared
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produced by the total instantaneous pressure dlstrlbution on the valve
internals at any point in the stroke. ’

It is true that no subsequent full closure test was more severe than a
prior partial closure test. No such test sequence was performed. In all
cases, the first blowdown test was, for all intents and purposes, a full
closure test. The NRC conclusion would have been more accurate if it had
stated that partial stroking “would have failed to predict” thrust
requlreme:nts needed for full closure. Nevérth&less. the intent of the
NRC conclusion is correct. Valve damage on some nonpredictable valves
began early in the valve stroke, and the accumulated damgge'ove'r the
entire stroke influenced the thrust required to close the valve. Partial
valve strokes that do not include this early portion of the stroke can
not indicate the influence of early damage on maximum stem thrust. The
EPRI report is correct in the observation that subsequent testing was
less severe than earlier tests. Each time the valve was cycled it
machined itself again to eliminate interferences (the cause of
nonpredictable behavior).
predictable-1ike behavior after this machining.

For some valves, subsequent cycles showed




showed more severe or more nonpredictable behavior than a partial stroke.
In summary, there are no NRCIINEL data which show more severe behavior
in a full-stroke closure than fn a partia] stroke oiosure for initially
undamaged valve' conditions in both ‘cases. ’

I.N. 90-40: Table 1 (of I.N. 90-40) provides a summary of the
blowdown tests and the minimum required thrust to close
the tested valves, The table also indicates whether the
valve thrust equation would have bounded the thrust
requiremept {f valve friction factors of 0.3 or 0.5 had

been used .

* The notes to.Table 1 of 1..90-40 indicate that 5 of 8
© ‘test valves are not bounded by a friction factor of 0.5
. and no tests are bounded by:a friction factor of 0.3.

The results presented in Tabie 6-1 of this report show 8 more compiete
evaiuation of the information given in Tabie 1 of NRC 1. N 90-40 There
are three’ important insights-

e A - iE
o ' N ) i

- Table 1 of L.N. 90-40 gives on]y the nuximum thrust neasured:
during the stroke; n most cases the thrust to isoiate flow was’

" considerably less. In’ use of these results to evaluate blowdown
fsolation functions, it appears flow solation is pertinent.

considered applicabie to Anchor/Darling 6-inch vaivea )

AL . R . 7 . PR N T R [ ~

‘e

- The disk areas used by INEL in the industry equation are
generally less than the values which should be used with the
equation, This gives an incorrect “appearance” that higher disk
factors are needed.

" As ‘discussed’’in:this report, results ‘from Vaive 1 are not'

The {nformatfon contained in Table 6-1 in the EPRI report {is not

accurate. See Sections 3.4.1 and 3.4.2.

c e e s - .- v i e
’ o . > I

Seotionvs 4 l shows that the EPRI evaiuation erred in its identification

of fiow iaoiation
correct

The data contained in Table 1 of 1. N 90-40 ‘are

As discussed in Section 3.3.2 of this report, the working surface of the
Valve 1 disc was the Valve A surface that Anchor/Darling delivered to the
lNEL with the understanding that the valve was representative of their
hardware delivered to the nuclear industry.

e

Ve have discuased the use of apparent disc faotor and mean seat diameter
throughout in this report. The data in Tabie l of I. N 90 40 are an

accurate representation of the stem force required to close the valves

As explained in Seotion 3. 4 Z.of this report. the standard industry is

J

fo




In sumary, this report supports a conclusion that all valves except one
(valve A) would isolate flow with a disk factor less than 0.5 and that
several cases isolated with disk factors less than 0.3; this is quite in
contrast to the NRC conclusion that 5 valves are not bounded by 0.5 and
that no cases are bounded by 0.3.

NUREG/CR-5406 (Phase 1): The typical industry sizing equation using the
standard varifables did not conservatively
estimate the total thrust needed to closa the
tested valves; disc factors higher than the
normal 0.3 disc factor (ud) were encountered.

This report examines, to the extent possible, data from all of the
NRC/INEL test strokes with DP. The conclusﬁon that disk factors higher
An important finding is that a
large number of strokes, particularly those for which anomalous behavior
did not occur, are bounded by a disk factor only slightly greater than
0.3, i.e. in the 0.3 to 0.4 range.

than 0.3 were encountered is correct.

NUREG/CR-5406 (Phase 1): Temperature also  affects the  thrust
requirements of these. gate valves...... The
disc factor needs to be increased for both the
opening and closing direction to account for
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inadequate for assessing valve performance. This is true whether either
the orifice area or the mean seat area'ls'used‘hg thiidisb area term in
the equation. We used the orifice area in ourvanalyses becﬁﬁse that s
the term that was originally used to size many of the operators for the
valves, and because it is the least conserQative term used by industry.

The EPRI repdr;s' conclusion is incorrect for the reasons stated above.

In Section 3.4.2 we discuss the use of apparent disc factor based on mean
seat diameter. Mean seat diameter was not used to size the majority of
valve opefators in the fndustry. In Section 3.4.1 explain the error in
the EPRI report’s selection of the valve position associated with flow
fsolation. Data indicate that flow occurred through the valves beyond
the designated isolation position. Comments concerning disc factors

obtained using that analysis are incorrect.

This comment may lead the reader to believe that the difference between
a 0.3 and 0.4 disc factor is small, This is far from true.
with a 0.3 disc factor will require one third more thrust if operating
at 0.4. Even with the gross conservatisms often employed, 33X additional

Valves sized

force is difficult to bound (conservatisms must also cover operator
repeatability, stem factor changes, etc.).

This comment on this Phase I conclusion is correct. The stem thrust does
appear to irreversibly increase in the first hot cycle. Our analysis of

the Phase Il data supports this observatfon. However, for different




the higher 1loads assoclated with high
temperature operation.

As discussed in this report the disk factor irreversibly went to &

higher vaiue starting with the first stroke at hot conditions. on every _

vaive. Subsequent tests. whether at hot or cold conditions. did not
significantiy affect disk factor. The explanation of this behavior is

not presentiy known Nonetheiess. once the vaive passed through thisc

transition. temperature does not appear to influence thrust requirements

o

NUREG/CR-5406 (Phase 1): Industry has also .assumed.:that . for. valve

opening thrust requirements, the highest. load
would be when the disc .1ifted, off .the- seat, -
This was also determined for the valves tested -

not to be true, The highest opening loads with
flow occurred at different degrees of opening

for both valves,.but in both cases they were. .
well off  their. respective seats when thexz
max {mum thrust was: measured .- . R

ces iy . e g

":j'.‘:

On some blowdown opening tests an increase in stem force was observed °

after flow initiated. INEL has attributed the force increase to flow
(Bernoulli) effects. As discussed in this report HOVs in nuciear power
plants except for PORV block vaives do not -, have biowdown openinq
conditions. Under typical opening conditions this effect is expected to

be much less severe. The EPRI HOV Performance Prediction Program wil}

include elements to identify end quantify additional ioads which may
occur in mid-stroke due to flow effects.~;4;l ii s
ML e e s
NUREG/CR-5406 (Phase 1): Thefthrust siiing:equation'is not applicable to
valves that sustain damage (such as galling and
Come oy s lrdesign basis loadings. .- -

(S i

This conclusion appears to be correct Since the thrust sizing equat fon
is based on sliding friction. the equation will not predict the force to

'

plastic deformation of the sliding surfaces) at -
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reasons, temperature effects (degree of subcooling) cannot be completely
fgnored. Appendix C discusses thin film lubricatfon and how it
influences on-the-seat disc frictfon. Data support a change in friction
from lower energy fluids (greater than 70°F subcooled) to high energy
fluids (less than 70°F subcooled).

The EPRI report agrees with this INEL observation. The blowdown opening
tests are discussed in Section 3.2.4 of this report. The'%esuits are
valid for the conditions of the test. If an application exists for high
flow opening, the results should be considered.
conducted a complete analysis of the opening tests. However, preliminary
analyses indicate other effects in addition to Bernoulli effects.

We have not yet

The EPRI report appears to agree with this INEL conclusion. -




machine metal. The EPRI MOV Performance Prediction Program includes
elements to identify vglve design features and improvements which ensure
minimal damage and predictable performance at design basis loadings.

NUREG/CR-5406 (Phase 1): The design basis hot water blowdown testing has
shown that, given enough thrust, typical gate
valves will close against the. high . flow
resulting from a line break. Proper operator
sizing depends on correct {dentification of the
values for the sizing equation. Evidence
exists that values used in the past may not be
conservative for all valve applications,
especially at design basis’ loadings. The
following items need. to.be considered during
sizing of gate valve operators:

1. Gate valve guide design and clearances

can have a significant effect on the
operator stem thrust requirements at
design basis fluid loadings.

2. The degree of subcooling at the valve
inlet can greatly influence valve
closure forces. Valve operator force
requirements increase as inlet fluid
conditions approach .. saturation
temperatures.

3. . Industry trends toward using 100X
system pressure for all pressure terms
in. the -sizing calculation are
Justified for high-flow applications.

This effort examined the data and valve inspection results and identified
valve design items (in Section 7) which Ahg important for valve
performance. Clearances and fluid conditions (Items 1 and 2 of fNEL
conclusion) are important parameters. We note the INEL conclusion on
subcooling here disagrees with their conclusion from Phase 2 results (see
below); this discrepancy has not been resolved. Overall, it is not clear
if subcooling is the proper fluid condition parameter on which to base
comparisons.
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The EPRI report is correct--our subcooling conclusions from Phase I do
The Phase { data were
evaluated using the industry equation, and the observations regarding

disagree with the conclusions from Phase II.

subcooling were unexpected. To further investigate this observation, the
Phase 11 instrumentation was designed to better evaluate the subcooling
influence. In our efforts to correlate the Phase I and Il data, we found
that the industry equation could not be used. Appendix C shows the more
complete INEL correlation. Using our method, the Phase I and 1l data
analyses support one another and produce identical conclusions. The
scatter of the data analyzed according to the INEL correlation shows two
distinct patterns separating at approximately 70°F subcooling.




NUREG/CR-5406 (Phase 1): Tests have shown that some form of valve type
testing outside the plant might be necessary to
establish specific valve design thrust

...requirements and verify that a given valve
‘design ‘exhibits Tinear characteristics’ when
-ty s, < ~orsubjected.to design loads. g

[y

Type testing may be one acceptable approach Hovever. the data and
inspection results suggest it should be possible to determine Af
predictable behavior will be achieved in a given valve application based
on valve design features and fluid conditions.. The EPRl MOV Perfonnance
Prediction Program includes elements to develop nethods and data to
determine if a valve application will have predictable behavior. Most
MoVs have conditions much less severe than the NRC/INEL tests and are not
expected to be as susceptible to anomalous behavior.va '

Ty Tl

NUREG/CR-5406 (Phase 1): For the . valves - that. have-a linear thrust
response, -valve; opening : tests - {with ;a~ full
pressure drop:and:no flow) at.normal operating
temperatures performed with valve diagnostic
test equipment can provide:insights' for the
valve disc-factor and therefore degradation in
valve performance for both opening and closing.

Based on the results in this’ report, “this’ conclusion s correct..
However, 1t appears. that tests do not necessarily have to be at normal
operating temperature, as long as the valve has been previously stroked
at normal operating temperature,

o 1, e cor - EI TN .

NUREG/CR 5406 (Phase l) Contrary to common - belief - the- ratfo -of
operator torque to stem thrust [stem factor
{8.)] s not a constant but changes with valve
loiding. L . L.

. oo
This INEL conclusion \isl based on Phase 1 data Unfortunately,
insufficient data from the Phase 1 tests is available to allow the

conclusion to be independently evaluated... INEL has not addressed-this

[ T
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Our conclusion that some form of type testing might be required to
determine predictable behavior is correct. At the present time we know
of no way other than testing to determine predictable/nonpredictable

behavior.

e R I AR T PP 1A

Ve consider our original statement to have been speculative. Vhen we

complete the in-depth analysis of the Phase Il opening data. we will be
able to respond to this connent more thoroughly

W
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£
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This INEL statement was based on Phase I data. Since that time this
conclusion has been substantiated by the Phase II data, utility testing,
and our special effects testing on the INEL MOV load simulator. The
Phase l data were sufficient for our analysis of the stem factor

PR




conclusion in their Phase 2 results. The EPR] MOV Performance Prediction
Program includes e]gments to study and ultimately predict stem factor.

NUREG/CR-5406 (Phase 1): Improper operator lock ring {installation
following test or maintenance can invalidate
in-situ test results and render the valve
unable to perform its design function.

Althpggh addressing this conclusion was beyond the écopa'of this éffort.
it seems reasonable that proper maintenance/re-assembly are required to
achieve proper function.

[3

April 18 1990 Presentation (Phases 1 and 2)
NRC Gate Valve Tests have shown that there are
" two classes of valves:

- Those that respond predictably during
operation under load, albeit with a
higher than expected disc friction.

- Those s that resp&nd hﬁpredlctably.
sustaining internal mechanical damage
during operation under load.

Based on the work described in this report, it appears behavior should
be classlfled by valve appllcation (i.e. valve design and  fluid
condltions) and not simply by valve, The evaluation of the NRC/INEL
tests described in this report shows that some valves under specific flow
conditions will show anoma lous (unpredictable) behavior; these same
valves under other flow conditions do not. Accordingly, fluid conditions
(not Just valve design configuratlon) are important to determining the
Further, based on the work described in this report,
it appuars most of the valve strokes with predictable behavior did pot
have friction significantly higher than expected.
factor in the range 0.3 to 0.4 was obsefved when the behavior was

class of behavior.

Generally, a disk

predictable.
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We mentioned this in the first place only because we found that care
needed to be taken when fnstalling the lock ring.

The EPRI report argues that predictability/nonpredictability is more a
matter of valve application. The valves used in Phase 1 and 11 were
purchased with the GI-87 application as the design basis.
these design basis conditions that we observed the two kinds of response.
The April 1990 presentation addressed GI-87 concerns.
this report.) However, it is not known at what loading a valve first

It was under
(See Figure 1 of
Ve believe our statement is accurate.

experiences damage.

The remainder of the comment deals with apparent disc factor; we respond
to that issue elsewhere in this report.




April 18, 1990 Presentation (Phases 1 and 2):
A1l of the valves required more force to open
cheitneie 22 s and ‘close at line break flow than would have
.. 1., been predicted by the standard, industry thrust
’ ‘equation using the normal 0.3 constant
- ‘coefficient: of frlction. regardless of fluid
e e condltions.,

As discussed earlfer, opening "fests ‘at ‘1ine break conditions ge‘neral ly
do not match design basis conditions of nuclear power plant valves. For
valve closing tests, if ﬂow 1so‘lation is used as a functlonal crlter'a,
and the correct disk areas ara used in' the equatlons. the INEL concluslon
Several blowdown 1901at!ons were bounded by 0.3 and on1y
(Valve 1 has been excluded as inapplicable.)

13 not true.
one valve (A) ‘exceeded 0. 5.

Aprn 18 1990 Presentation (Phases l and 2):
i7" Y .There were some subtle differences in response-
I .. during  the. . parametric. studfes; .. these,
 differences 1nd|cate that there may be a better
wifo . 't equatfon. toi'predict jactual thrust. -!Such'an’
...equation would be more,. important to PWRs.than
BVRs N

. L R B A L A RIS § I T IS
This effort.did not explore subtle differences in the parameter studies.:
However, it is noted this conclusion refers to parametric studies at line
break conditfons. This report shows Hne break conditions are not highly

prevalent in PWRs; hence, the 1mportance to P\IRs 1: nnt understood

-, L

April 18, 1930 Presentation (Phases 1 and 2)
Ve believe the nonpredictable behavior is a

function of the: fo'l]owlng valve.  design.
deficfencies: . o PR
1) Internal 'dlsc-body' Quide, clearances'

that allow the disc to tip downstream
under differential pressure loading,
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Ve discuss the applicability of the opening tests and apparent friction
factor calculations elsewhere in this report. (See Sections 3.2.4 and
3.4.2 for example.) The INEL conclusion is accurate.

The INEL statement {s correct. Refer to Appendix C of this report for
an explanation of how the parametric studies support a better stem force
correlation. The correlation distinguishes between valve performance at
Thus, the correlation applies to both BWRs
and PWRs, but the differences in subcooling might be more important to

Tow versus high subcooling.

PWRs, where some valves are required to operate under steam conditions
while others are required to operate at high subcooling (100°F). The
difference is significant; a valve assessed with the INEL correlation,
seating with a friction factor at 0.4 at low subcooling (less than about
70°F subcooling), would seat with a friction factor of about 0.5 at high
subcooling.

The EPRI report agrees with our statement regarding design deficiencies
leading to nonpredictable behavior.




resulting in one or a combination of
the following: .

A. The disc tips far enough to
engage the seat at an
aggressive angle, machining
the conical seat off as it
closes. .

8. The disc tips far enough to
reduce the load bearing guide
surface, resulting in
localized deformations.

2) Disc-to-body guide surface finishes
are excessively rough, resulting in
high friction and .rapid .surface
degradation.

This report {dentified key valve design parameters in Section 8. Among
them are clearances and guide surface finish, so these INEL points appear
It is important to note there may be other influences such as
disk and seat edge configuration, Stellite  {ron content, flutd
conditions, etc. The EPRI MOV Performance Prediction Program includes
elements to develop methods and data to predict the potential for

correct.

anomalous behavior in valve applications.

April 18, ‘1990 Presentation (Phases 1 and 2):
The valves that exhibited predictable thrust at
a higher than expected. friction value also
showed signs of damage from the loadings,
although less - than the valves with
nonpredictable thrusts.

The data review and inspection results described in this report show that
valve camage was much less severs in the cases where anomalous behavior
was not observed. This IKEL conclusion appears correct; it also applies
to the numerous predictable cases where the friction was not

significantly higher than expected.

PR
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The EPRI report agrees with this INEL statement. The reference to
friction not higher than expected is based on the EPRI report’s apparent
disc factor calculations. We take issue with those calculations (see

Sections 3.4.1 and 3.4.2 of this report).




April 18, 1990 Presentation (Phases 1 and 2): = ' Lot
+Post-test’ ' inspection of valve - {nternals
"'t indicated ‘that these valves, operating at
design basis loadings, are very near to their
gu|de surface physical fragility limits.

The resiilts described ' in this" report : indicate the giilde and seat
materials ‘were ‘challenged ' locally: beyond -their normal load bearing
capability. . However, there was no évidence that any one of the valves
-Accordingly,> use’ of the ‘word "fragillty

v(implying near-‘a breakage 1imit) s strong1y questioned

was ‘near a gross failure.'-

.-~ P
P’ ,, .'

Apri] 18, 1990 Presentation” (Phases 1 and 2): :
Nothing in the low flow or dIfferentlaI
pressure opening tests would provide any
b evidence of how the valve would behave under
;. design basis, loadings. .. . ..

A S el A
The ‘INEL tests éﬁoweﬂ behavior of ‘some velves was Hiffeieﬁf in normal
flow or no-flow tests than under blowdown conditions.  The work described
in this report shows that” for valves ot showing anomalous behavlor.
apparent disk factors between no-flow auu blowdown tests show reasonably
(See INEL concluslon 7 above.) Accordlngly. this INEL
conclusion (i.e, * nothlng") Is not correct for all valves. The EPRI MOV
Performance Prediction Program includes elements to {identify valve

'uppl1catlons with potentially anomalous behavior
: S

good agreement.

'April 18 1990 Presentatlon ‘(Phases 1 and 2):
; .+~ Unt1l valve design guide tolerances and surface
o finishes have been, improved for valves that
' must operate under full flow loadings, only
.. v+ testing at design basis conditions will provide
_ Insights on predictable or. . nonpredictable
behavlor.

Coaen e PN e - e

The data review and inspectlon results described in this report show that
there were unfque:features associated with each’ valve which could be
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The INEL statement clearly addresses surface fragility, not structured
fragility.
metal smearing. The next step is galling, which would put the valve in

the nonpredictable category.

One cannot tell from the tests mentioned if the valve would behave in a
nonpredictable manner. The conclusion {s correct for the valves tested

and for the specific tests.

The April 1990 presentation addressed GI-87 valves. The INEL remark is
restricted to full flow applications as stated. At this time no methods
other  than  full
predictable/nonpredictable behavior.

exist, scale  testing, to  determine

The nonhardfaced surfaces showed heavy bearing pressure and

T’).




qualitatively related to the observed valve behavior. Although detailed
methods are not yet developed, quantitative prediction of the potential
for anomalous behavior in a given valve application appears feasible.
The prediction methods need to account for. fluid conditions and valve
design features. Most MOVs have much less severe conditions
(e.g., pumped flow) than the NRC/INEL tests and are not expected to be
The EPRl MOV Performance
Prediction Program includes elements to develop methods and appropriate

as susceptible to anomalous behavlor.

data to predict the potential for anomalous behavior in valve
applications. Accordingly, this INEL concluslon does not recognize other
approaches to dealing with this issue. '

April 18, 1990 Presentation (Phases ! and 2):
Industry in general has assumed that for valves
that must open under potentially high flow
loads, unseating is the highest load. The
highest loading was unseating with all of the
6-inch valves, but not with the 10-inch valves.

It is noted that this conclusion disagrees with the third INEL conclusion
given above which indicated that the highest load was after unseating on
two 6-inch valves.

On some blowdown opening tests an increase in stem force was observed
after flow initiated. INEL has attributed the force increase to flow
(Bernoull{) effects. As discussed in this report, MOVs in nuclear power
plants except for PORV block valves do not have blowdown opening
conditions. Under typical opening conditions this effect is expected to
be much less severe. The EPRI MOV Performance Prediction Program will
include elements to identify and quantify additfonal loads which may
occur in mid-stroke due to flow effects.

April 18, 1990 Presentation (Phases 1 and 2):
Valves that must open, and valves that could be
mispositioned and have to open, should be

We agree that this conclusion, the result Phase Il analysis and re-
analysis of Phase | data, disagrees with the original Phase | conclusion.
The INEL conclusion stated here is correct. The blowdown opening issue
is discussed in Section 3.2.4 of this report.

The comment on this Phase I conclusion is correct. However for different
reasons, temperature effects (degree of subcooling) are important. See

tested at the temperature at which they will be g_;0 Appendix C for temperature effects on thin film lubrication and how it

required to operate.

influences friction.




The evaluation results presented in this report indicate that increased
temperature strokes in the NRC/INEL gave rise to an irreversible increase
in disk factor. Disk factor was not sensitive to temperature changes
after this occurred. Although the mechanism and explanation for this
behavior is not understood, the NRC/INEL data do not support the INEL
It appears that, for elevated temperature applications,
useful information can be obtained from cold tests after the valve has

conclusion.
been exposed to hot conditions.

April 18, 1990 Presentation (Phases 1 and 2):
The difference in required thrust between hot
and cold testing must be accounted for when
determining the required thrust for valves that
must open.

As discussed above, the NRC/INEL data show that differences are smal)
after the valves have been exposed to design basis temperature.

April 18, 1990 Presentatfon (Phases 1 and 2):
The results also show that 0.3 disc friction
factor is not conservative for valve opening
under low flow conditions.

As discussed in this report, a disk factor of 0.1 to 0.4 was observed
during low-flow opening tests for most INEL test valves. This result is

generally consistent with industry practice.

April 18, 1990 Presentation (Phases 1 and 2):

Many torque switches are bypassed for
unseating, so in those cases motor capacity not
opening torque switch setting, {s the concern.
Motor capacities should be verified.

Examining this conclusion in detail is beyond the scope of this effort.
It appears reasonable that when. the nntor capacity is limiting. this

capacity should be verified to exceed thrust requirements

B ,-..:».',.!.~ B .,‘
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The INEL potentially agrees. See above.

The EPRI report's apparent disc factor calculations and flow isolation
positions are incorrect. These issues are addressed in full in Sections

3.4.1 and 3.4.2 of this report. Our comment is correct.

This INEL remark was made to alert the utilities that when raising torque
switch settings or bypassing them, motor capacities should be verified.
We made this observatfon in the April 1990 meeting because of the number
of motors that burn out in the plants every year.

rl




April 18, 1990 Presentation (Phases 1 and 2):
Our low flow and differential pressure test
results provide some evidence that even in the
less demanding service, a 0.3 disc friction
factor is not conservative.

See discussion of disk factor above.
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See discussion of apparent disc factor calculations and flow isolation
positions discussed in Section 3.4.1 and 3.4.2 of this report.
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steam or water release in"the auxiliary building .

GENERIC ISSUE 87

'FLEXIBLE WEDGE GATE VALVE TEST PROGRAM
~PHASE 1l RESULTS AND ANALYSlS

1 lNTRODUCTION

: The Idaho: Natioual Engmeenng Labomory
---(INEL), under the sponsorship of the U.S. Nuclear
Regulatory Commission (NRC), «is performmg

could’ mult in oommon ‘cause - failure ‘of other

) ”-eomponents neoessary to mitigate “the accident.

research® to resolve specific generic issues and Y

develop rand - improve :-industry : :mechanical

The test’ program also: provides - information

- applxmble to the implementation of Generic Letter

e (GL) 89-10, "Safety-Related Motor Operated Valve

‘equipment - ‘qualification - and -+ “operating and "

- maintenance consensus standards. . This overall

- ‘research effort includes a program that tested the

operabxlny (opening and closing) .of six full-smle
. ‘motor-operated - ‘gate " _valves typical of the "
: containment :isolation valves ‘installed in borlmg

:water-reactor (BWR) - reactor -water cleanup

Rs

Testing ” *and “Surveillance,”- for. all ‘light water

'reactor (LWR) ° safety-related ' motor-operated

- valves (MOVs) and selected posxtxon-changeable

(RWCU) process lines and lugh-pressure coolant, ‘,

"above, at, and below the pressures, temperatures,

and flow. conditions of a worst-case downstream - .

. pipe break in the RWCU and HPCI turbine supply -
. lines outside of containment. -One of the RWCU .

. valves also was  tested -with steam to provide ;-
insights :for_ the . reactor -core - isolation cooling: -

(RCIC) lurbxne steam supply line isolation valves.

The purpose ot‘ lhe test program was to provxde

'~ technical input for the NRC -effort regarding-:,
"~ Generic Issue (GI)-87 *Failure of the HPCI Steam E

. Line Without Isolation.*. GI-87 also applies to the
RCIC and RWCU isolation valves. -All three of :-
‘the GI-87 BWR -process lines communicate with
the primary system, pass through containment, and
normally have open containment isolation valves. .
The concern with these containment isolation .
valves is whether they will close in the event of a
pipe break outside of containment. A high energy

.o
TR

f.:

-2, Work supported by the U.S. Nuclw Regulatory

. ";.;" - >Commrssron, ‘Division of - Engmeenng, Office of.
<~ 17 sNuclear-. Regulatory Research, . under US. .

Department of Energy Contract No DE-AC07
761D01570.

-,

Lrn'

- ;MOVs in safety-relaled systems

i

" The analyses performed to date onthe measured

~-'data* obtained ‘during’ ‘the - GI-87 Valve Test
.77 7 Program”and the ‘conclusions derived ‘from the
injection (HPCI) turbine steam supply lines. The~ * "~
" valves were qualified and parametrically tested

analyses are discussed in this report. A complete
analysis of the data’ requu'ed by ‘the program
objectives will follow in a later report. We are

. ~issumg this report now because the findings to date

- contain luformauon that may be beneﬁcxal to the

sans

-.reoommendations. Addltlonally. ‘the Phase II
,resnng did not amwer all of the test ob]ecuves

because we could not locate a dc motor in time for
the - test , program. . That ‘work -and the open

‘quesuons regarding stem ‘factor and rate of loading

~will' be performed on the INEL valve load

5 sxmulator

- For-those individuals or organizations who wish
to do xheu' own analysrs of the data, the measured
data are available from the NRC Public Document

~¢ -~ Room..The Phase I program is reported in BWR
N ‘Reaczor Water. aeanup System Flexible Wedge Gate
- VI.rolanon Valve Quahﬁeaaon and High Energy Flow
Interruption” Test’ [EG&G “1daho; Inc. (EG&G

. 1daho), 1989] (NUREG/CR-5406). The Phase II

.- _Test Program actual measured data are reported in

"Generic Issue-87 Flexble Wedge Gate Valve Test
Program Phase II Data Report, (EG&G Idaho,

. ‘..A1990) The Phase II data are also available in

B-2

. International . Business ‘Machines ' Corporation

" (IBM) personal computer (PC)-compatible format.

There is also a video tape documenting the post



test disassembly and inspection of the test valves.
Both -the video and the magnetic data can be

obtained through the INEL Technology Transfer

Office at (208) 526-6042.

1.1 Background

Two sets of experiments have been conducted

for the GI-87 research program.. In Phase I, two

fullscale RWCU valves typical of ‘those in
operating plants were tested with high energy .

i water. The results. of the Phase I, program, as
previously stated, were: reported in
NUREG/CR-5406. - These mults challenged the

- validity of many gate valve. design rules. The

two-valve sample- was small and one valve

sustained damage as a. result. of the hxgh flow -

loading. Because of this, some experts in the
. industry did not accept. the: results- as having

_general applicability.- In the Phase II program, the

« Provide detailed information to assist in the
NRC effort regarding GI-87

‘s Correlate the data to develop a methodology
for in-situ motor-operated valve testing,
supporting the implementation of GL 89-10.

The results of the testing may also contribute to

. . specific guidelines being developed to improve

- NRC increased the valve sample size to six valves

- representative of those installed in both the HPCL
and RWCU Systcms. -

s

Phase II test * program objecuva were

) 'rccvaluatcd and modll'od to include the lessons -

learned in 'Phase ['and to include tests on the
RWCU valves that would be- applicable to RCIC
, valvs. The raultmg objectms were as follows: -

"« Determine the valve stein roroe required to
7 close typical RWCU, RCIC, and HPCI

valve qualification and in-plant test standards such
as  American National Standards Institute
(ANSI)/American Society of Mechanical Engineers

(ASME) sundards BI&41 (1983), OM-%, and

OM-10.

" Surveys of utility installations performed before
the Phase [ program determined that in the BWR
systems of interest, the flexwedge gate valve with a
Limitorque® motor operator was the predominant
configuration. To avoid duplication, we reviewed

- previous applicable industry test programs. The

review included the Electrical Power Research
Institute (EPRI) power-operated relief valve/block

* valve testing at Duke Power in 1980; the Central

Electric' Generating - Board (CEGB), United
Kingdom; ' gate valve - testing performed at
Kraftwerk Union' (KWU), Federal Republic of
Germany;- and the KWU' testing performed for

their own plant designs. The EPRI and CEGB
‘work were £0-no-go- tests; however, the results

- showed that both flexwedge gate valves and

" system isolation valves”at typical operating"

conditions and under blowdown conditions

. Compare valve closing loads" to opening
‘loads at vanous systcm oonduions

""'- "Evaluate valve closure’ force” oomponcms,
. such as disc friction, packing drag, stem
' rejcction load, and fluid dynaxmc effoct.s

"« Measure the effects of temperature, pressure,

and valve design on wvalve closing and .

" opening loads
L .oy
e Evaluate ‘the terms and vanablu in the
pmcnt standard valve and motor-operator
'sizing equations
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parallel disc designs did have problems. The KWU
work on their own gate valve designs resulted in
many gate valves being replaced with globe valves.

 Where they could not replace the gates, they
- developed a structurally stiff design with rather

close internal clearances. The U.S. has valves with

“closé and large clearances, but none of our designs

are as structurally stiff as the KWU designs. The

KWU testing indicated that we might expect

trouble based on their findings.

a. Mention of . specific . products and/or
manufacturers in this document implies neither

' endoxsemcnt or prefcrcnec nor disapproval by the

U.S. Government, any of its agencies, or EG&G

~ Idaho, Inc., of the use of a specific product for any

purpose.
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The previous test programs did not answer our

- GI-87 qucsuons, however. It must be noted here

that after reviewing all of our test results, the most
flexible U.S. design performed better than our
modcrately stiff designs. Therefore, a valve may

perform correctly without being stiff. The valve

design needs to be tested with the worst-me
tolerances to ensure operability. -

'I'hc NRC Office of Inspccuon and Enforcement
(IE) Bulletin 85-03, "Motor Operated Valve
Common Mode Failures During Plant Transients
Due to Improper Switch Settings,” and GL 89-10,
requu'c the utilities to develop and implement a;
program to ensure that the switch settings on’
selected safety-related MOVs are set and’
maintained correctly to accommodate the
maximum differential pressure expected on thesc
valves during both normal and abnormal cvcnts
within the design basis. The GI-87 valves are a
subset of this larger class of safety-related valves.

Industry has helped to meet these criteria by.
developing new MOV diagnostic test equipment
and methods for in-situ valve testing. Prior to the’

GI-87 Valve Test Program, the motor-operator
control switches settings were based primarily on
standard industry practices and analysis. Very liulc
design basis testing had been conducted in or ..
outside of the plants. Utilities typically veriﬁed
the analytically-determined MOV output torque or
stem force through valve seating or backseating
loads with little or no valve hydraulic loading. The
GI-87 Phase I test results cast some doubts on this
industry practice, primarily on whether the true

" “design basis load can be determined analytically.

1.2 Motor-Operator Sizing

The gate valve is a high recovery positive shutoff
valve and is typically used in systems where
minimal pressure drop is desired when the valve is
open. The design is ideally suited for isolation
purposes and usually is not used for throtuing
flow. When the disc is in the secat, the upstream
pressure load on the disc assists in sealing. This
feature is less important in the flexwedge than in
the parallel disc gate.

There are a number of calculations made to
determine the correct operator size for a given

s
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‘valve application. Thé term sizing means that the

output -power available .from.a given motor
operator is determined by its size. Typically, the
larger the operator the higher the allowable
output. Table 1 lists the typical maximum output
in torque and stem force for the various SMB
Model Limitorque operators. This table should
only be used -to -understand what sizing means.
Requalification of motor operators and other
limitations on valve hardware can affect the use of
a specific operator size.

The four ‘most important calculations that are
made in sizing a. motor operator for a specific
valve applmuon are (a) total stem force necessary
to operate the valve at its design basis load, (b) the
operator torque necessary to produce that force,
(c) the operator gear ratio (including the stem nut
thread necessary to produce the needed valve
stroke - Umc). and (d) the size and speed of the
electric motor necessary to produce the needed
opcrator torque for that gear ratio. To be
conservative, other calculations are made, such as
degraded voltage concerns, which do not need to
be explained for a basic understanding of
motor-operator sizing. Two of these calculations,
the gear ratio and the electric motor sizing, appear
to be well understood and the results are
rcpcatable in application. The required stem force
and the operator torque to produce that force
appear to be the areas. that have not been
conservatively predicted -in the past for some
classes of valves.

"Figure 1, 'a ‘cutaway drawing of a typical
motor-operated gate valve, shows the components
important to this discussion. The necessary forces
currently defined by industry to close the valve and °
isolate flow must overcome the resistance imposed
by three loads: (a) the disc frictional drag load
caused by the differential pressure across the disc
as the valve closes, (b) the stem rejection load
caused by static pressure on the stem, and (c) the
packing drag load. Industry has developed a set of
equations for use in sizing motor operators. The
first equation in this set predicts the total stem
force, as detailed below. Each manufacturer
modifies the variables in the equation slightly;
however, in the long run the application of the
equation is the same.



Table L., Limitorque operator nuclear ratings

a. Unit overall gear ratio.

Rated

, Ratio* Torque
Model-Size . Range (fe-1b)
SMB-000 125-306 %
33.5-100.0 90

102.0-136.0 9%

SMB-00 9.7-220 250
© 23.0-109.0 250

114.0-1839 150

'SMB-0  us261 500
26.4-'96.2 500

102.6-150.8 500

1583-247.0 340

SMB-1 116-25.7 850
272-834 850

92.4-171.6 780

191.7-234.0 625

SMB-2 106256 1800
262825 1800

. 84.3-150.0 1250

153.0-212.5 950

~ Rated
Stem force

(1b)

8,000

14,000

24,000

45,000

70,000

Maximum
Threaded
Stem Diameter

(in.)

1375

L75

2375

2.875

35
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Eiectric
motor

ﬂ Dlrect thrust
! measurement
! (load cell) -

~ Limitorque / —

operator .

A

Yoke

Flgure L. 'Iypical motor-opcratcd valvc showmg componcms important to mlculating stem t‘orcc. “Two of

thc test valm were modified by installmg a load ccll in the valve stcm. L '
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F, = sgAAP £ AP +F, M
where

F, = total stem
force

Bg = disc faCtor A
Ay = disc area

AP = differential
pressure J

A, = stem cross-section area )

static
component

P = stem pressure [

Fp = packing drag load
(a oonstant) - ]

For wedge-type gatc valvu, the disc factor (iy)
normally used by the industry in Equation (1) is
0.3. Note that in this equation the stem rejection
load can be either positive or negative,
dependingon whether the valve is closing or

opcning. This is because the stem rejection load

is always in a direction out of the valve body; this
load resists valve closure and assists in opening the
valve. : The packxng load is typically constant and
dcpcnds on the packing dwgn, the gland nut
torque, and the direction of opcrauon.

The equation is divided mlo two components,

which will be referred to in the analysis found later
in this report. - The components are (a) the
dynamic component, which includes the disc load
due to differential pressure, and (b) the static
component, which is the sum of the stem rejection
and- packing drag loads. . The pressure values

(P and AP) used in the force equation are supplied . .

to the valve manufacturer by each individual utility.
Determining the motor-operator torque necessary
to produce that force is complicated by the fact
that mator operators control output torque, not
stem force. Thus, in determining the necessary
output torque one must consider the conversion of
operator torque to stem force. The torque-to-stem
force relationship normally used in sizing motor

operators depends on a stem factor calculation
given by

T= mEy )

where
T = operator torque
&, = stem factor

F, = total stem force [from Equation (1)].

-The stem factor used in Equation (2) is a
function of stem diameter, thread pitch and lead,
and the coefficient of friction between the operator
stem nut and the valve stem. As in Equauon (1),
the only variable that cannot be measured in the
stem factor equation is the coefficient of friction.
Normally, it is assumed that only damage and
lubrication of the stem/stem nut threads can
significantly alter the stem coefficient of friction.
Limitorque personnel, in their diagnostic work,
have measured coefficients of friction from 0.10 to
0.20 in actual operation. Losses internal to the
motor operator, up to the capacity of the electric
motor, will typically be accounted for by the torque
spring/switch position. Losses in the stem factor
will not be accounted for by the motor operator.

. The problem with the conversion of torque-
“to-stem force (stem factor) is not in conservatively

bounding it in the sizing calculation. It is that the
stem factor appears to change with stem load.

- This will eomplxcate utility efforts to comply with

regulatory recommendations to develop and
implement a program that will ensure that
safety-related motor-operator torque  switch
settings (the switch that regulates the
motor-operator output torque) are chosen, set, and
maintained correctly to accommodate the
maximum differential pressure load expected on
the valves during both normal and abnormal events
within the design basis. Additionally, MOV
torque-to-force relationships can vary with age and
maintenance. Torque springs age, changing the
torque switch setting in comparison to output
torque, The stem factor can change for two
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......

snzmg problem today is vcnfymg the capability of“ o

primary reasons: (a) lubrication quality at the valve

stem-to-motor-operator stem nut interface, and ®). - . 3

degradation of the threads of either component.
The stem factor can also improve with wear

bctwecn the stcm and stcm nut threads. v,

Y

the operators, in the plants, . This problem is
compounded for gate valves and to some degree
for all rising stem motor-opcrated valves according
) NRC GI-87 valve test results, . ’rhxs indicates
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_ that the variables used by industry in the past for
. determining _valve opening and disc force
[Equation (1)] at high flow were not conservative,
and that the stem factor may vary with load,
.. making . it very difficult. for the utility to
dxagnostimlly determine opcrator .capability in
._place without duign basis . wsung. This is not
always possible in a plam. oo
~ i : - ’ (
Motor-opcrator sxzmg toplcs that apply to both
GI-87 and GL 89-10 will be discussed in more
detail in later sections of this report.

[y



2. APPROACH TO TESTING -

Su: full-smlc, rcpmentatwe nuclear valve

' ,assemblis were 'tested’ under various normal

* operations and dmgn basis pipe break conditions

for the RWCU, HPCI, and RCIC systems. Table

2 lists the test valves and motor operators used in
both Phasc Iand I tut programs. ‘

As shown in Table 2, the two valves used in
Phase I were reused in Phase IL Phase I Valve A
was refurbished and became Valve 1 in Phase IL
The valve's internal manufacturing tolerances
allowed the disc to tip downstream during the
Phase [ testing, causing damage to the disc guide
surfaces. Gate valves are bidirectional; therefore,
the valve was turned around for Phase II, reversing
flow through the valve to see how the internal
manufacturing tolerance stackup in the other
direction affected valve performance. Vaive B
from Phase I was returned to its manufacturer for
a valve disc replacement and became Valve 2 in
" Phase IL The valve disc or gate in Phase [ was
equipped with hardfaced disc guides, representative
of valve assemblies built after 1970. For Phase I,
the hardfaced guide disc was replaced with 2
normal material disc guide, representative of those
valves made before 1970. With the exception of
Valve B in Phase I, all other valves in both phases
had normal carbon steel disc guide surfaces
representative of the largest majority of the
installed gate valves. All valves in both phases had
hardfaced sealing surfaces oa both the body and
the discs. Valves 3, 4, and 5 were new valves
obtained through canceled nuclear plant surplus.
These three valves and the two valves used in
Phase [ were returned either to their manufacturer
or to a nuclear valve service center for
refurbishment and/or inspection prior to their use
in Phase II testing. Valve 6 was manufactured new
for the Phase II Program. Prior to Phase II
testing, each valve body was assembled with
instrumented spool pieces and instrument taps as
shown in Figure 2.

Table 2 also identifies the 460-Vac, 3-phase,
60-Hz Limitorque electric motor operators used on
the valve assemblies. For Phase II, the same
SMB-O-25 was used on all three 6-in. valve
assemblies, and the same SMB-1-60 was used on
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the three 10-in. valve assemblies.  The
motor-operator stem nuts and helical reduction
gears were changed to accommodate the valve stem
thread pitch and lead and to establish, as close to
as possxble, a 30-s stroke time for all six valves.
For valve stem force mcasuremcnts, two of the

' valvcs wcrc instrumcnted withdirect stem—moumcd

load cells; as shown in Figure 1. The other valves
used a set of four load cells mounted between the
valve yoke and motor operator. During final
checkout of the motor operators, Limitorque ran
a special torque spring deflection versus operator
output torque calibration on their dynamometer.
By using a linear variable displacement transformer
(LVDT) and the Limitorque torque spring
deflection versus operator output torque
relationships, we were able to monitor apparent
motor-operator torque on-line during the test
program. Figure 3 shows the general location of
the valve response instrumentation used during the
Phase II test program.

The Phase II test program was performed in the
Iate summer and early fall of 1989 at the KWU
facilities near Frankfurt, West Germany. Two test
loops were used. Figure 4 shows the loop used for
the 6-in. valve tests; Figure 5 shows the loop used
for the 10-in. valve tests. Both test loops used a
22-MW oil-fired boiler for heating and test media
propellant. The 6-in. valve test stand also had the
capability of being charged with gaseous nitrogen
for cold water high flow testing. Both test stands
were equipped with bypass lines around the loop
blowdown device. These lines were used to
establish normal flow through the valves for
normal-service functional testing. Maximum flow
was established on the 6-in. valve test loop through
a rupture disc and on the 10-in. valve loop through
quick opening valves.

The data collection objectives for Phase Il testing
were driven by the lessons learned from the Phase
I program, where the performance of the valves
under higher loadings was unlike previous industry
claims for valve performance. Valve thermal
hydraulic inlet conditions appeared to influence
these performance problems (i.e.,, the
measurements made during the Phase I program



Table 2. Valve and operator information

Test Hardware

" Valve

Valve Designation

hase ~~ Phase II
Anchor/Darling® A Y
Velan? B R »
Walworth o 3
Anchor/Darling et o
Wm. Powell i s
Velan £ -6

s
e D

Motor-Oxmtbr Manufacturer

Limitorque N
Limitorque ..~ e " SMB-1-60 -
Limitorque * ' A

3
LN

. Snze

SMB-O-ZS 5

TSMB240.

T 10Hn.

anufacturer and Valve Idenu cation

_‘§l{2£_ Class Type
615, 900 1b Flexwedge Gate
6-in. 900 Ib .

6-in. 600 1b .
10-in. 900 Ib .
10-in.;, 900 1b .

Vin.©  6001b .

 ~ Valve Used
'1,2,3and B
. ' 4,5, and 6
iCA

a. Valves A and B from Phase I were refurbished :foi"Pha'sg i as Valves 1and 2 -

were not sufrcxent 10 allow a thorough analysis of .

tools were optimized as thoroughly as practical 1o -

characterize thc test valves’ and motor-opcrators )

performance at the various test conditions. Inputs -
10 these measurement and data ‘collection schemes
included suggestions from éxperts at the INEL,-
from the NRC staff at planning meetings, and from

industry experts at several rcvu:w mecnngs.

o—— -

To quantify the test loop thermal hydrauhc

conditions and valve response, an average of 70

channels of information were measured and

recorded on a high-speed tape recorder.-The tape - -

recorder was an integral part of the INEL data
acquisition system (DAS). The DAS transducer

" excitation voltage was measured at the transducer
specific thermal hydraulic influences). The Phase”
II measurements, instruments, and data-collcctiou, =

and the system adjusted the internal voltage to
account :for line losses. The outputs from the

" transducers were then measured by the DAS and

: commmed to the tape.

) ‘The DAS was also configured to make
incremental calculations of the stem force

throughout the closing and opening cycles using
the . measured values for the parameters in
Equation (1) (differential pressure, disc area, etc.)
and a constant disc factor, either the common 0.3

" 'or a more conservative 0.5. We performed our
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calculations in this manner to see how well the

--equation modeled the actual stem forces during the

entire cycle. A comparison of the calculated forces
10 the measured forces shows where the deviations
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T

Legend
Accelerometer (triaxial measure'n;enls)

—w—e—»— Slrain guages

AR

Pyl

T

. : R N
. ' .

4 dp i T IS

i i I

. i Lo i

. N -

Pressure (stalic) . S
 Pressure (dynamic)

2. "Temperature P N

" Va@posiion | vt

~ Vaive current e

valve voltage

poa e
Torque spring deflection.
Slefh force load cells

Molor speed

Measurements in pipe diameler

0-3056




£1-g

Waler lank '

From
HP
boller

ot 24 m-

Flowmeler

Intermaedials
tank

2m?

Deslgn pressure: 160 bar (2321 psi)

Tesl .
specimen
Aot Normal llow line
'-‘—‘2‘“ .T' o o
6in. -
J/ piping
Dty B33 18-and
20-in,
lﬂuplqredlsc piplng
Pg Ps ‘ Ps ]
T Condensation
pool

Figure 4. Simplificd KWU 6-in. valve test loop showing configuration, lengths, and piping sizes.

0-3042




bi-4

From
high-
pressura
boller

Water tank

Flowmeter
(at plpe Inlet)

J4 m

m]

281n.  40.4n, piping |
piping ) . Tesl
\— | specimen

E-zs m—e=| \ il 28-In. plping I-‘{><

[ARS

Quick openlng -~

valves

. sPld T

Flowmeter

2

\/
)

N\

2:In. piping
3 g vevrrrrrerer
i Py [T] Normelflewline TN
T Condensalion
~ pool . .. -
Deslgn pressure: 116 bar (1682 psl) E
0-3041

i
K

Figure 5. Simplificd KWU 10-in. valve test loop showing configuration, lengths, and pipe sizes.

r"




start to take place and allows us to look at the
fluid conditions and other parameters . and —
determine if influences other than the terms in
Equation (1) affect the stem forces during valve
operation.

At various times during the test programs,
parallel diagnostic measurements were made by
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Bechtel-KWU Alliance, General Physics, Liberty

--. Technology, Limitorque, Movats, Westinghouse,

and Wyle' Laboratories.  This allowed the
diagnostic vendors to compare measured loadings,
similar to those that might be developed during
in-plant testing, to design basis loadings, which
typically cannot be developed in the plant.
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3. TESTING

“iSix - qualiﬁcation tests and sevcnteen flow

intcrruptlon tests were performed. Seven of the® .

flow interruption tests were design basis tests; the
other ten were parametric studies. The parametric

studies were an attempt to understand the effects’-- - .

.of pressure, temperature, and ‘fluid properties on "

valve pcrformance. The fluid conditions and valve
opcratxng responses prowded information

’ concernmg valve and motor-opcmtor pcrformancc

t vanous valve loadmgs

““The two lists below summarize the quaurmtion

and “flow interruption test “procedures for each -
‘valve. - The basic test’ procedurc for each valve =

* through the design basis flow intcrrupuon test was

nearly the same, with a’ fcw cxccpuons (listed
later).

PRI

““The’ following: list 'is an overview of the test -

- procedure performed in accordance with the test

plan for each valve through the design basis flow

- interruption test, which was always performcd rm T

[}
o

. 'l'hc valve was mstalled in the test loop

« The motor operator was installed and limit
contro] switches were set

» Instrumentation was installed
« The torque switch was set

» A baseline opening and closing test without
pressure was performed

» Cold leakage test (Annex A of ANSVASME
B16.41)

» Cold cyclic test (Annex B of ANS/ASME
B16.41)

« Hot cyclic test (Annex C of ANS/ASME
B16.41)

o Flow interruption test at the normal operating
pressure and temperature (NOP/NOT) for the
valve’s representative system (Annex G of

' oncachvalveasscmbly- T Sitels

B-16

L

Ve
el

 ANSUASME B16.41). The details of this step
. are prowdcd bclow

Exccptions to thxs basnc procedurc are as follows:

. Bet:msc of opcrator limitations at the very

;. high'torque switch settings used, some of the
under-voltage tests recommended by the
".standard"in hot and eold q'chng were not
pcrformed.

* «"The torque switch settings in some cases were
*~“increased after hot. cycling to ensure valve
“closure. (Our objective was to close the valve
- and ‘determine -from the measurement how
much stem force was actually required to
isolate flow and seat the valve. In one case

' . .(Valve 1), we underestimated the closing force;
we obtained flow isolation but did not fully
seat the vaive.) ,

" The “flow interruption. test :consisted of the
* following numbered steps.” The numbers reference
- the headers of the:Phase ‘Il plots used in this

report: -

« Bring the test loop and valve up to NOP/NOT
(Step 7)

» Close the valve at NOP/NOT without flow
(Step 13)

« Depressurize the downstream side of the valve

(Step 15)

« Open the valve against NOP/NOT upstream
pressure (with the downstream valves closed)

(Step 17)

« Establish normal flow through the test valve by
opening the valve in the normal flow line (see
Figures 4 and 5)

» Close and reopen the test valve at normal
system flow (Step 18)

o Close the valve in the normal flow line



« Establish line break flow through the test
valve and close the test valve (Step 25)

. Reopen the test valve 30% open and reclose
at max:mum flow (Step 26)

. Dcprasunze the test loop and opcn and close -

the test valve while still at temperature
without system pressure-(Step 30).

Following the flow interruption tests, we reviewed
the quick look plots, which served two purposes:

» To determine if the valve had been damaged:

during the test.". Valve stem force plots are
~ very good indicators of valves sustaining
damage during the hngh ﬂow tests (see

Figure 6).

« To dctcrmine if the thermal hydraulic
conditions at the valve inlet met the test
objectives.

If the valve was damaged by the loading (as
determined from a review of the stem force plot),
we stopped testing and installed the next valve. If
the valve was not severely damaged and the
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thermal hydraulic conditions were met, we then
subjected the valve to parametric studies (varying
the pressure and/or temperature). If the thermal
hydraulic conditions were not met, we repeated the
test.

- Table 3 provides the test matrix for the flow
interruption test sequences performed on each
valve. The temperatures and pressures listed for
each sequence include the target pressures and
temperatures for a nearly closed valve. Facility
capability limitations necessitated that some tests
be started with a slightly higher pressure than the
target pressure. In. some cases, the valve was
started from less than 100% open in the maximum
flow closures so that the target pressure would be
achieved as closely as possible when the valve was
nearly closed.’

- Table 4 provides the maximum working pressures

for the valve classes tested in this program and the
test pressures for the leakage and cyclic tests, Test
pressures were not always maximums for the valve
class because of facility limitations; however, they
did bound the qualification pressure for the
intended service.
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Valve 4, Test 1, Step 25, 1000 psi, 54 5°F (Sleam)
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Figure 6. Valve stem force history from Phase 11 testing shows nonlinear performance of the valve, indicating valve damage.




Table 3. Flow interruption test target temperatures and pressures

Valve

No.,  No. —(psia)

6-in. Valve Tests

1

W W W NN

10-in. Valve Tests

h n

[+ W~ ¢ )

Test

1

~) W -

1

1A
1B

1A
1B
1C.

Target
Pressure

1000

1000
1000
1000

1000
1400

1000
1200
1400

1000

1000
1400

1000
1400
1200

Actual Target Actual
Pressure Temperature Temperature
900 530 520
950 530 520
1040 545 550
750 <100 <100
600 300 450
1000 430 470
1300 480 520
920 530 520
1100 550 550
1300 580 570
750 545 510
800 545 520
1040 590 550
990 545 580
1400 590 590
1100 570 550

Media

Hot water

Hot water
Steam
Cold water
Hot water
Hot water
Hot water

Hot water
Hot water
Hot water

Steam

Steam
Steam

Steam
Steam
Steam

B-19



Table 4. Valve qualification test pressures

Maximum ANSI working pressure by
pressure class for these allovs

Maximum Working

Temperature Pressure
Valve No. . Class (*F) (psig)
1,2,4,5 900 1b <100 2250
900 Ib - 600 1815
3,6 600 Ib <100 1500
. 6001b . 600 1210
Cold Leakage Test Annex A
: Temperature . Test Pressure
Valve No. (*F (psig)
1 <100 2200
2 <100 2200
3 <100 1500
4 <100 2200
5 <100 2200
6 <100 1500
Cold ic Test Annex
Temperature . Test Pressure
Valve No. (*F) (psig)
1 <100 . 1650
2 <100 1650
3 <100 1200
4 <100 1600
5 <100 1600
6 - <100 ‘ 1200
ot Cvclic Test Annex C
Temperature Test Pressure
Valve No (*F) (psig)
1 o 600 1650
2 600 1650
3 550 1200
4 610 1600
5 610 1600
6

550 _ 1200
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NRC TEST RESULTS AND OPERATIONS EXPERIENCE
PROVIDE INSIGHTS FOR A
‘NEW GATE VALVE S'I'EM FORCE CORRELATION‘

L ‘ - ??"f J C. Hatkins, R Stee]e, K G DeHa]] T»“‘ -l‘ ‘

Idaho Nationa] Engineering Laboratory
SR ‘EG&G - Idaho, Inc. : & .=
Idaho Fa]is, Idaho 83415

o _ "“’ABSTRACT r,u%.<p;:~ S
K ’ i o
The Idaho Nationa] Engineering Laboratory (INEL) is performing
. -motor-operated valve (MOV) ‘research in-support“of. the U.S. Nuclear
7+ > -'.Regulatory Commission’s (NRC’s)-efforts’regarding Generic :Issue 87,
¢ "Failure of "HPCI [High-Pressure:Coolant Injection] Steam Line Without
. . .lsolation,”".and . Generic : Letter.:89-10 - (GL-89-10), -“Safety-Related
.- 7 "Motor-Operated:Valve Testing.and Surveillance.® “-This :paper .presents
~". the results of 'testing.to assess.valve-and ‘motor operator performance
under varying pressure and fluid conditions. “This effort-included:an
examination of the methods used by the industry to predict the
. --required stem force -of. a valve, and research:to provide guidelines for
e the extrapoiation of in situ test resu]ts to design basis conditions
This research has identified severa] inconsistencies with the
existing industry gate valve stem force equation and has challenged
the overly simplistic assumptions inherent in its_use. This paper
discusses the development of the INEL correlation to bound the stem
force necessary to close flexwedge gate valves whose operational
characteristics have been shown to be predictablie. The authors also
present a method whereby the results of testing such valves at low
differential pressure can be used to bound va]ve response at
conditions up to their design basis. i :
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IHTRDDUCTION

Flexwedge gate vaIves were tested: in two U S.. Nuclear Regulatory Commission
(NRC) test programs and reported in NUREG/CR-5406 (DeWall and Steele, 1989) and
NUREG/CR-5558 (Steele et al., 1990). Both reports were published in support of
Generic Issue 87. After the latter report was published, we developed a
technique to (a) bound:the stem force.of a five-degree flexwedge gate valve
closing against medium to "high flow conditions and (b) validate a Tow
differential pressure closure:test and then bound the stem force of a flexwedge
gate valve closing against design basis conditions.

In the two test programs mentioned above, six valves with a total of seven
different internal designs were tested. The valves were subjected to a broad
range of fluid conditions and flow rates, from normal system flows to design
basis line break flows. Two of the valves, including the valve that was tested
with two discs, performed_in-a manner we have called predictable. A predictable
valve is one that:does-not:exhibit evidence of internal damage during testing.
In such valves, the:highest stem forces occur when the disc is riding on the
valve body seats just- before wedging. Conversely,: an.unpredictabie valve
exhibits evidence of internal valve damage during:testing, characterized by an
.erratic, sawtooth; shaped stem force response. In these valves, the highest stem
force requirements typically occur while the disc is riding on the guides rather
than just before wedging . ) ,

The test resu]ts were initially evaluated W1th the standard industry gate
valve stem force equation. Although some of the manufacturers modify the
variables in this equation slightly, the application of the equation is basically
the same.

F,=uALP t AP +F, (1)
where
Fpb = stem force
Y7} = disc factor
Ay = disc area
AP = differential pressure across the valve
A, = area of the stem
P- = pressure upstream of the valve
F, = packing drag force.

For wedge-type gate valves, the industry has normally used a disc factor of
0.3, although they sometimes specify a more conservative disc factor of 0.5. The
disc factor acts in conjunction with the disc area and the differential pressure,

¢ and the three multiplied together represents the largest component in the stem

.. force equation.. -However, the disc area term is-not:used:uniformly throughout the
industry. This:term is based on the orifice diameter by some manufacturers, on
the mean seat diameter by others, or even on the orifice diameter times one or
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. required stem force.

more factors to artificially enlarge the area on which the differential pressure
acts: We used a disc area based on the orifice diameter when we evaluated the
standard industry stem force equation  because’ it represents the least
conservative use of the term by 1ndustry This results in a lower’ estimate of

Comparisons of the industry equation, Equation (l), with se]ected test
results ‘are shown in Figure 1. This figure presents the results of the same
valve isolating a break at a common upstream pressure of approximately 1000 psig,
but with the fluid at various degrees of subcooling. The subcooling ranges from
none (steam) to approximately 400°F (cold water) with intermediate values of 10°F
and 100°F. . The recorded stem force is:shown as a solid line; the dashed lines
show two ca]cu]ations of the:stém force history using the industry‘equation and
real time test data with standard industry disc -factors of 0.3 and 0.5. This

31 figure shows that at flow isolation, each test required more force to close the

valve than would be estimated using the standard industry disc factor of 0.3.
In fact, for the tests shown on this figure, the more conservative industry disc

- factor of 0.5 ranges’ from acceptab]e (the steam test) to marginally acceptable

(the 10°F subcooled fluid test) to unacceptable (the 100°F :and the 400°F
subcooled fluid tests).. Note thatialthough the results of ‘the industry equation
are presented over the entire closure cycle, the equation represents a bounding
estimate of the maximum stemiforce. As such, on]y the: estimated stem force at

©the final horizontal 1ine, just before wedging, is applicab]e ‘The ‘results are

presented’ for ‘the’ Jentire closure “to aid"in identifying trends.in the recorded
stem force, not to assess the equation throughout the closure cycie Note also
that although the same valve :and operator were ‘used ‘for each test, the closure
durations are different. : Due to faci]ity limitations) 'somei'of the tests were
initiated with the valve partia]ly closed.

It is.also interesting to note that' the shape of "the recorded:stem force
from flow ‘initiation to flow -isolation 'varies depending on the. degree of

f, subcooling ‘of the fluid. In tests-with greater subcooling, ‘the stem force during

the initial portion of the closure is lower. In fact, during the test with cold

;' water, the stem force trace was initially positive (i.e., the valve was self
_ closing during this portion of the closure). However, just prior to wedging, the
- required stem force is generally .higher in tests with greater subcooling of the

fluid so'that closure against co]d water requires more force than c]osure against

‘ steam

;‘.
!

ASSESSHENT OF THE DISC. FACTOR

As we studied the test results and’ ana]yzed,the industry equation, it became

" increasingly evident that the disc factor used in-the equation ‘was not well

understood. It appeared :that>the disc: factor depended on: parameters not

- currently being accounted for, such as the" subcooling of :the fluid. Thus, we

examined the equation in moredetail, and specifically the disc factor term as
currently defined. To performithis eva]uation, we used both'the’ -baseline and

. applicable parametric ‘testing!to.determine what influence pressure and fluid
.. properties, such as subcooling,-had on the required stem force jof:a valve.
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Figure 1. Comparison of the standard industry gate valve stem force equation with selected test results.




. If all .of the. parametric studies could have resulted in just one parameter
being varied, then the tests could have been compared to each other ‘to determine
the effect of that one parameter (e.g., fluid properties). That was not the
case, however: It was impossible to: provide such precise temperature and
pressure control at the valve. :This,:along with other facility limitations, such
as the total system supply volume,; resulted in tests that cannot be compared to
one another -without some. type of normaiization :

We norma]ized the test resu]ts using Equation (1) by so]v1ng;for the disc
factor. This was possible because the stem force,.the system pressure, and the
valve differential pressure throughout the- c]osure cycle were known. The results
of a typical comparison are shown in"Figure 2. . The plot is read from right to
Teft as the valve'closes. "As time increases,’ the ‘disc factor increases in the
negative convention (indicating valve:closure)..and: is p]otted against stem
position. The :zero stem position represents that point in the: valve closure
where-the -horizontal -visual area is blocked so that you:could not see down the
pipe.i” Remember; however, that although the visual area is blocked, fluid can
still flow under‘the disc and through the valve. -At.this point, the disc area
term in Equation (1) becomes constant.. The differential pressure .term is also
near its maximum during this portion of the valve closure. From the zero stem
position to the minus 10% stem position, the stem travel involves seating and
finally ‘wedging. There are-no terms in:the industry equation to represent the
increased resistance before wedging. The figure also indicates that the disc
factor is influenced by fluid properties, steam being the best performer with the

“* lowest disc factor and cold water the worst with the highest .disc factor. ~This

fluid properties effect is evident not only at the zero stem position, but:from
the minus 5% to the minus 10% stem position, when the disc is riding on the seats
Just before wedging. This effect is contrary to what was expected; one would
expect water to be a better 1ubricant than steam

Our next effort was to determine if the disc factor was dependent on
pressure. - Figure 3 shows a comparison’ for using three parametric tests where the
fluid properties remained constant but: the pressure was varied.’ ‘Although the
disc factor-did not exhibit a significant pressure dependency at the zero stem
position, it did from the minus 5% to the minus 10% stem position when the disc
was riding on the seats just before wedging The figure also indicates that the
disc factor was lowest during-the 1400-psig test and highest during the 600 psig
test.. This, too, is contrary to what was expected; one would expect a light1y
loaded disc to have a thicker lubrication film and thus a lower coeffic1ent of
friction than a heavily loaded disc. :

Figure 4 depicts the effect of pressure in the ‘opening direction, further
highlighting inconsistencies with Equation (1). This.plot is read from left to
right as the:valve opens: ‘Although the disc factor (a positive value because the
valve. is opening) did "not- exhibit ai pressure dependency at .the zero stem
position, it did from the minus 5% to the minus 10% stem position. ~“This trend
is similar to what was observed in the closing direction. The figure also
reaffirms our previous observations that-the disc factor is lower during a high-
pressure test and higher during a low-pressure test. The.opening disc factor is
also observed to be higher than the closing dlSC factor at its peak, non- wedging
value.
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- The previously unaccounted influence of fluid subcooling and pressure on the
disc factor is very evident. This influence is also contrary to what one might
expect in terms of the effectiveness of a lubricant. However, what was expected
is based on a lubrication that separates the load bearing surfaces with a
relatively thick film of lubricant to minimize metal-to-metal contact. This type
of lubrication is known as thick film lubrication. In the event the load bearing
surfaces are not separated by a film of lubrication, metal-to-metal contact can
occur. This condition is known as thin film lubrication. The deficiencies of
this type of lubrication are aggravated by surface areas that are too small to
carry the maximum load, a load that exceeds the maximum expected or design basis
load, or a decrease in the velocity between the moving surfaces.

When metal-to-metal contact exists, any condition that increases the ability
of the lubricant to penetrate the bearing region will decrease the friction
between the two surfaces. ' For instance, the higher the differential pressure
across a bearing region, the more likely a.given lubricant will be forced into
this region and thus lower the  friction between the surfaces. Likewise, a
"‘lubricant in a vapor state is more likely than the same lubricant in a liquid
state to penetrate the bearing region and thus lower the friction between the

~surfaces. Other researchers have noticed these same phenomenon; however, they

attribute this.sensitivity to changes in the temperature of the fluid and metal.
We are still investigating this phenomenon, and we hope to provide more
conclusive results in the future.

From the results discussed above and from similar results for the other
valves evaluated, it is apparent that Equation (1) is incomplete and does not
totally identify and predict the increasing stem force once the disc is past the
_horizontal visual isolation or zero position. In addition, the fluid subcooling
and pressure dependencies of the disc factor are inconsistent with past
assumptions inherent 'in the application of the industry equation. Thus, we
concluded that the equation does not consider parameters that have an important
effect on the observed responses of the valves.. )

FLOW PHENOMENA THROUGH A VALVE

In response to _the unexpected test results, we directed our efforts toward
investigating the flow phenomena through a flexwedge gate valve and the effect
that pressures throughout the valve had on the resultant stem force. Figure 5
. shows a cross section of a typical flexwedge gate valve and identifies those
areas on the disc and stem where the various pressure forces can:act. This
figure also indicates where we drilled three pressure measurement ports into each
of the valve bodies prior to the Phase II testing to assist in this internal
pressure distribution study. Figure 6 shows a typical pressure distribution
observed during our testing. The pressure in both the bonnet region of the valve
and under the disc are lower than the upstream pressure during most of the valve
closure cycle. This reduction in pressure is due to the Bernoulli effect, the
result of fluid accelerating through a valve in response to a reduction in the
flow area. This phenomenon is dependent on the pressure and subcooling of the
fluid and on the magnitude of the reduction in flow- area through the valve.
Thus, the Bernoulli effect will be system and fluid dependent. The bonnet area
also shows a lower pressure because of the split in the disc and because of the
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gap-between the disc and the valve body seats; these structural features provide
a path such that the pressure in the bonnet region can more closely follow the
pressure in the region under the disc.

However, from the minus 3% to the minus 10% stem position during this test,
the pressures converge. During this portion of the valve stroke, flow has been
isolated and the disc is riding on the valve body seats; however, wedging of the
disc has not yet begun. It is also during this portion of the valve stroke that
predictable valves exhibit the largest stem force. Thus, we concentrated our
efforts on this segment of the valve closure cycle. Wedging forces were not
considered because these forces are not.the result of fluid dynamic ,and
frictional effects, but instead. depend on the force capabilities of a given
operator and on the structural stiffness characteristics of a specific disc and
valve body. soob

DEVELOPMENT OF THE INEL CORRELATION

< :

Our first effort was to develop a relatively detailed free body diagram of
the disc while it is moving-in the closing direction, after the flow has been
isolated but before wedging. This was done with the hope of better. understanding
the pressure and area terms that effect the stem force. Figure 7 presents the
results of this effort and identifies all the nonsymmetrical forces acting on the
disc. Note that according to the|free body diagram, the forces acting on the
disc ultimately react through the valve body seats, which are at a slight angle
(for a flexwedge gate ‘valve) relative :to' the horizontal and vertical valve
coordinate system. To account for this slight seat angle so that the forces are
expressed in values consistent with the definition of a traditional friction
factor, we found it necessary to transform the horizontal and vertical forces
intg a coordinate system that is normal and tangent to the valve body seating
surfaces. P

Following this logic, we-theorized the existence of two horizontal forces
acting on the disc. The first horizontal, force (F,) is due to the upstream
pressure (P,) acting on that area of the disc defined by the mean diameter of
the downstream seating.surface. The downstream.seating surface presents a
circular profile in the horizontal plane/ " The mean seat diameter was selected
because it best .approximates that area of the disc in.contact with the crown of
the downstream seating surface over which the various pressure forces act. F
is defined as h

up

SRR F . /ey F R T R IS &R U LTS T 2
o] e

4

Resisting this force (F,) is a horizontal force (F,,,) due to the downstream
pressure (P4,..,) also acting on that area of the disc defined by the mean
diameter of the downstream seating surface. Fg,.. is defined as
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- m2,., I 3
Fdowngpdown[_r] . o (3)

- These two forces-represent -the:only-horizontal forces acting on ithe disc and
provide a far more realistic estimate .of.the horizontal force component than the
~orifice area term which. .is- often: used -in. the: ;industry - -equation. « The net
horizontal force component (H) can be expressed as R

H=F, -Fqm CoL (4)

Likewise, the free body diagram indicates that there are actua11y five
vertical forces acting on the disc. The first vertical force is due to the
operator and represents the net stem force delivered to the valve.

4

T, =stemload T T T enns T ()

i

stermn

The second is due to the resistance of the'oacking”while the valve is closing.
The effect of the disc and stem we1ghts is a]so 1nc1uded in this term.

F;u;;;’= packing drag - disc and stem weight {:;;.5.;b E;t",wﬁir;,,_' (6)
-The third represents the stem reJection force, the result of the pressure under
“the disc’. (P -once the flow has 'been 1solated) trying to, expel the stem.

3 , t\;.;:! I r,‘ S . . :‘_7., L , b :
ctamny e .

The fourth force is due to the pressure in the bonnet region of the valve (P,
once the flow has been isolated) acting on the area of the disc defined by the
mean diameter of the seat cast in the vertical direction. This area term is the
result of the slight angle of the seat in a flexwedge type gate.valve (nominally
a five-degree angle) and results in an elliptical area over which the:pressure
acts. The major diameter -is equal to'the mean ‘diameter of the seat; the minor
diameter is equal to the mean diameter of the seat times the tangent of the angle
the seat makes with the vertical axis of the valve.
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Frop = Pup[ ’;‘"’]tana . S R , (8)

- Resisting F,, is'a:fifth force due to the downstream pressure (Pyu.) acting on
the ‘area of the ‘disc defined by’ the mean diameter of the seat cast” in the
" vertical direction. This force is also the result of the slight angle of the
seat. ‘ ‘ '

”02
F.. =Pdm,[ ’;’“”]tana (9)

The net vertical force component (V) during valve closure can thus be expressed
as
V=F, -F F .+F <~-F

pochna = stom reof top borttom

(10)

The net horizontal and vertical forces can now be recast 1nto the plane
defined by the valve body seat and normalized to remove the effect of valve size.
Figure 8 shows these two forces and their resolution into forces normal and
tangent to the seats. Note that the two normal forces resulting from this
transformation act’' in the same ‘direction, whereas the two tangent or sliding
forces oppose each other.” These can be expressed as follows for the normalized
normal force (F,) and the normalized sliding force (F,), respectively

H cosa +V sina . _
4

F H sina - V cosa
s = : .
m? | : (12)

4

F, =

The analysis described above allows us to better characterize the normal and
sliding forces acting on a flexwedge gate valve disc just before wedging. Our
next effort was to determine if the Phase I and Phase II flexwedge gate valve
test data supported a relationship between these forces. We extracted from our
data base the test results of all predictable valves during the closure cycle
when the disc was riding on the seats. We did not include the results of any
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testing if severe internal damage was evident. However, if the valve exhibited
evidence of internal damage while the disc was riding on the guides but showed
no evidence of such behavior while the disc was riding on the valve body seats,
we included the results.

The Phase II data extraction included testing with three valves representing
two valve sizes (6-in. and 10-in.). Design basis flow isolation tests and normal
operating flow isolation tests were used; upstream pressures ranged from 600 psig
to 1400 psig, and fluid gonditions ranged from steam to 400°F subcooled water.
However, the results of tests when the differential pressure was less than 20%
of the upstream pressure.or -when both the differential pressure and the stem
force were increasing very rapidly while the disc was riding on the valve seat
were not included. This is because the magnitude and trends of the resulting
forces are obscured by relatively low loadings on the valve disc (which affect
the transition from thick film lubrication to thin film lubrication), and by
rapid changes in both the stem force and the differential pressure. This
extraction yielded data from 30 tests

The Phase I data extraction included testing with two valves representing
a single valve size (6-in.). By way of comparison, these valves were nearly the
same as Valves 1 and 2 in the Phase II testing. Only design basis flow isolation
tests were used from.the-Phase I testing. Upstream pressures ranged from
400 psig to 1400 psig, and fluid conditions ranged from 10°F subcooled to 140°F
subcooled water. - This extraction yielded data from 12 tests.

The results of both data extractions were used in the force balance
developed as described above and presented in Figures 9 and 10. The results
reveal two linear relationships between the normal force on a seat (F,) and the
tangent or sliding force (F,) necessary to induce motion. One is representative
of a fluid subcooling of less than 70°F, while the other is representative of a
fluid subcooling of 70°F or greater.: The two dashed lines on either side of the
solid line represent the 1imits of the observed data scatter. The tight grouping
of the data scatter lends confidence that not only can we bound the force
requirements of a flexwedge gate valve, but we can also devise a method where the
results of low differential pressure flexwedge gate valve testing can be verified
and then the design basis conditions used to bound the maximum stem force. Note
also that the dashed lines do not extend below a normalized normal force of
400 1b/in®. Due to the limited low pressure and low differential pressure data
available and the postulated friction mechanism, the applicability of the INEL

“correlation is currently limited to normalized normal forces of 400 1b/in? and
above. We are <continuing to extend the applicability of the INEL correlation.

THE INEL CORRELATION

We can now rearrange the previously developed force balance and solve for
the stem force based on a linear relationship between the normalized normal and
sliding forces. - Using Figures 9 and 10, the slope of the solid line (the
friction factor between the disc -and the seat) can be used to relate the
normalized normal force (F,) to the normalized sliding force (F,) as
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F,=-fF tC (13)
where

f = friction factor, the slope of'thé line that relates the normal
force to the sliding force and is equal to

0.400 if the fluid is less than 70°F subcooled
0. 500 if- the‘fluid is 70°F or greater subcooled

c = offset boundlng term reflecting the scatter in the observed data
and is equal to

0 for no offset bounding

50 1by/in? to bound the data provided a normalized normal force
of 400 1b/in? or greater exists according to Equation (11) (shown
as- the dashed lines in Figures 9-and 10).

- Substituting the-horizontal and vertical components of the normal force
(Equation (11)] and the horizontal and vertical components of the sliding force
[Equation (12)] into the above relationship yields

. T ”02 :
. H (f cosa +sina) t C %’- (14)

(cosa - f sing)

Now,zsubstituting the horizontal and vertical force components [Equations (4)
and (10)] into Equation (14), 1m1t1ng the final result to a bounding estimate
of the stem force, and rearranging yields

M|

. BF, + 50 [——;—l (15)
F_ =F + : :
stom v 02 . . .

where
Fo=Fo =Foum (16)
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v pka :ton;rci i top bottom ) A';"’._Af ' ‘ : (17)

9, =f cosa +sing . o oo i (18)

M;:.iéz".a'cosa -Fsing - . gt .-':-= S (19)

‘f frict1on factor and 1s equa1 to
0.400 if the fluid is 1ess than 70°F subcooled
0.500‘1f;1he fluid-is 70°F .or greater subeoo]ed.<

L

Thus, Equation (15) can be used to bound the maximum stem force requirements
of a flexwedge gate valve closing against medium to-high flows whose operational
characteristics have been demonstrated to be predictable at design basis
pressures and temperatures. ‘This method will also provide -the ‘basis by which the

- 'results of in.situ tests . conducted on’predictable valves at less-than design
- basis conditions can be verified. Then the design'basis conditions can be used

to bound -the maximum stem force.: Note :that the ‘correlation applies only to
flexwedge gate valve closure against medium to htgh flows, fiows that will result
in a normalized normal force of 400 1b/in? or greater according to
Equation (11). .

... USE.OF THE INEL CORRELATION

To use the INEL correlation to bound the closing stem force requirements of
a flexwedge gate valve, -the- analyst must first -determine. if ,operationa]
characteristics of the valve are considered to be predictable. If the valve is
predictable, the following information can be used to bound the stem force:

e The mean diameter of the‘va]ve body seat”(the average ‘of the inside
diameter and the outside diameter of the valve body seats measured
in the plane perpendicular to the stem)

. The angle the valve body seat makes with the vertical or stem axis
. The outside diameter of the stem
° An estimate of the maximum packing drag expected less the effects of

the weight of the disc and stem

o The maximum upstream pressure that would exist after flow isolation
but prior to wedging, typically the design basis pressure
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. The maximum differential pressure that would exist after flow
isolation but prior to wedging, typically the design: basis
differential pressure : ‘

° The subcooling of the fluid at design basis conditions, either less
than 70°F subcooled or 70°F or greater subcooled.

With this information, the net horizontal force (F,) can be estimated with
Equation (16) and Equations (2) and (3). The net vertical force (F,) can then

“.be estimated with Equation (17) and Equations (6) through (9). The angle between -

the seat and the vertical or stem axis can then be used with Equations (18)
and (19) to estimate terms associated with transforming the horizontal forces
into forces on the disc and seat, and finally,into a vertical force. Thus, all
the terms in Equation (15) can be determined,: and the maximum stem force
necessary to isolate fiow at the specified pressure and differential pressure can
be estimated.

By way of example;. the: actual upstream pressure and differential pressure
recorded after flow isolation but prior to wedging during one of the tests will
be used, and the maximum stem force requirements of the valve using the INEL
correlation will be estimated. The result will then be compared with the actual
stem force recorded during the test. .

P The results from Valve 2 Test 3, Step 25 wili be used for this comparison
-Since -this was a. cold water test (400°F subcooled fluid), .the 70°F or greater
subcooled friction factor will be used in the INEL correlation. Pertinent valve
information and the pressure and differential pressure recorded Just before
wedging are - .

Stem diameter ' 1.750 inches

Orifice diameter ' ' . 5.187 inches
- Seat inside diameter . 5.192 inches
Seat outside diameter  5.945 inches
. Packing drag .H”,i ] 5 200 1b,
,Upstream pressure Just before wedging " 746 psig
. Differential pressure Just before 753 psid
wedging
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Th1s 1nformat1on can be used W1th the INEL corre1ation as fo]]ows
(seat ID + seat OD) (5 192 +'5, 945)

| "‘b,,,j,, 45.559

R oo 2 . ‘2 -
Y “.'”03.-.' . n(s 569)’ RO

. mean . 4 .' . 4 . ] MA‘: \
DY 'th ; ”(1 750) o ‘ o

B S £2.405°° T
N - 'm 4 4 X e -

 F, =P, A,,,,,, (746) (24.354) = 18 168

Fo. =P, A._ =(746 - 753)(24.354) -'-170 -
Fo, =P, A.., tana = (746)(24.354) tan5 = 1590
Frorsm ™ Paours Aasn £3NG = (746 = 753)(24:354) tan§'= <15 L -
Froamrg ™ Pro Auran = (746)(2.405) .= 1794,

Fy = Fup = Fuouy = 18,168 = (-170) = 18,338 i el

FomPoys ® Fomros = F % Fy =200 +1794 =11590 + (-15) = 389
6,

0

. gL et

ltmsni

= f cosa - sina'a 0.500 cosS * sins = 0 585
, =cosa - f sing = cos5 - 0. 500 sin5 =0.953

=F + [91 Fo + 50 Apeu ', |’(o 585)(18 338) + (50)(24 354)
A SN ) SR R

e .- PR . toae

] = 12,924

- During this -test, ‘the peak ‘stem force recorded:just'before wedging was
~ 12 787 1b,. "~ Thus; the* INEL' correlation-bounds' the actual recorded stem force.
'f'Samllar comparisons’ using the 1ndustry equation do not consistently bound the

'~ observed stem force ‘with- either a 0. 3 gr a 0 5 dlSC factor and using e1ther the

“orifice area or the mean seat area o , o
LOH DIFFERENTIAL PRESSURE TEST' VERIFICATION : j1,‘.;~;.

Utilities have numerous flexwedge gate valves in .systems throughout a
nuclear power plant; many of-these ‘valves must function in various design basis
events. The capability of these valves to operate at design basis conditions
.Jusually ‘cannot be verlfied With: 1n -situ testing, - espec1a11y for wvalves' where

‘V’fmidesign basis ‘conditions’ ‘include’ high'* pressures " and " medium to i high flows.

Usually, only low flow and Tow differential pressure conditions can"be developed
. near valve closure. Where the utility can demonstrate that their medium to high

. ‘flow valve designs exhibit predictab1e -behavior ‘at - design basis “conditions,
"l through--type “testing’ or -other ‘means; 1in:.situ’ testing -at ‘‘low. flows and

differential pressures can be used in conjunction-with the-INEL correlation to
verify that the valve being tested is representative of the valves tested by the
INEL. . If so, the INEL correlation can then be used to bound the stem force
requirements of the candidate flexwedge gate valve at design basis conditions.
This is accomplished as follows:
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- Step 1: A differential pressure test is performed. The results of the

. testing:are then used to estimate-the normalized normal and

sliding forces for the valve- according ' to "Equations (11)

and (12). If the upstream pressure and differential pressure

while the disc is riding on the seats resu]ts in a normalized

normal force of not less than 400 1b,/in? and if the resulting

forces fall within the upper and lower bounds expected for

valves of this design (see Figures 9 and 10), the valve is

considered to be representative of the valves tested by the

INEL. If the resulting forces do not fall within the expected

band, the results of our testing are not representative of the

va1ve being tested and the INEL correlation may not be
app]icable

Step 2: " If the results of Step 1 fall within the expected band, actual
design basis conditions can be used in the INEL correlation to
bound the stem force requirement of the valve being tested.
This maximum stem force estimate is then used, along with the

. other necessary motor operator sizing ca1cu1ations, to verify

" ‘the size of the operator and' the setting of the torque switch
to ensure that sufficient stem force is availab]e to operate
the valve at design basis conditions.

- CONCLUSIONS

" The industry s traditiona] gate valve sizing equation is incomplete
regardless of the disc area term or the disc factor used. This is because more
terms are included in the disc: factor than the sliding friction term.

e A new correlation was developed based on the results “of ‘two full- scale
uflexwedge gate valve qualification and flow interruption test programs: This
correlation has been. shown.to. consistently bound the stem force. requirements of
a flexwedge gate valve whose operational characteristics have been shown to be
predictable.” This correlation also allows a flexwedge gate valve to be verified
based on the results of a low differential pressure test. If so verified, the
resglts of the INEL correlation are shown to. be applicable at design basis
conditions.
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NOTICE

This report was prepared as an account of work sponsored by an agency of the
United States Government. Neither the United States Government nor any agency
thereof, or any of their employees, makes ‘any warranty, expressed or implied, or
assumes any legal 1iability or responsibility for any third party’s use, or the
results of such use, of any information, apparatus, product, or process disclosed
in this report, or represents that its use by such third party would not infringe
privately owned rights. The views expressed in this report are not necessarily
those of the U.S. Nuclear Regulatory Commission.
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LIMITORGUE MOTOR OPERATOR CALCULATIONS

P 00 .NO «Or PRDJ . SFE"?'&?I‘.*'S : B S"E - 1 C REF t‘:

REV () ~ REV.1 - REV.2 " REV.3
COMPILED BY: s o
APPROVED BY:
IND.REV. BY:

CUSTOMER NAME: 'E.G. & G. IDAHO L : - VELAN 7 7
VELAN NO.: . . ITEM(S) 5 SRR 7054F  DWG No.:., .
VALVE DESCRIPT.: 10 "  --S00# PS  :;.GATE : FORGED f ' §890.0%2°
LINE PRESS.: 1000 PSIg DIFF.PRESS.: - 1000 PSI~ @ TEMP, -« 550 F~-
ORIF. DIA.: 7.875 in - THREAD .-t THREAD - -» L, L
STEM DIA,: . . 2.500 in . FACTOR: .-~ :0.01962~ =~ PITCH:" -0,3383 in "% -
MOTOR DES.RPM.: 1800 . .., STEM SPEED:  10.00 in/minTHREAD ' SRR
PULL QUT EFFEC.: 0.80 . APPL.FACT,: 1,00 - LEAD: - '0,3333-in X'
REDUCED VOLTAGE: 0.80 MOT.STALL~ .. o LIFT: . e.88 in
STALL EFFECIEN.: 0.50 TORQUE: - 42.00 ft1b S ol
H/W RATIO: 25.30 .. . UNIT EFF.: 0.30° .. FREQU.: . 60 HZ. .,
MOT . TORQUE : 40 ft1b CURR.SUPPL.: 880 VOLT TYPE: - AC ‘ h
STEM THRUST:  FHYDR.= ORIF.DiA.‘2 x-P1/4.x DIFF.PRESS..x SEAT FACT.= 118612 1b
‘ PISTON EFFECT=.STEMDIA."2 x P1/8°x LINEPRess =L 4909 b

PACK.FRICT.LDAD= LT - 8482 b

TOTAL STEM THRUST = R 28003 1b
STEM TORQUE = STEM THRUST x STEM THREAD FACT.= . =~ 1 sa8 b
THEOR. 0/A OR UNIT RATIO = MOTOR DESIGN R.P.M: x THREAD LEAD/STEM ‘SPEEDT’ = 37,01
ACTUAL: O/A OR UNIT RATIO.s MOTOR DESIGN R.F:M. x THREAD LEAD/STEM SPEEDA'w  S5€.68°
MOTOR CALC. TORQUE = 'STEM TORGUE /(PULLOUTEFF x APPL.FACT. » O/A RATIO) = 26,25 ftid
MOTOR CALC. TORQUE € REDUCED VOLTAGE = . STl <Y 87.90 ftlb
-N.B. IF DC SUPPLY, DO NOT SQ. % V. SN S T
STALLED TORQUE 2-110% VDLT.= MOT. STALL TORGUE x ST/ EFF ;% x'O/A RAT:Q = 1685 ft1b
'STALL THRUST = STALL TORGUE 7 'STEM THREAD FACTOR = - o * -'83824°1b |
MAX. ALL. ACTUATOR STALL THRUST = ' - -112500 b
H/W PULL= 2 x STEM TORGUE /(HWRATIO . UNITEFF. x. HNDIA.x Aun BEAR 3 EFF. ) L. 185 b
MAX ,TORQUE SWITCH SETTING @ RED.VOLT.=MOT.TORQUE x P/0 EFF, x APP.FACT. X' 752.15 #t1b
MAX. H/W TORGUE = MAX. VALVE TORQUE /. (H/W.RATIO X, UNI‘EFF )= | °72.80 ftb
‘OPERATING TIME = (60 x LIFT) / STEM SPEED =.. »: . : '50.60 ‘sec’
SMB - 1 3 - ACTUATOR e G0:4L1by noTUR MOTOR” MAX . THRUST= 45000 b
MAX. STEM TORQUE .850 ft1b ..ADDITIONAL GEAR- 1., “MAX.STEM DIA.=- " 2,750 in "
H/W RATIO = as 3 :1'...ADD.G/RATIO= 1. 00 :1 *0@/R RATIO0 RANGE aa;s-ae;qo_;.
CURRENT SUPPLY:: . 880 VOLT .STD H/WHEEL : :,:1a'in a7 MUST OPERAT RED.V@' 0.80°
TYPE: * "AC/2/60 HZ ~* OVERSIZED H/WHEEL : no:. . L
BEVEL GEAR ACTUATOR DIRECTLY,MOUNTED ONTO WALVE:: . no,:. - nAx.ALLow THRUST:;[ﬂ% e -1b”
ACTUATOR MODEL : UJ“”‘ RATI04 . ol MAX STEM: " MAXJALLOW,TORGUE: - 7 " §t1b




LIMITORGUE MOTOR OPERATOR CALCULATIONS

COMPILED BY:
APPROVED BY:
IND.REV. BY:

P.0.No.or PROJ,:P2-729156~5 SMB - 1 REF.: . .~
CUSTOMER NAME: E.G. & G. IDAHO _ VELAN
VELAN NO,.: ITEM(S) ¢ S 7054 DWG No,: -
VALVE DESCRIPT.: 10 * 3004 PS GATE  FORGED 8890.092
LINE PRESS.: 1000 PSIg’ DIFF.FRESS.: §000 PSI @ TEMP. 550 F
ORIF. DIA.: 7.375 in THREAD THREAD .
STEM DIA.: . 2.500, in ~ FACTOR: 0.02425 ~ PITCH: 0.2333 in X
MOTOR DES.RPM.: 1800 STEM SPEED: 12.87 in/minTHREAD .
PULL OUT EFFEC.: 0.30 APFL.FACT.: 1.00 _ LEAD: 0.6667 in  X°
REDUCED VOLTAGE: 0.80 = MOT.STALL- ~ LIFT: 8.84 in
STALL EFFECIEN.: 0.%0 TORQUE: 42,00 tib o
H/W RAT10: 25.20 UNIT EFF.: 0.30 " FREGU.: 60 HZ .
MOT . TORGUE 3 40 $tlb  CURR.SUFPL.: 460 VOLT TYPE: AC
STEM THRUST: FHYDR.= QRIF.DIA."2 x P1/4 » DIFF.FRESS. x SEAT FACT.= 14642 b

o PISTON EFFECT= STEMDIA.“2 x PI/4 x LINEPRESS.= 4309 b

J PACK .FRICT.LOAD= 8832 1b

. TOTAL STEM THRUST = 28003 b

‘ 7cmous = STEM THRUST x STEM THREAD FACT.s 673 ftlb
Tri.:. 0/A OR UNIT RATIO = MGTOR DESIGN R.P, M. % THREAD LEAD/STEM SPEEDT =  94.02 -
ACTUAL 0/A OR UNIT RATIO =.MOTOR DESIGN R.P.M. x THREAD LEAD/STEM SFEEDA =  92.40 -
MOTOR CALC. TORGUE =. STEM TORQUE /(PULLOUTEFF x APFL.FACT., x 0/8 RATIO) = 18.37 ftly
MOTOR CALC. TORQUE @ REDUCED VOLTAGE = . 28,70 #t1b
N.B., IF DC SUPPLY, DO NOT SQ. % V. S
STALLED TORQUE @, 110% VOLT.=: MOT. STALL TORQUE x ST. EFF. % x O/A RATIO = 26832 ft1b
STALL THRUST = STALL TORQUE / STEM THREAD FACTOR = ' 110866 1b
MAX. ALL.. ACTUATOR STALL THRUST = 112500 1b
H/W PULL= 2 x STEM TORQUE /(HWRATIO x UNITEFF. x HWDIA.x ADD.GEAR x EFF.) 179 b
MAX .TORQUE SWITCH SETTING @ RED.VOLT.=MOT.TORQUE x P/0 EFF, x APP.FACT. x 1504.31 #tlb
MAX. H/W TORQUE = MAX. VALVE TORGUE / (H/W RATIO x UNITEFF.) = 89.456 ftlb
OPERATING TIME = (50 x LIFT) / STEM SPEED = 41,28 sec
SMB,~ 1 E - ACTUATOR - .7 a0 ftl1b  MOTOR MOTOR MAX.THRUST= 45000 1b
MAX. STEM TORQUE 250 fiib. ADDITIONAL GEAR : no  MAX.STEM DIA.= 2.750 in
H/W RATIO = 25.3°11  'ADD.G/RATIO= 1.00 :{  0O/A RATIOD RANGE &2.5-88.40
CURRENT SUFPLY: .- 460 VOLT S7TD.H/WHEEL: 12 'in- ' MUST OPERAT RED.V 0.S0
TYPE: AC/3/80 HZ OVERSIZED H/WHEEL : no . — .
BEVEL GEAR ACTUATOR DIRECTLY MOUNTED ONTO VALVE: 'no  MAX.ALLOW.THRUST: b,
ACTUATOR MODEL: - RATIO: MAX ,STEM: MAX .ALLOW ., TORGUE £t1b
REV. O " REV.1 REV.2 REV,3
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APPENDIX E

PHASE 1 AND 1l INSTRUMENTATION DIAGRAMS AND ACCURACIES
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TABLE 1 .

'INSTRUMENTATION REQUIREMENTS

Sysﬁem Water Pressure

Valve Upstream Pressure
Valve Downstream Pressure
Discharge Section Prassure
Flow rate

Test Valve

System Temperature

Test Valve Water Temperature
Test Valve Temperaturs

Water Heafer Temperature
Load Cell Temperature

Yalve Stroke - LYDT/Potentiometer
Actuator Current

Actuator Ciurrent

Actm:'gor t'.m-rent

Actuaﬁor Voltage

Actuator Voltage

Acceleration

Actuator Porce

Open Limit Switch
Clesed Limit Switch
Clased Torque Switch
Motcr Spe=d

0-2500 psig
0-2500 zsig
0-2500 psig
0-2500 psig
0-506 in. water
0-2500 psid
0-500°z
0-500°F
0-500°7
0-500°F
0-600°F
0-5 inches
0-15 amcs
0-15 ames
0~15 amps
0-480 VAC
0480 VAC

0-1000 G's
340,300 Ibs.

on/otf
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2ATE: 04/20/88 J03 MMBER: 43085-1 TEST SRR 3V 2ITE 3
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. ' PHASE 11

Sk

bmt— = 4D T z4D -] ‘ Legend x .
= | 2D 2D 123 >‘<Accele'romclers (trlaxial measutemenls)
, - |~ —a—e—s— Slraln gauges.
| : - v /l 411561)6 P, Prassuie (static)
‘ ‘ J] P, Pressure (dynamic)
| Ut —| 5
. / T Temperaluie
— LIPNT
0 | A| aP
. T
| P / LT 1 Valve posllion
/' B
o V' 2 Valve curnient
o &
.
6 l — \! m _[ﬂ Flow 3| valvevollage
. . - ’ . :
\\ : —) 4 Torque spring dellection
A ' 5 Slem lorce (strain gages)
Py
A 6 Motor speed
1
P, P, P, P, l m Mass llow
Py P, Py F;: ' Al @ Measurements In pipe dlameler .

T T , T T

Figure 5. Valve and piping instrumentation..
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Legend is shown in.Figure 5.
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R o PHASE IT
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. { - : ] A P \
Watertank |- © 7 T i Ulntemediate Test o
' , ’ © ) tank specimen’ |’
e - —7 o 24m " l -..l ‘ NO’mi“ :”OW ";\0
. From N , M
np —~—12 m—c—-l Flowmeler
hoiler
- babd— D4 33 10- and.
/ l 20-In,
\0in Rupture disc | piping
_P_s piping 1) Pal  |Pua| [Pa PaT |-
T T Condensali
Deslgn pressure: 160 bar (2321 psi) ondensation
pool
Figure 3. Simplified diagram of KWU 6 in. valve test loop, showing configuration, lengths, and piping sizes.
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Waler tank

From
high-
pressure
boiler

P—

Figure 4. Simplified diagram of KWU 10-in. valve test loop, showing configuration, lengths, and pipe sizes.

Legend is shown in Figure 5.

PHASE 11

" Flowmeler 2610, 10.4n. pipl Quick opening
n. pipln o
(al pipe inlel) plpin 0 piping - st valves
g e M —— specimen
_ bd
—-—-23m -] lD" 28-in. plping [

Flowmolcr

> j L
PA
b4 2-in, piping

Normal {tow line

~ =P

Jin,
F_!;_-l piping

Deslgn pressure: 116 bar (1682 psl).

Condensalion
pool

[




d

. RHASEWII_INSTRUHENTATION ACCURACY

Chan. Full
10 Measurement Description _Scale Accuracy Error. Unfts .  Comments e
CHAN O Bonnet Fluid Temperature - ‘t' -- 10 deg F _ Steady State (Transient - Ref. Only)
CHAN 1 Shadow Fluid Temperature - .- 10 deg F ~ Steady State (Transient - Ref. Only)
CHAN 2 Under Disc Fluid Temperature - . - 10 deg F Steady State (Transient - Ref. Only)
CHAN 3 Upstream 4D Fluid Temperature - e 10 deg F Steady State (Transient - Ref..Only)
CHAN 4 Upstream 20 Fluid Temperature - T ee 10 deg F Steady State (Transient - Ref. Only)
CHAN S Downstream 20 Fluid Temperature - -- _ 10 deg F . Steady State {Transient - Ref. Only)
CHAN 6 Downstream 4D Fluid Temperature - - .- __ 10 deg F Steady State (Transient - Ref. Only)
CHAN 7 Valve Body Surface Temperature -- -- 10 deg F Steady State {Transient - Ref. Only)
CHAN1S Thermocouple Reference Temperature  -- - 10deg F L o
CHAN16 Motor Current, 11 20 0.14% 0.03 Amp |
CHAN1? Motor Current, 12 20 0.09% 0.02 Amp
CHAN18 Motor Current, I3 20 0.12% 0.02 Amp
CHAN19 Motor Voltage, L1-12 875 0.09%  0.52 Volt
CHAN20 Motor Voltage, L2-L3 575 0.10% 0.58 Volt
CHAN21 KWU Accumulator Static Pressure -- -- -~ Psia Reference Only (less than 2X)
CHAN22 KWU Upstream Dynamic Pressure -- -~ - Psid Reference Only (less than 2X)
CHAN23 XWU Upstream Static Pressure -- -- - Psia Reference Only (less than 2X)
CHAN24 XWU Flowmeter Static Pressure -- - - Psia Reference Only (less than 2%)
CHAN25 XWU Flowmeter DP A - - .- Psid Reference Only (less than 2X)
CHANZS KWU Flowmeter OP 8 -- -- - Psid Reference Only (less than 2¥X)
CRAN27 Motor Speed 1000 0.11% 1.10 Hz Converted to RPM {Valve Specific)
CHAN28 KWU Downstream Dynamic Pressure - -~ - Psid Reference Only (less than 2X)
CHAN2S XWU Downstream Static Pressure -- - -- Psia Reference Only (less than 2%)
CHAN3Q Limit Switches - - -
CHAN31 Closed Torque Switch - -- --
CHAN32 Stem Force 40000 0.40% 160 Lbs
CHAN33 Bonnet Static Pressure 3000 0.50% 15 Psia
CHAN34 Shadow Static Pressure 2000 0.50% 10 Psta
CHAN3S Under Disc Static Pressure 2000 0.50% 10 Psia
CHAN3G Upstream 40 Static Pressure 2000 0.50% 10 Psia
CHAN37 Upstream 20 Static Pressure 2000 0.50% 10 Psia
CHAN38 Downstream 2D Static Pressure 2000 0.50% 10 Psia
CHAN39 Downstream 4D Static Pressure 2000 0.50% 10 Psia
CHAN4Q. Upstream 4D Dynamic Pressure 1000 0.50% 5 Psid
CHAN4L Upstream 2D Dynamic Pressure 1000 0.50% 5 Psid
CHAN42 Downstream 2D Dynamic Pressure 2000 0.50% 10 Psid
CHAN43 Downstresm 4D Dynamic Pressure 2000 0.50% 10 Psid
CHAN44Z 40 Valve Differential Pressure 2000 0.50% 10 Psid
CHAN4S 20 Valve Differential Pressure 2000 0.50% ¢ 10 Psid
CHANS2 KWU Accumulator Temperature - -- -- deg F - Reference Only (less than 3 deg K)
CHANS3 KWU Upstream Fluid Temperature -- -- -- deg F Reference Only {less than 3 deg K)
CHANS4 KWU Flowmeter Fluid Temperature -- -- -- deg F Reference Only (less than 3 deg K)
CHANS5 KWU Downstream Fluid Temperature - - -- deg F Reference Only (less than 3 deg K)
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PHASE 1T INSTRUMENTATION ACCURACY

-~.

~.

-

Chan. ) Full . ]

10 Measurement Description Scale Accuracy Error  Units " . Comments
""CHANS6 Stem Force, Gein’er@l‘ Physics  Validated Against CHAN32 Lbs {Refer to ‘ﬁanufacturer for Actual)
" CHANG4 Valve Stem Position s 0.32%  0.02 Inch

CHANES Spring Pack Deflection ' 0.75 0.50X 0.004 Inch
) CHAN6Y Valve Bbdj_ ﬁéce!?}atioﬁ. X - - | - Reference Onl y
" CHAN7O Valve Body Acceleration, Y -- -~ - g Reference Only
CHAN71 Valve Body Acceleration, Z -- - - g Reference Only
CHAN72 Motor Operator Acceleration, X -- - -- g Reference Only
CHAN73 Motor Operator Acceleration, Y - - -- g Reference Only
CHAN74 Motor Operator Acceleration, Z -- .- - g Reference Only
3o~ -
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